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Numerical analysis of two-phase flow in condensers and evaporators with special emphasis on single-phase -two-phase transition zones
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A numerical study of the thermal and fluid-dynamic behaviour of the two-phase flow in ducts under condensation or evaporation phenomena is presented. The numerical simulation has been developed by means of the finite volume technique based on a one-dimensional and transient integration of the conservative equations (continuity, momentum and energy). The discretized governing equations are solved using the Semi-Implicit Method for Pressure-Linked Equations (SIMPLE) which allows back flow phenomena. Special emphasis is performed on the treatment of the transition zones between the single-phase and two-phase flow. The empirical inputs of single-phase and two-phase flow, including sub-cooled boiling and dry-out, have been adapted by means of adequate splines in the transition zones where the heat transfer correlations available in the literature are not suitable. Different numerical aspects have been evaluated with the aim of verifying the quality of the numerical

INTRODUCTION

Heat exchangers are widely used in industrial applications, e.g. refrigeration and air-conditioning systems, where these equipments represent an important component. Condensers and evaporators in a vapour compression refrigeration system are an example. These elements have been studied for many years, and different experimental and mathematical modelling have been trying to explain the thermal and fluid dynamic behaviour of the fluid flow into the heat exchanger.

In many condensers and evaporators the fluid refrigerant flows inside tubes while the secondary fluid flows in the external part. In the refrigeration system, the heat exchanger are connected to other elements like compressors, expansion devices, receivers, etc. which have influence on the heat exchanger behaviour. The necessity of building equipment with higher energy efficiency and using non-contaminant refrigerants are important reasons for the continuous study and research on this topic.

The design of the heat exchanger can be developed by means of analytical methods. These methods give a quick and global approach of their behaviour. However, a large number of hypothesis and simplifications have to be assumed. Examples are the F -f actor or ǫ -NT U methods [START_REF] Kakac | Heat exchangers: selection, rating and thermal design[END_REF]. More general and accurate approaches require the use of numerical methodologies, which subdivide the heat exchanger into many elemental volumes and solve the governing equations for each volume. In the two-phase flow region, the governing equations (mass, momentum and energy) can be formulated in different forms depending on the model used. Homogeneous models [START_REF] Levy | Two-phase flow in complex system[END_REF], drift-flux models [START_REF] Wallis | One-dimensional two-phase Flow[END_REF] or two-fluid models [START_REF] Yadigaroglu | On the various forms of the conservation equations in two-phase flow[END_REF] [START_REF] Ishi | Thermo-fluid dynamics of two-phase flow[END_REF] can be employed to solve the two-phase flow present in the condensation and evaporation process.

To get a deep understanding of the mathematical model and the strategies for solving the governing equations, the double-pipe heat exchanger can be a good option for application due to its relatively simple geometry for the secondary flow. Different papers have been presented in the technical literature on this subject. For example, numerical and analytical results in steady and transient state have been compared in different studies on double-pipe heat exchangers [START_REF] Zavala-Rio | Realiable compartmental models for double-pipe heat exchangers: An analytical study[END_REF][7] [START_REF] Ansari | Transient response of a co-current heat exchanger to an inlet temperature variation with time using an analytical and numerical solution[END_REF]. Combination of the analytical expressions with numerical method are used in the double-pipe helical heat exchanger resolution [START_REF] Rennie | Numerical studies of double-pipe helical heat exchanger[END_REF], where a CFD modelling together with a ǫ-NT U method is used to solve the heat exchanger.

Assuming thermodynamic non-equilibrium on the CV, the two-fluid model is used to solve the two-phase flow inside of the double-pipe heat exchanger. A condenser and evaporator are solved by means of this model in [START_REF] Wang | A numerical method for thermally non-equilibrium condensing flow in a double-pipe condenser[END_REF] and [START_REF] Sripattrapan | Heat transfer and two-phase flow characteristics of refrigerants flowing under varied heat flux in double-pipe evaporator[END_REF], respectively. Although this formulation shows the two-phase flow behaviour in a more detailed way, a large number of the empirical information is required and different hypothesis have to be assumed to simplify the resolution. A quasihomogeneous model is used on double-pipe heat exchangers resolution [START_REF] Escanes | Thermal and fluid-dynamic behaviour of double-pipe condenser and evaporators -A numerical study[END_REF] and [START_REF] García | Numerical simulation of double pipe condensers and evaporators[END_REF], where one-dimensional single-phase and two-phase flow are solved based on an implicit step by step method.

This paper shows a more general approach for the resolution of the two-phase flow inside tubes in condensers and evaporators. The methodology is applied to double-pipe heat exchangers with the secondary fluid in the annulus region. This work is organised in different sections. The second section shows the mathematical formulation of the whole heat exchanger. Special attention is given to the analysis of the two-phase flow inside tubes by means of the Semi-Implicit Method for Pressure-Linked Equations (SIMPLE) [START_REF] Patankar | Numerical heat transfer and fluid flow[END_REF] instead of the step-by-step method employed by the authors [START_REF] Escanes | Thermal and fluid-dynamic behaviour of double-pipe condenser and evaporators -A numerical study[END_REF] and [START_REF] García | Numerical simulation of double pipe condensers and evaporators[END_REF]. The SIM-PLE method is able to solve complex flow phenomena, e.g. when back flow appears due the interactions of the heat exchangers with other elements of the refrigeration system (compressor, expansion device, receivers, etc.). The third section presents the numerical algorithm, together with different important aspects used in the solution. New criteria for the analysis of the transition zones to avoid discontinuities in the evaluation of the heat transfer coefficients between single-phase and two-phase are presented. This is an important topic that helps to prevent the appearance of non real wall temperature values and improves the numerical method. The fourth section shows the methodology to verify the numerical solutions to assure the quality of the results obtained.

The mathematical model is validate in the fifth section by comparisons of the well verified numerical results with experimental data obtained from the scientific literature. Illustrative results considering the whole double-pipe heat exchanger are given in section sixth. In the last section, the conclusions of the paper are presented. For the fluids, these equations are integrated on the basis of staggered meshes.

In this way, the domain is split into a number of control volumes (CVs).

Mass and energy equations are discretized over the main CVs (see Figure 1a), while momentum equation is discretized over the staggered CVs as shown in Figure 1b. For the solid elements, the energy equation is discretized over CVs indicated in Figure 2.

Two-phase flow of refrigerant Fluid

The discretized form of the energy, momentum and mass (in terms of the pressure corrections) conservations equation of the refrigerant flow inside the inner tube is presented in this subsections.

Energy equation

The total energy equation is integrated over the main control volumes shown in Figure 1a. In a semi-discretized form, this equation can be written as: where ēP represents the total specific energy (e = h+e c +e p ), ρP is the density, qP is the heat flux, pP is the pressure, ṁs P and ṁs W are the mass flow at the east and west CV-faces respectively, A is the cross sectional area, P is the perimeter and ∆z is the CV length. The mean values over the CV used in equation ( 1) are defined as:

ρP = 1 V P V P ρdV ; pP = 1 V P V P pdV ēP = 1 ρP V P V P ρedV ; qP = 1 ∆z P zw ze qdz
Transient terms are evaluated using a first order backward differencing scheme.

Convective terms at the CV faces are evaluated using first or higher order schemes. When a first order scheme is used, the variables at a given face of the CV are taken equal to the nearest upstream nodal values (this is the upwind scheme). Higher order schemes, as Quick or Smart [START_REF] Darwish | Normalized variable and space formulation methodology for high-resolution schemes[END_REF], are introduced using a deferred correction approach, i.e. the convective term is evaluated using the upwind scheme while an extra or correction term is introduced in the source term of the discretized equation keeping the diagonal dominance of the coefficient matrix. The convective heat flux is integrated along the CV heat transfer surface using local heat transfer coefficients and nodal temperatures for the inner tube and the refrigerant fluid. Introducing all the above numerical schemes and models in the energy equation and approximating mean quantities by their values of the central node, the following fully discretized form is obtained.

( where the variables h ns e and h ns w represent the fluid enthalpy at the CV faces itself evaluated by means of the selected high-order convective scheme. This is the deferred technique indicated above.

From the discretized energy equation, the nodal enthalpy h P is obtained at each CV. Considering thermodynamic local equilibrium in the flow, the mass gas weight fraction x g,P can be calculated in the two-phase flow zone as a function of the enthalpy h P and the local pressure p P as: x g,P = [h P -ACCEPTED MANUSCRIPT h l (p P )]/[h g (p P ) -h l (p P )], where h l and h g represent the saturated liquid and gas enthalpies, respectively.

Momentum equation

The momentum equation in the axial direction is discretized over the staggered volumes indicated in Figure 1b. In a semi-discretized form the momentum equation can be written as: and v l = ṁ(1 -x g )/ρ l (1 -ǫ g )A. The mixture density can be expressed as:

ρ = ǫ g ρ g + (1 -ǫ g )ρ l .
The local shear stress in the momentum equation ( 5) is obtained in terms of the friction factor, τ w = (f /4)( ṁ2 /2ρA 2 ). In the single-phase flow, the friction factor f is determined by means of empirical information, while the mass flux ṁ and the density ρ are evaluated depending on the phase flow present, gas or liquid. In case of two-phase flow, the shear stress is determined by means of the friction factor corresponding to the gas phase, f g , the gas mass flux ṁg , the gas density ρ g and the multiplier two-phase factor Φ, as f = f g Φ. The friction factor and multiplier two-phase factor are empirically obtained.

Introducing in equation ( 5) the expressions commented above, and rearranging according to the general form of momentum equation,

a v P ṁP s = a v E ṁE s + a v W ṁW s + b v
P , the following discretized coefficients are obtained:

a v W = max( ṁw s , 0.0)K w s (6) a v E = max(-ṁe s , 0.0)K e s a v P = max( ṁe s , 0.0)K e s -max(-ṁw s , 0.0)K w s + f 4 | ṁp s | 2ρ P s A 2 P ∆z + ∆z ∆t b v P = (p P -p E )A + ṁo P ∆z ∆t -ρ P s gsinθA∆z + ∆conv ∆conv = [max(-ṁe s , 0.0) ṁj+1 -max( ṁe s , 0.0) ṁj -ṁns e ]K E - [max( ṁw s , 0.0) ṁj-1 + max(-ṁw s , 0.0) ṁj -ṁns w ]K P where, K = [x 2 g /ρ g ǫ g A + (1 -x g ) 2 /ρ l (1 -ǫ g )A]
. This variable is evaluated at the node of the main mesh (in fact, K e s = K E and K w s = K P ). Using the Central Difference scheme (CDS) for the convective terms, the mass flux on the staggered volume faces are defined as: ṁe s = ( ṁE s + ṁP s )/2 and ṁw s = ( ṁP s + ṁW s )/2, and density value over the CV center of the staggered mesh are defined as: ρ P s = (ρ E + ρ P )/2. The mass flux ṁns e and ṁns w are evaluated using the Quick or Smart numerical scheme in the deferred correction term ∆conv.

Pressure correction equation

A pressure correction equation is evaluated over the main control volumes (Figure 1a) by means of the continuity equation and according to the SIM-PLE method [START_REF] Patankar | Numerical heat transfer and fluid flow[END_REF]. The strategy starts from the semi-discretized form of the continuity equation:

V P ∂ ρP ∂t + ṁe -ṁw = 0 (7)
The mass flow is estimated from the discretized momentum equation rewrit- e and d v w appear rearranging the discretized momentum equation (see [START_REF] Patankar | Numerical heat transfer and fluid flow[END_REF] for details). Introducing the above expression of the cell face mass fluxes into equation ( 7), and approximating by their nodal value the mean CV quantities, the correction pressure equation can be written as:

ρ P -ρ o P ∆t A∆z + [ ṁ * P s + d v e (p ′ P -p ′ E )] -[ ṁ * W s + d v w (p ′ W -p ′ P )] = 0 (8)
This equation can be rewritten in terms of the generic discretized equation

a p P p ′ P = a p E p ′ E + a p W p ′ W + b p P
, where the discretized coefficient can be easily obtained from equation [START_REF] Ansari | Transient response of a co-current heat exchanger to an inlet temperature variation with time using an analytical and numerical solution[END_REF]. After pressure correction is obtained, the mass fluxes and pressure field are updated: ṁP s = ṁ * P s + ṁ′ P s and p P = p * P + p ′ P .

Secondary fluid in the annulus region

The secondary fluid flows in the annulus area, defined between inner tube and outer tube. The mathematical formulation is similar to the one presented for the refrigerant fluid in the inner tube, except that heat transfer and wall friction between the fluid and both the inner tube and outer tube must be considered. In this work, only single-phase flow is considered to occur in the annulus region. The general SIMPLE algorithm described above can be used.

However, if no complex flow is expected (e.g. no back flow phenomena), the step by step method can also be used. The method solves the governing equations at each CV, step by step in the flow direction (see [START_REF] Escanes | Thermal and fluid-dynamic behaviour of double-pipe condenser and evaporators -A numerical study[END_REF] for details).

Heat conduction in solid elements

Three different solids are considered, the inner tube, the outer tube and the insulator. Details of the defined main control volumes (CVs) in the different parts of the heat exchanger are depicted in Figure 2. To solve the solid elements, the energy equation is applied over each CV. A general heat conduction equation can be integrated, obtaining the following generic form:

ρc p (T P -T o P ) ∆t V P = Qw + Qe + Qn + Qs (9)
where the left hand side indicates the internal energy increase in the CV, 

Qw = λ t w T t W -T t P d P W A t,in Qe = λ t e T t E -T t P d P E A t,in Qs = α f (T f P -T t P )πD i ∆z P Qn = α f.sec.o (T f.sec P -T t P )πD o ∆z P
Where α f and α f.sec.o are the heat transfer coefficient of the refrigerant and the secondary fluid in the inner tube respectively, T f P is the refrigerant fluid temperature and T f.sec P is the secondary fluid temperature, d P W and d P E are the distance between nodes, and A t,in is the cross-section,

A t,in = π(D 2 o - D 2 i )/4.
For the outer tube, the secondary fluid is in contact with the tube at south face, while heat conduction is applied on the other CV's faces. Thus, the heat fluxes can be approximated as: where T t,out and T t,ins indicate the temperatures of the outer tube and insulator respectively. An harmonic mean thermal conductivity is used at the contact surface between the tube and the insulator,

Qw = λ t.out w T t,out W -T t
λ n = d P N [d P n /λ wall + d nN /λ insulator ] -1
. This criterion is obtained as a consequence of the condition of heat flux continuity at the interface, and after approximating temperature gradients by a backward (in the tube) and forward (in the insulator) first-order numerical scheme.

For the insulator, the conduction heat fluxes through any of the internal CVfaces can be approximated as:

Qw = λ ins w T ins W -T ins P d P W A ins Qe = λ ins e T ins E -T ins P d P E A ins Qs = λ ins s T ins S -T ins P ∆r s πD s ∆z Qn = λ ins n T ins N -T ins P ∆r n πD n ∆z
The boundary conditions in the west and the east extreme nodes of the tubes and insulator can be a fix temperature or a null heat flux. Natural convection with the ambient is considered in the external part of the insulator.

Empirical information

The empirical information used to evaluate the local heat transfer coefficients α and the friction factors f in single-phase and two phases, together with the void fraction ǫ g are presented.

The single-phase heat transfer coefficient is obtained for laminar and turbulent regimes using Nusselt and Gnieliski correlations respectively [START_REF] Hewitt | HEDH Heat Exchanger Design Handbook[END_REF]. The friction factor is evaluated from Churchill expression [START_REF] Hewitt | HEDH Heat Exchanger Design Handbook[END_REF].

In case of condensation, the heat transfer coefficient is evaluated with Shah [START_REF] Shah | A General Correlations for heat transfer during film condensation inside pipes[END_REF] correlation. Even though Shah's correlation is defined for annular flow, the expression is used along the flow. The empirical correlation given by Shah is available for gas weight fraction between 0.15 and 0.85. For the rest of the range there is no data available. In this case, two splines functions between single-phase and two-phase heat transfer correlations and vice-versa have been obtained for three-order polynomial equations considering continuity and derivability in the functions. The first one is ranged between 0.0 and 0.15, while the second one is ranged between 0.85 to 1.0. The spline coefficients are function of Re, Pr, duct geometry and fluid thermodynamic properties.

Three sub-zones are presented in tube evaporation in the two-phase flow region. These sub-zones are: sub-cooled boiling, saturated boiling and dry-out.

The heat transfer coefficient during evaporation may be evaluated using different correlations depending on which sub-zone the flow is located.

Different correlations have been tested in the evaporation zone. The heat transfer coefficient in the sub-cooled zone is determined by Forster and Zuber correlation [START_REF] Hewitt | HEDH Heat Exchanger Design Handbook[END_REF] or by Kandlikar correlation [START_REF] Kandlikar | Development of a flow boiling map for subcooled and saturated flow boiling of different fluid inside circular tubes[END_REF]. These correlations are used when
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the wall temperature at a given location is equal to or greater than the local saturation temperature. The heat transfer for the saturated zone can be evaluated by means of the Shah correlation for evaporation [START_REF] Shah | Chart correlation for saturated boiling heat transfer: equations and further study[END_REF], Kandlikar for saturated flow boiling [START_REF] Kandlikar | Heat transfer characteristics in partial boiling, fully developed boiling and significant void flow regions of subcooled flow boiling[END_REF], or Kattan et al. evaporation model [START_REF] Kattan | Flow boiling in horizontal tubes: Part I -Development of a diabatic two-phase flow pattern map[END_REF]. The heat transfer coefficient in the dry-out zone can be obtained using Kattan et al.

[22] [START_REF] Kattan | Flow boiling in horizontal tubes: Part III -Development of a new heat transfer model based on flow pattern[END_REF] or Groeneveld [START_REF] Groeneveld | Post-dryout transfer at reactor operating conditions[END_REF] correlations. The Groeneveld correlation needs to determinate a previous point where the dry-out condition begins. The Kattan et al. [START_REF] Kattan | Flow boiling in horizontal tubes: Part II -New heat transfer data for five refrigerants[END_REF] correlation estimates and recognizes the dry-out point by means of the evaporation flow pattern maps.

The Kandlikar correlations for sub-cooling boiling [START_REF] Kandlikar | Development of a flow boiling map for subcooled and saturated flow boiling of different fluid inside circular tubes[END_REF] and saturated flow boiling [START_REF] Kandlikar | Heat transfer characteristics in partial boiling, fully developed boiling and significant void flow regions of subcooled flow boiling[END_REF] do not present any discontinuity if both are used together. In this case, it is only necessary to take into account the transition zone from saturated boiling to dry-out, where Kattan et al. [START_REF] Kattan | Flow boiling in horizontal tubes: Part II -New heat transfer data for five refrigerants[END_REF][23] or Groeneveld [START_REF] Groeneveld | Post-dryout transfer at reactor operating conditions[END_REF] correlations can be used.

The Shah correlation for evaporation [START_REF] Shah | Chart correlation for saturated boiling heat transfer: equations and further study[END_REF] is only available in the saturation boiling zone. Therefore, splines functions between single-phase and two-phase phenomena are needed.

A more complete description of the heat transfer boiling phenomena is presented by Kattan et al. [START_REF] Kattan | Flow boiling in horizontal tubes: Part I -Development of a diabatic two-phase flow pattern map[END_REF][22] [START_REF] Kattan | Flow boiling in horizontal tubes: Part III -Development of a new heat transfer model based on flow pattern[END_REF], which gives the value of heat transfer coefficient in saturation boiling and post dry-out zones.

The void fraction is calculated from the semi-empirical Premoli's equation [START_REF] Rice | The effect of void fraction correlation and heat flux assumption on refrigerant charge inventory predictions[END_REF]. The shear stress in condensation and evaporation is calculated from the Jung and Radermacher [START_REF] Jung | Prediction heat transfer coefficient and pressure drop of refrigerant mixtures in horizontal tubes[END_REF] or Friedel [START_REF] Friedel | Improved friction pressure drop correlation for horizontal and vertical two-phase pipe flow[END_REF] correlations. 

Numerical algorithm

The whole heat exchanger has been solved by means of a segregated fully implicit numerical scheme following the algorithm presented in Figure 3. The refrigerant inner fluid is solved using the general SIMPLE method [START_REF] Patankar | Numerical heat transfer and fluid flow[END_REF] (see detail in section 2.1) to take into account the possibility of complex flow phenomena in the refrigeration system. The secondary fluid can be solved using the SIMPLE method described in this paper. However, the step by step method described in reference [START_REF] Escanes | Thermal and fluid-dynamic behaviour of double-pipe condenser and evaporators -A numerical study[END_REF] or [START_REF] García | Numerical simulation of double pipe condensers and evaporators[END_REF] is preferred when no back flow is expected.

The temperature in the inner tube and in the outer tube and insulator are calculated using the discretized heat conduction equation [START_REF] Rennie | Numerical studies of double-pipe helical heat exchanger[END_REF].

The convergence of the different iterative loops is based on the maximum difference between the different local variables at the previous iteration φ *

and at the actual one φ, i.e. max|φ * -φ|/φ < δ, where δ is the convergence criteria. The process runs step-by-step in the time direction until some criteria is satisfied (e.g. steady-state conditions are reached, or just after some physical period of time).

Initial and boundary conditions

At the initial instant (t=0), pressure, mass flux and enthalpy distribution of the refrigerant and secondary fluids must be fully specified, together with temperatures in the solid elements.

For the refrigerant fluid in the inner tube, the SIMPLE method [START_REF] Patankar | Numerical heat transfer and fluid flow[END_REF] solves the coupled governing equations considering the desired steady or unsteady boundary conditions, and allowing back flow phenomena if it is produced. For the secondary fluid, the SIMPLE method or step by step method can be used (no back flow phenomena is considered in this case). Two main boundary conditions can be used: i) the inlet mass flux ṁin , the inlet enthalpy h in , and the outlet pressure p out , or ii) the inlet pressure p in , the inlet enthalpy h in , and the outlet pressure p out . The use of other boundary conditions are also possible.

For the solid elements, adiabatic boundary conditions are imposed at the lateral boundaries (z=0 and z= L). Pressure and temperature ambient conditions must also be given.

Phase change criteria for the refrigerant fluid

The transition criteria between the three main zones existing in both condensation and evaporation processes are evaluated depending on fluid enthalpy.

These condition are: i) liquid region: the value of the enthalpy h P over the control volume is lower than the liquid saturation enthalpy h l,sat at local con-ditions; ii) two-phase region: the enthalpy h P over the control volume is greater than the local liquid saturation enthalpy h l,sat but lower than the gas saturation enthalpy h g,sat ; iii) gas region: the enthalpy h P over the control volume is greater than the local gas saturation enthalpy h g,sat .

The evaporation processes have two sub-zones or subregions: sub-cooled boiling and dry-out. The sub-cooled boiling criteria begins when the fluid enthalpy h P is lower than the liquid saturation enthalpy h l,sat and the wall temperature T t is greater than the saturation temperature of fluid T f sat . The dry-out criteria begins when the fluid enthalpy h P is lower than the gas saturation enthalpy h g,sat , but is greater than the liquid saturation enthalpy, and gas weight fraction x g is greater than gas weight fraction x g,do at dry-out conditions. Using the previous criteria at each control volume is possible to define the proper zone.

NUMERICAL VERIFICATION

This section shows the quality of the numerical solutions by means of a critical analysis of the different numerical sources of computational errors: convergence errors and discretization errors.

Two cases of two-phase flow of R134a inside a tube with specified heat flux at the wall are selected. The first one corresponds to a evaporation case inside a tube of 3 m of length and 9.10 mm of inner diameter. The refrigerant is evaporated with a constant heat flux through the tube walls of 10000 W/m 2 .

The pressure, mass flux and flow conditions at the inlet section (z=0) are 4.146•10 5 P a, 0.0226 kg/s and 230.0 kJ/kg, respectively.

The second case corresponds to a condensation process inside a tube with the same geometry as the one indicated above. The refrigerant is condensed with a constant extraction of the heat flux of 49000 W/m 2 . The pressure, mass flux and flow conditions at the inlet section (z=0) are 1.047•10 6 P a, 0.0201 kg/s and 445.0 kJ/kg, respectively.

Results obtained for both cases, evaporation and condensation considering different convergence criteria and number of CVs, are shown in Table 1. The values of temperature and enthalpy of the refrigerant fluid at the exit (z=L) are presented in both cases. Numerical results tend to give an asymptotic solution when the grid is refined enough and when the convergence criteria is sufficiently low. A reference numerical solution is found for 2800 CVs and 10 -12 as convergence criteria.

The influence of the convergence criteria is analysed changing its value from 10 -6 to 10 -12 and using 2800 CVs. Differences between 10 -6 and 10 -12 give a maximum discrepancies of 0.0721% and 2.759% in enthalpy and temperature for the evaporation case. However, when the convergence criteria is 10 -10 the discrepancies between the obtained results and the reference solution are insignificant. The influence of the number of CVs is also evaluated. The condensation case gives higher discrepancies between results obtained with different number of CVs. Eg., for 20, 50, 200 and 800 CVs, the discrepancies in temperature (in comparison with reference solution) has been 64.88%, 21.46%, 0.68% and 0.062%, respectively. See Table 1 for details.

In order to show the influence of the different numerical schemes, Figure 4 4).

EXPERIMENTAL COMPARISON

After the verification of the numerical solution is completed, an experimental comparison is carried out. The objective of this comparison is to validate the mathematical model developed. The experimental data have been obtained from the scientific literature considering different fluid refrigerants, geometries and both condensation and evaporation phenomena. The comparative study is focused on two condensation and two evaporation cases.

Condensation

The numerical simulation of condensation process considers the adapted treatment of the heat transfer coefficient correlations detailed above. Between single gas phase and condensation the first spline function is used, while between the final step of condensation and single liquid phase the second one is applied.

Figure 5 depicts the values of the local heat transfer coefficient, the wall and fluid temperatures during condensation processes inside a tube with 2 m of length and 6.0 mm of inner diameter. The refrigerant R134a is condensed with a constant extraction of a heat flux of 14000 W/m 2 . The pressure, mass flux and flow conditions at the inlet section (z=0) are 1.496•10 6 P a, 0.00338 kg/s and 464.7 kJ/kg, respectively. In this case, the splines are used (adapted correlations) based on the available correlation from the literature. The influence of the heat transfer coefficient adapted over the wall temperature is shown in the jump wall temperature from single-phase to two-phase. The fluid temperature obtained with the adapted treatment shows significant differences in comparison with the not adapted one. A comparison between experimental and numerical value of the fluid temperature at the outlet section has been made. Discrepancies of 0.90% and 6.02% for adapted and not adapted treatment respectively have been obtained.

Using the adapted treatment for the empirical correlations, the experimental validation is performed by means of the comparison between the numerical results and the experimental data Cavallini et al. [START_REF] Cavallini | Experimental investigation on condensation heat transfer and pressure drop of new HFC refrigerants (R134a, R125, R32, R410A R236ea) in a horizontal smooth tube[END_REF], who reported experimental heat transfer coefficients and pressure drop for condensation inside tubes and considering different refrigerants. Specific cases of condensation inside a tube of 8 mm diameter with mass flux of 200, 400 and 750 kg/m 2 s for refrigerants R134a and R22 are depicted in Figure 6.

In the R134a condensation case, and for mass fluxes between 400 and 750 kg/m 2 s the agreement between numerical results and experimental data are quite good. However, for mass flux of 200 kg/m 2 s, the numerical results underpredict the experimental data at low mass fractions. In the R22 condensation case, the numerical and experimental results present a similar behaviour, although the heat transfer coefficient is slightly over-predicted at high mass fluxes and under-predicted at low mass fluxes.

The numerical results with the adapted treatment of correlations do not pro-duce abrupt alterations in the value of the local heat transfer coefficient or in the value of the wall temperature. The adapted treatment procedure gives stability to the numerical resolution process and does not allow discontinuities during the evaluation of the heat transfer.

Evaporation

Two validation cases in the evaporation process are presented, Jung and Didion [START_REF] Jung | Electrical Power Research Institute (EPRI)[END_REF] and Kattan et al. [START_REF] Kattan | Flow boiling in horizontal tubes: Part III -Development of a new heat transfer model based on flow pattern[END_REF] cases. Jung and Didion reported experimental data of the wall temperature, fluid temperature and pressure. The wall temperature reported is located on the top, bottom, right and left of the tube.

A tube of 9 mm of diameter is used in this experiment. The refrigerant R22 is evaporated with a constant heat flux of 10060 W/m 2 across the tube. The refrigerant has a mass flux of 500 kg/m 2 s with an inlet pressure of 4.05 •10 5 Pa and an inlet enthalpy of 185 kJ/kg.

The numerical results and experimental data are depicted in Figures 7 and8.

The heat transfer coefficient has different behaviour depending on the correlations used. Figure 7a shows the heat transfer coefficient calculated by means of the Kandlikar correlation, and also the Shah correlation (with and without adapted treatment).

For the pressure distribution, the numerical results and the experimental data are shown in Figure 7b. The numerical model gives results similar to the experimental data. The measured pressure displays a large decrease at the middle of the tube, attributed to the experimental setup (see [START_REF] Jung | Electrical Power Research Institute (EPRI)[END_REF] for details).

The influence of the adapted and non-adapted heat transfer coefficient on the wall temperature is depicted in Figure 8a. The wall temperature is abruptly changed between the sub-cooled boiling and the two-phase zones if the adapted treatment is not employed. When both Kandlikar sub-cooled [START_REF] Kandlikar | Development of a flow boiling map for subcooled and saturated flow boiling of different fluid inside circular tubes[END_REF] and saturated [START_REF] Kandlikar | Heat transfer characteristics in partial boiling, fully developed boiling and significant void flow regions of subcooled flow boiling[END_REF] correlations are used, the wall temperature does not suffer the abrupt changes indicated above and a more appropriate behaviour of the wall temperature is found. The aim of the Figure 8a The comparison between the numerical simulation and the experimental of heat transfer coefficient is depicted in Figure 9. The numerical results display the correct trend in the heat transfer coefficient, even though the transition between the boiling zone and the dry-out zone is difficult to model, due to the sharp decrease of the heat transfer coefficient. However, using the Kattan correlation and employing the differentiation between regions, the post-dryout zone is predicted correctly.

ILLUSTRATIVE RESULTS

A group of different cases using a double-pipe heat exchanger and considering evaporation and condensation processes have been analysed. Fourteen cases are simulated, seven of these belong to a double-pipe evaporator and the other seven belong to a double-pipe condenser. The comparison between the numerical results and the experimental data of the refrigerant and secondary fluids temperatures at outlet are depicted in Figure 10.

Experimental data are obtained from an experimental unit (see [START_REF] Rigola | Numerical study and experimental validation of a complete vapor compression refrigerating cycle[END_REF] for details). The double-pipe evaporator consists in two concentric tubes of 6 m length, the internal diameters of the inner tube is 8.15 mm and the outer tube The comparison depicted in Figure 10 shows how the numerical results have a good agreement with the experimental data, presenting discrepancies lower of ±10% in all cases.

CONCLUSIONS

A numerical model for analysing the condensation and evaporation phenomena inside ducts in double-pipe heat exchangers has been presented. The solution is obtained following a segregated numerical algorithm, where refrigerant inner fluid, secondary outer fluid and solid elements are iteratively solved.

The numerical simulation of two-phase flow is performed using the SIMPLE method with different numerical schemes for the convective terms: Upwind, Quick and Smart. The step by step method is applied to the secondary fluid in the annular region. Empirical information is needed in order to evaluate shear stress, heat flux and two-phase flow structure. The solid elements have been calculated solving the discretized conduction equation.

A numerical verification of the mathematical model is presented. The quality of the numerical solution has been assessed by means of a critical analysis of the different numerical sources of error (mainly convergence error and discretization error). The results clearly show the influence of different numerical parameters: convergence criteria, number of grid nodes, numerical schemes, etc. in order to obtain solutions not dependent of the numerical parameters chosen.

An experimental validation is also performed for different condensation and evaporation cases inside tubes. The comparative results between numerical model and experimental data present a reasonable good agreement. This agreement is also improved when the adapted treatment for the heat transfer coefficient correlation in the transition zones is considered. Furthermore, a more realistic behaviour of the wall temperature distribution is obtained by means of these criteria in comparison with non-adapted treatment in both condensation and evaporation phenomena. The method also improves the convergence characteristics of the numerical process. Illustrative results of double-pipe condenser and evaporator are also presented showing good agreement between numerical model and experimental data. 
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  MATHEMATICAL FORMULATION AND DISCRETIZED EQUA-TIONS This section presents the mathematical formulation for the whole double-pipe heat exchanger, i.e. the two-phase flow of refrigerant in the inner tube (sub-sections 2.1), the secondary fluid in the annulus (subsections 2.2), and the solids elements: inner tube, outer tube and insulator (subsection 2.3). A final subsection shows the empirical inputs needed to take into account fluid-solid interactions. The main assumed hypothesis in the fluid flows are: one-dimensional flow, quasi-homogeneous model, negligible axial heat conduction and viscous stress in fluid and negligible heat radiation. The assumed hypothesis in the solid elements are: one-dimensional transient temperature distribution along inner and outer tubes length (but two-dimensional heat flux distribution), twodimensional transient axisymmetric temperature and heat flux distribution in the insulator, and negligible heat radiation between tubes in the annulus and between insulator and the exterior. The mathematical formulation is based on the conservation equations of mass, linear momentum and energy for the fluids and the energy equation for the solid elements.

∂

  ρP ēP ∂t A∆z + ṁs P e e -ṁs W e w = qP P ∆z +

  V ∂ ρv ∂t + ṁg,e s v g,e s + ṁl,e s v l,e s -ṁg,w s v g,w s -ṁl,w s v l,w s = (5) (p P -p E )A -τw P ∆z -mg sin θ Sub-indexes g and l indicate gas and liquid phase respectively. The gas mass flux ṁg and the liquid mass flux ṁl can be expressed as a function of the total mass flux of the refrigerant ṁ and the mass gas weight fraction x g as: ṁg = x g ṁ and ṁl = (1 -x g ) ṁ. The gas and liquid velocities are expressed as a function of the void fraction, in the following form: v g = ṁx g /ρ g ǫ g A

  ten as: ṁe = ṁ * e + d v e (p ′ P -p ′ E ) and ṁw = ṁ * w + d v w (p ′ W -p ′ P ), where ṁ * e and ṁ * w indicate the mass fluxes obtained from the momentum equation assuming a guess pressure field p * . The variable p ′ P represents the correction needed to verify the continuity equation. The coefficients d v

  while the right hand represents the inlet net heat flux through the CV-faces (west, east, north, and south). Depending on which solid should be solved, the value of heat fluxes are different. For the inner tube the different heat fluxes through the CV-faces are the consequence of convective heat transfer with the refrigerant fluid and the secondary fluid, together with axial heat conduction through the tube itself. These fluxes can be approximated as:

  All thermodynamic properties are iteratively evaluated at each local position by means of the REFPROP program[START_REF]REPROP v7.0 Thermodynamic properties of refrigerants and refrigerants mixtures database[END_REF], as function of the local pressure and enthalpy. This section presents the numerical resolution of the whole double-pipe heat exchanger. The global numerical algorithm takes into account, in a coupled manner, the thermal and fluid dynamical behaviour of the different elements of the system: i) the two-phase fluid flow in the inner tube (condensation and evaporation phenomena), ii) the single-phase flow in the annulus area, iii) the heat conduction through the solid elements (the inner tube, the outer tube and the insulator). Subsection 3.1 shows the global algorithm and the interactions between fluids and solids. Subsection 3.2 presents the initial and boundary conditions required by the numerical method. Finally, subsection 3.3 shows the phase change transition criteria used in the solution of single and two-phase flow.

  schemes. The condensation occurs inside a tube with 2 m of length and 6.0 mm of inner diameter. The refrigerant R134a is condensed with a constant extraction of the heat flux of 14000 W/m 2 . The inlet conditions (z=0) correspond to the gas phase at the following pressure, mass flux and enthalpy values: 1.496•10 6 P a, 0.00338 kg/s and 464.7 kJ/kg, respectively. The results are obtained with two different grid numbers, 20 CVs and 2000 CVs, and a

Figure

  Figure4).

  is to show the influence of the transition zones treatment in the wall temperature. In this specific test case, the adapted Shah correlation gives better results than the adapted Kandlikar correlation. Both correlations predict similar fluid temperature distributions which agrees quite well with the experimental data as shown in Figure 8b. Kattan et al. [21] report the heat transfer coefficient in their experimental results for evaporation of R134a. The evaporation occurs at 10 o C of saturated temperature inside a 12 mm diameter tube and a mass flux of 200 kg/m 2 s. A constant heat flux of 10000 W/m 2 is applied to the tube.

is 16 .

 16 0 mm. The double-pipe condenser has 2 m length and the diameters of tubes are the same as the evaporator. The conditions of the refrigerant fluid (R134a) at the inlet for the evaporation cases range between the following values: mass flux from 0.00115 to 0.00538 kg/s, pressure from 1.34•10 5 to 3.91•10 5 Pa, and temperature from -19.72 to 8.30 o C. In the same form, the conditions of the secondary fluid (water) at the inlet are between the next range: mass flux from 0.033 to 0.035 kg/s, pressure of 2•10 5 Pa and temperature from 25.75 to 31.4 o C. The conditions of the refrigerant fluid (R134a) at the inlet for the condensation cases are between the next range of values: mass flux from 0.00115 to 0.00538 kg/s, pressure from 14.64•10 5 to 15.82•10 5 Pa, and temperature from 56.65 to 95.25 o C. In the same form, the conditions of the secondary fluid (water) at the inlet are between the next range: mass flux from 0.025 to 0.031 kg/s, pressure of 2•10 5 Pa and temperature from 25.0 to 27.0 o C.

NOMENCLATUREA

  cross section area of the flux (m 2 ) A t cross section area in the tube (m 2 ) D diameter (m) CV control volume c p heat capacity (J kg -1 K -1 ) d P E distance between nodes P and E d P W distance between nodes P and W e specific total energy (J kg -1 ) e c specific kinetic energy (J kg -1 ) e p specific potential energy (J kg -1 ) f friction factor g acceleration of gravity (m s -2 ) h specific enthalpy (J kg -1 ) L length of heat exchanger (m) ṁ mass flow rate (kg s -1 ) m mass (kg) P perimeter (m) p pressure (P a) Q heat flux (W ) q heat flux per unit area (W m -2 ) T temperature ( o C) V volume (m 3 ) v velocity (m s -1 ) x g gas weight fraction α superficial heat transfer coefficient (W m -2 K -1 ) ∆t time step (s) ∆z length of control volume (m) δ rate of convergence ǫ g void fraction λ thermal conductivity (W m -1 K -1 ) ρ density (kg m -3 ) τ w wall shear stress (N m -2 )
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 1245678 Fig. 1. Schematic representation of the meshes used in the discretization of the fluid flow: a) Main control volumes for pressure and energy, b) Staggered control volumes for mass flux. Symbol (•) indicates the node of the main mesh, and (•) indicates the node of the staggered mesh.
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	P e o P )A	∆z ∆t	+ ṁs P e e -ṁs W e w =	(2)
	α P (T t P -T f P )P ∆z + (p P -p o P )A	∆z ∆t
	Equation (2) can be re-written in the generic discretized form a h P h P = a h E h E +
	a h W h W + b h P , in terms of the enthalpy as:
	a h W = max( ṁs W , 0.0)			(3)
	a h E = max(-ṁs P , 0.0)	
	a h P = a h E + a h W + ρ o P A	∆z ∆t
	b h P = ρ o P h o P -ρ P (e cP + e p P ) + ρ o P (e o c P + e o p P ) + (p P -p o P ) A	∆z ∆t	-
	ṁs				t P -T f P )P ∆z + ∆conv
					(4)
	High-order convective schemes are introduced through ∆conv in the source
	term b h p . This quantity is evaluated from:
	∆conv = [max(-ṁs		

P [e ce + e p e ] + ṁs W [e cw + e p w ] + α P (T P , 0.0)(h E -h P ) -ṁs P (h ns e -h P )] -[max( ṁs W , 0.0)(h W -h P ) + ṁs W (h ns w -h P )]

Table 1

 1 Numerical study of SIMPLE method

		Condensation	Evaporation
	Convergence criteria	h out	T out	h out	T out
		(kJ/kg)	( o C) (kJ/kg)	( o C)
	10 -6	224.36 17.747 409.826 11.878
	10 -8	224.39 17.766 410.123 12.216
	10 -10	224.39 17.766 410.122 12.215
	10 -12	224.39 17.766 410.122 12.215
		Condensation	Evaporation
	Grid Number	h out	T out	h out	T out
		(kJ/kg)	( o C) (kJ/kg)	( o C)
	20	208.57	6.243 410.102 12.192
	50	219.10 13.952 410.111 12.203
	100	223.77 17.321 410.116 12.208
	200	224.22 17.645 410.115 12.208
	400	224.33 17.728 410.121 12.214
	800	224.37 17.755 410.121 12.210
	1600	224.38 17.765 410.122 12.214
	2000	224.39 17.766 410.122 12.215
	2800	224.39 17.766 410.122 12.215
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