Matthieu Perin 
email: perin@lurpa.ens-cachan.fr
  
Jean-Marc Faure 
email: faure@lurpa.ens-cachan.fr
  
Building Meaningful Timed Models of Closed-loop DES for Verification Purposes

Keywords: Formal methods, Plant model, Concurrent evolutions, Urgency, GRAFCET 1, Model-checking

Formal verification methods require that a model of the system to analyze, in the form of a network of automata for instance, be built previously. Every evolution of this formal model must represent a real evolution of the modeled system; if the model contains indeed spurious evolutions, meaningless states, which do not correspond to physically possible states, can be reached and the verification results are surely not trustworthy. This paper focuses on construction of the formal model of a closed-loop system which can be represented as a Discrete Event System (DES) and where all evolutions and states are meaningful wrt to the real system behavior. A closed-loop system is composed of a physical system to control, named plant, and a controller. A modular approach to build the plant model is presented in the first part of the paper; to prevent from meaningless evolutions and states in this model, a solution based on the concept of urgent edges is proposed and exemplified. Then, construction of the formal model of the closed-loop system is addressed; it is shown that restriction of the evolutions of this model to the only meaningful ones can be easily achieved by introducing variables that represent the modification of the inputs of the logic controller and the stability condition of the control specification.

Introduction

Programmable Logic Controllers (PLCs) are widely used in automation systems. These components execute software that implement the control specifications; to ensure dependability during operation of the automation system, it really matters to check whether the specifications, as well as their implementation if no automatic certified code generator is used, are conform to what is expected. Formal methods, based on sound, well-defined models, and in particular formal verification methods by model-checking [START_REF] Bérard | Systems and Software Verification[END_REF]), are promising solutions to meet this objective, as pointed out in [START_REF] Johnson | Improving automation software dependability : A role for formal methods?[END_REF]. 1 Acronym from the French translation of Step Transition Control Graph Numerous valuable results have been published in the domain of model-checking of PLCs software and it is not possible to give an exhaustive references list; however, it can be mentioned that the formalisms used in these works are mainly transition systems [START_REF] Bauer | Verification of PLC programs given as sequential function charts[END_REF]; [START_REF] Gourcuff | Improving large-sized PLC programs verification using abstractions[END_REF]; [START_REF] Schlich | Direct model checking of PLC programs in IL[END_REF]; [START_REF] Pavlovic | Model checking PLC software written in function block diagram[END_REF] for instance), NCES (Net Condition/Event Systems) or TNCES (Timed NCES) [START_REF] Hanisch | Modeling of PLC behavior by means of timed net condition/event systems[END_REF]; [START_REF] Vyatkin | A modeling approach for verification of IEC 1499 function blocks using net condition/event systems[END_REF]; Lobov et al. (2005a,b); [START_REF] Hanisch | Formal validation of intelligent-automated production systems: towards industrial applications[END_REF]), or timed automata [START_REF] Bauer | Verification of PLC programs given as sequential function charts[END_REF] ;[START_REF] Behrmann | A tutorial on UPPAAL[END_REF], for instance).

According to [START_REF] Frey | Formal methods in PLC programming[END_REF], three approaches can be defined for model-checking of PLCs:

• Basic model-checking consists of an exhaustive analysis of the controller model, written in formal language, in order to prove that some properties hold on this model. This method gives the strongest results when verification of safety properties is addressed, because no assumption on the behavior of the environment is introduced, but may provide no answer for liveness properties, as shown in Machado et al. (2006).

• Constraints based model-checking still uses a controller model described in a formal language but adds some assumptions (over the input / output variables for example) in order to reduce the possibility of evolutions of the analyzed model. This approach provides less strong results, because the results are correct iff the assumptions are true, but permits to obtain answers for some simple liveness properties.

• The model-based model-checking approach uses, in addition to the controller model, a plant model also described in a formal language. This method always provides results for liveness properties.

A detailed comparison of the first and third approaches can be found in Machado et al. (2006). As the first concern of controller designers is to be sure that the controller is able to command the plant as required, verification of all liveness properties is mandatory. This explains why this paper focuses only on model-based model-checking. Figure 1 describes the principle of model-based model-checking applied to a closed-loop discrete event system (DES) where:

• The real closed-loop DES is composed of a PLC connected to plant components. Two models: plant model and controller model, are then to be built.

• The formal models of both plant and controller are inputs, with one or several formal properties, of a modelchecker.

• This verification tool provides back a Boolean answer: the properties are satisfied (or not) on the model.

In order to obtain trustworthy results, the properties and the models given to the model-checker have to be meaningful. The construction of meaningful formal properties will not be addressed in this paper; the interested reader is referred to [START_REF] Campos | Pattern-based analysis of automated production systems[END_REF] for further information on this topic. At the opposite, this work focuses on the construction of meaningful models, i.e. models where every evolution represents a change of state in the real world; a meaningful plant model for instance must contain only evolutions which are physically feasible. A first consequence of this objective is that timed models must be considered to model correctly the behavior of the closed-loop system where some evolutions consume time.

Model-based model-checking of timed models has been addressed previously in Lobov et al. (2005a,b); [START_REF] Hanisch | Formal validation of intelligent-automated production systems: towards industrial applications[END_REF]; Bel [START_REF] Bel Mokadem | Verification of a timed multitask system with UPPAAL[END_REF]. The novelty of the work presented in this paper comes from the following three features:

• The plant model is built from generic models of plant components (sensors, actuators). This choice is close to the industrial practice in CAD2 where specific systems are often constructed by assembling instances of libraries components and is mandatory to obtain industrial acceptance of model-based model-checking. This solution was not selected in the latter reference where only a case study is presented and no methodology to build the plant model is proposed. This is not the case for the first three references where such a methodology is presented by using three UML3 diagrams (class diagrams, state-charts and collaboration diagrams); this approach is surely valuable. However, it has been considered in this work, on the basis of previous research works in cooperation with companies, that lots of automation engineers are not familiar with UML diagrams and that the use of three kinds of diagrams may provoke difficulties during design of the generic models. This is the reason why only one formalism (Timed Automata with Discrete Data) has been selected to represent these models in this study.

Combination of the two approaches does not seem to be a too difficult issue, however.

• The formal model of the controller is obtained from a specification model and not from an implementation model, in a PLC programming language, like IL (Instruction List), LD (Ladder Diagram), FBD (Function Block Diagram) or ST (Structured Text). This is a significant difference from the previous works where the controller model depends on the programming language. The reason of this choice is that detection of errors in the specification is less expensive than detection of errors in the implementation; model-checking of specifications must then be privileged. Moreover, it is well-suited to the industrial practice to avoid manual code generation but to generate automatically the code from the specification (model-based approach) with a certified/qualified automatic code generator like SCADE4 ; such practice is now commonly used for critical systems. It remains interesting even if no automatic code generator is used, for cost reasons (the sooner in the life-cycle errors are detected, the cheaper errors detection is).

• Last, both models (plant and controller models) are developed in a formalism, named Timed Automata with Discrete Data (TADD) that permits to build realistic models because its semantics contains powerful mechanisms to model urgency. Generally speaking, urgency is a concept which means that time evolution is stopped.

This permits to give priority to non-timed evolutions over timed evolutions, then to remove unexpected, for non-realistic, concurrencies, while keeping realistic concurrencies between non-timed evolutions. Hence, construction of modular meaningful models is facilitated. The semantics of TNCES does not seem to contain such selective urgency mechanisms. The concept of urgency is used in the fourth reference [START_REF] Bel Mokadem | Verification of a timed multitask system with UPPAAL[END_REF]) to build the model of the closed-loop; however, this reference relies on a specific formalism: that of the UPPAAL5 tool [START_REF] Bengtsson | UPPAAL -a tool suite for automatic verification of real-time systems[END_REF]). At the opposite, the objective of this paper is to present a generic, tool-independent method that can be implemented in several timed model-checkers.

The paper starts by presenting the formalism used in this work to model both plant and controller. Then, an example of a closed-loop DES that will illustrate the contributions is described. Section 4 presents a modular approach to build the plant model from generic components models; to prevent from meaningless evolutions in this model, a solution based on the concept of urgent edges is proposed and exemplified. The next section is devoted to the construction of the controller model, assuming that the controller is specified in GRAFCET (IEC 60848 (2002)).

Construction of the complete model of the closed-loop system is dealt with in Section 6; restriction of the evolutions of this model to the only meaningful ones is achieved by introducing variables that represent the modification of the inputs of the logic controller and the stability condition of the control specification. Section 7 focuses on verification of properties on closed-loop models with include faultless or faulty plant models. The last section sums up the results and gives perspectives for future work.

Timed Automata with Discrete Data

The models used in this paper will be described using the formalism of Timed Automata with Discrete Data (TADD) described in [START_REF] Janowska | Slicing of timed automata with discrete data[END_REF]. This formalism is particularly suitable to model urgency and discrete variable evolutions in time. Moreover, it does not depend on a particular verification tool; the models that will be presented may thus be used with different tools provided that sound transformation rules has been defined.

The complete formalism is defined in [START_REF] Janowska | Slicing of timed automata with discrete data[END_REF] and is an extension of the timed automata formalism presented in [START_REF] Alur | A theory of timed automata[END_REF]. The major additions are the urgent edges, Boolean guards and a clear definition of the behavior of discrete variables. The main features of this formalism are reminded below. The following sets may then be defined:

Variables, expressions and constraints

Let V = V b ∪ V z be
• The set Expr(V z ) of all arithmetical expressions over V z is defined by:

expr ::= z | v | expr expr | -expr | ( expr ) (1)
with z ∈ Z, v ∈ V z , and ∈ {-, +, ×, /}, where / stands for the Euclidean division.

• B(V) is the set of all Boolean expressions over V defined by:

b ::= true | expr # expr | b ∧ b | b ∨ b | ¬b | (b) | v (2) 
where expr ∈ Expr(V z ), v ∈ V b and # ∈ {<, ≤, =, ≥, >}.

• A(V) is the set of all the actions over V such that:

a ::= | v z := expr | v b := {b, true, f alse} | a , a (3) 
where is the null action,

v z ∈ V z , v b ∈ V b , b ∈ B(V) and expr ∈ Expr(V z ).
Moreover, let C be a set of special variables taking values in R + and named clocks; the set N(C) of all timed constraints over a clock c is defined by:

n ::= true | c # d | n ∧ n (4)
with c ∈ C, d ∈ N, and # ∈ {<, ≤, =, ≥, >}.

Timed Automata with Discrete Data without urgency

The previous definitions allow to define a timed automaton with discrete data as a tuple (L, l 0 , V, C, E, I) where:

• L is a finite set of locations.

• l 0 ∈ L is the initial location.

• V is a set of discrete variables, let v ∈ V be a variable, ṽ is the variable valuation and Ṽ is the set of all the variables valuations.

• C is a set of clocks, let c ∈ C be a clock, c ∈ [0, +∞) is the clock valuation and C is the set of all the clocks valuations.

• E ⊆ L × B(V) × N(C) × A(V) × 2 C × L is a set of edges from a source location l ∈ L to a target location l ∈ L,
with a guard g ∈ B(V), a timed constraint t ∈ N(C) and an action a ∈ A(V). The term 2 C is introduced for the reset of clocks: each clock may be reset or not. r ⊆ C is defined as the set of the clocks to be reset in a specific edge.

• I : L → N(C) assigns an invariant to a location.

The semantics of a TADD is given below, with the following additional definitions:

• C | = I(l)
means that the valuations of clocks satisfy the invariant of location l.

• Ṽ | = g(e) means that the valuations of discrete variables satisfy the guard g of the edge e ∈ E.

• C | = t(e) means that the valuations of clocks satisfy the timed constraint t of the edge e.

• [r → 0] C stands for the modification of clocks valuations such that each valuation of clocks from r is reset.

• [V a a

→ N] Ṽ stands for the modification of the valuations of variables from V a ⊆ V according to the action a.

The semantics of a TADD is a transition system S , s 0 , → where a state s ∈ S is a tuple (l, Ṽ, C), s 0 = (l 0 , Ṽ0 , C0 )

is the initial state and →⊆ S × S is the transition relation such that: • Locations (0, 1 and 2 in this example) are represented by circles, location names are in bold font.

(l, Ṽ, C) → (l, Ṽ, C + d) if ∀c, ∀d , 0 ≤ d ≤ d, c + d | = I(l) (5) (l, Ṽ, C) → (l , Ṽ , C ) if ∃ e : l g,t,a,r -→ l , Ṽ | = g, C | = t, C = [r → 0] C, Ṽ = [V a a → N] Ṽ and C | = I(l ) (6) T >= 2 && !b 0 2 1 T <= 2 X <
• The initial location (here, location 0) is represented with a source edge.

• Locations invariants (T <= 2 for location 1 in this example) are in bold font.

• Edges are represented by arrows.

• Guards and time constraints are in normal font. The guard and time constraint of an edge may be combined by a disjunction or conjunction operator, respectively noted || and && (T >= 2 && !b, for example). The Boolean complement operator (NOT operator) will be noted !.

• Actions on variables will be represented by the assignment operator := in bold font; actions are separated by comas, when several actions are associated with an edge. Clock resets will follow the same pattern, the assignment being limited to reset (zero-assignment), like in the edge from location 1 to location 2.

Complete semantics of TADD

This semantics includes the concept of urgent edge. A Boolean attribute noted u ∈ {true, f alse} is associated with every edge in that case. Edges with the urgent attribute u set to true are named urgent edges whereas those with the urgent attribute equal to false are referred to as normal edges (generally simply called edges without precision). The intuitive action of this attribute is to give priority to urgent edges over timed evolutions (equation 5). It is obvious that no constraint on clocks valuations must take place in an urgent edge (t = true).

The syntax of TADD is then modified: an edge becomes a 7-tuple of the form e = (l, g, t, u, a, r, l ) with two locations l and l , one guard g, one time constraint t, the urgent attribute u, one action a and a set of clocks to reset r.

With this addition, the complete semantics of a TADD is a transition system S , s 0 , → where a state s ∈ S is a tuple (l, Ṽ, C), s 0 = (l 0 , Ṽ0 , C0 ) is the initial state and →⊆ S × S is the transition relation such that:

(l, Ṽ, C) → (l, Ṽ, C + d) if ∀c, ∀d , 0 ≤ d ≤ d, c + d | = I(l), and ∀e = (l, g, t, u, a, r, l ), u = f alse or (u = true and Ṽ | g or C | I(l )) (7) (l, Ṽ, C) → (l , Ṽ , C ) if ∃ e : l g,t,u,a,r -→ l , Ṽ | = g, C | = t, C = [r → 0] C, Ṽ = [V a a → N] Ṽ and C | = I(l ) (8)
The introduction of urgent Boolean attributes removes potential concurrencies between urgent and timed edges.

Nevertheless other concurrencies remain, as exemplified in the examples of Figure 3 where urgent edges are represented by double-lined arrows:

• several urgent edges starting from the same location are concurrent when this location is active and when their guards are satisfied (Figure 3a);

• several non-urgent edges starting from the same location are concurrent when this location is active and when their guards and time constraints are satisfied (Figure 3b); in the case of this example, the two edges are concurrent when the clock value is equal to 2;

• several non-timed (urgent or non-urgent) edges starting from the same location are concurrent when this location is active and when their guards are satisfied (Figure 3c).

These concurrency structures imply that the evolutions of a TADD model are non-deterministic which is compulsory to model the behavior of plant in a realistic fashion. 

Network of Timed Automata with Discrete Data

A network of TADD is a set of automata A TADD i = (L i , l 0 i , V, C, E i , I i ) with i ∈ N * ; the sets of clocks (C) and variables (V) are shared by all automata. The network thus is { A TADD i } = ( L, l0 , V, C, E, I) with the following definitions:

• L = (L 1 × L 2 • • • × L n ) is the set of locations.
• l = (l 1 , l 2 , . . . , l n ) is defined as the active location vector.

• l0 = (l 0 1 , l 0 2 , . . . , l 0 n ) is defined as the initial location vector.

• V and C are the shared set of variables and clocks.

• E = i E i • I( l) = j I j (l i
) is defined as the common invariant function.

• l[l i → l i ] stands for the change of the i th value of vector l from l i to l i .

The semantics of a network of TADD is a transition system S , s 0 , → where a state s ∈ S is a tuple ( l, Ṽ, C), 

s 0 = ( l0 , Ṽ0 , 
) (9) ( l, Ṽ, C) → ( l = l[l i → l i ], Ṽ , C ) if ∃ e i : l i g,t,u,a,r -→ l i , Ṽ | = g, C | = t, C = [r → 0] C, Ṽ = [V a a → N] Ṽ and C | = I( l ) (10)

Example of network of timed automata with discrete data

Figure 4 presents a simple network of TADD where:

• L = {{A, B, C} × {1, 2, 3}}. • l0 = {A, 1} • V = V b ∪ V z = {a} ∪ ∅ • C = {T } • I(l) : 1 → T ≤ 2
• There is one urgent edge (A → B) and three non-urgent edges : 2 non-timed ( A → C and 1 → 3) and one timed

(1 → 2)
Two possible evolutions of this network are described below.

1. At the initial state (locations A and 1 active, a false and T equals 0) two edges are concurrent:

• A → B because its guard is satisfied

• A → C for the same reason.
The other edges cannot be fired because 1 → 2 is timed thus forbidden by the urgent edge and the guard of 1 → 3 is false. The behavior of the network is non-deterministic. The next active location vector is either (B,1), if the first edge is fired or (C,1) if the second edge is fired; in the latter case, a is set to true. 2. Figure 5 shows the active locations assuming that the edge A → C has been fired. When T=0 (firing an urgent edge does not consume time), there is no concurrency because only the guard of 1 → 3 is true. If this edge is not fired before the clock value reaches 2, two edges (1 → 2 and 1 → 3) become concurrent at this date. One of these edges is then fired at this date because location 1 cannot remain longer active owing to its invariant.

In this example, the guards which are always true have been represented; it will no longer be the case in the remainder of this paper, for brevity reasons. The contributions of this work will be exemplified on the example represented in Figure 6. This example is a testing station composed of:

Description of the example

• An horizontal bistable pneumatic cylinder plugged to a 5/3 double-piloted valve.

• A set of three sensors detecting three positions of the rod of this cylinder: rod at the rightmost position, rod at the leftmost position and rod in the middle position.

• A vertical bistable pneumatic cylinder plugged to a 5/3 double-piloted valve.

• A set of two sensors detecting two positions of the rod of this cylinder: rod at upper position and rod at lower position.

• A suction cup plugged to a vacuum pump, used to pick and transfer mechanical parts.

• A testing device, used to verify whether a part is conform or not.

• A push-button used to start the testing procedure.

A PLC will be used to control the plant; the inputs and outputs of the plant are given in Table 1. It matters to note that the inputs of the plant are the outputs of the controller and vice-versa. Table 1: List of inputs and outputs of the plant example.

Inputs

The expected behavior of the closed-loop system is the following:

1. When the START button is pushed, the suction cup goes down and picks the part (it is assumed that a part is present when the START button is pushed).

2. The part is lifted, moved to the middle position and then lowered to the testing device.

3. This device gives back the result of the test (TEST OK or TEST KO).

4.

• If the test was passed, the suction is stopped and the part moves on. The suction cup comes back to its initial position (move up, then move right).

• If the test was failed, the part is brought to the leftmost position (move up, then move left) and is released into a collector of non-conform parts. Then the suction cup comes back to its initial position.

Building meaningful plant models

Two approaches are a priori possible to build the plant model (Figure 7):

• The first one (Figure 7a) is called the monolithic approach and is based on expertise; a single monolithic model is built from the layout of the plant. This approach is obviously error-prone and can be applied reasonably only to toy-cases.

• The second one (Figure 7b) is called the modular approach; the complete plant model is built by instanciation of generic models of plant components (actuators, sensors, ...). This model thus is a set of small formal models which can be easily modified when the real plant changes (new components introduction, existing components modification). Only this approach is applicable to real cases, as detailed in [START_REF] Philippot | Modelling of a discrete manufacturing system by parts of plant[END_REF], and this is the reason why it was selected for this study.

Modeling Plant design

Plant model (a) Monolithic approach.

Instanciation

Plant model

Library of generic models of plant components

Plant design

Actuator Sensor (b) Modular approach. -X: integer variable modeling the length of the rod which is outside the cylinder. The value of this variable belongs to the interval [X min,X max] with X max and X min integers that satisfy X max > X min.

• One clock t. Details on this model are:

!G_IN !G_OUT G_OUT && X < X_max G_IN && X > X_min G_IN && t == 1 && X -D_X > X_min t <= 1 t <= 1 G_OUT && t == 1 && X + D_X < X_max t := 0, X := X
• The locations 0, 1 and 2 represent respectively the motionless rod, the rod going out and coming in the body of the cylinder. The invariant on clock t ensures that for each time step (t ≤ 1) the variable X is modified (increased or decreased).

• The edges 0 → 1 and 0 → 2 model the beginning of a movement (going out or coming in) due to an order from the controller. The guards of these edges include constraints that mean that a movement is possible only if the physical limit is not already reached. The clock t is reset in order to start counting the elapsed time.

• The edges without time constraint 1 → 0 and 2 → 0 model the end of a movement when the order becomes false.

• The self-loop edges, from/to the locations 1 and 2, model the rod movement. Their guards ensure that the order is still true and that the physical limit (X max or X min) will not be exceeded once the edge fired. The time constraints implies that the edge is fired each time step; the value of X is then increased or decreased by D X, parameter that represents the elementary movement.

• The edges with a time constraint 1 →0 and 2 → 0 model the end of a movement when the physical limit is reached.

In order to reduce the number of generic models, a unique generic model is built for the set of sensors related to an actuator. This approach will be exemplified with a set of three sensors that is aiming at distinguishing five logical positions of a linear actuator (Figure 9 Figure 10 shows the generic model of this set of sensors. The following variables have been introduced:

• One input variable which are assigned by another model and only read by the sensors model: X, integer that represents the physical position of a mobile moving on the axis. It is assumed that the minimal value of X is 0;

no assumption on the maximal value is made.

• Three logical output variables: IN, OUT and MID. The logical position of the mobile is obtained from the values of these three variables. This model comprises five locations that correspond to the five logical positions (IN, OUT, MID, Between IN and MID, Between MID and OUT). Every edge represents a change of logical position. It matters to underline that no initial location is defined because the initial physical position of the mobile is unknown. This location will be defined when instantiating the model, according to the physical initial position. 

X < X_IN_max X >= X_IN_max X <= X_MID_min X > X_MID_min X < X_MID_max X >= X_MID_max X <= X_OUT_min

Plant model

The plant model is obtained by selecting the appropriate generic components models and by instantiating these models as many times as there are instances of these components in the plant. The result of the instantiation process for the horizontal cylinder and its associated set of sensors is presented in Figure 11.

!H_G_IN !H_G_OUT

H_G_OUT && H < 20 It has been chosen to implement communications between automata by using exclusively shared variables in the plant model. To avoid multiple assignments, each shared variable is assigned by one and only one component model.

H_G_IN && H > 0 H_G_IN && t == 1 && H -2 > 0 t <= 1 t <= 1 H_G_OUT && t == 1 && H + 2 <
In the case of Figure 11, H (position on the horizontal axis) is only assigned by the actuator model (Figure 11a) and H IN, H MID and H OUT are only assigned by the sensors model (Figure 11b). As the initial horizontal position is the rightmost one, the initial location of the sensors model corresponds to the position IN.

The complete set of models for the plant is composed of:

• One instance of the generic pneumatic cylinder plugged to a 5/3 double-piloted valve model (Figure 11a), V G OUT, and where X min, X max and D X are respectively settled to 0, 10, and 1.

• One instance of the generic model of sensors (Figure 11b), named H Sen, to model the set of sensors detecting the position of the horizontal rod, where X, OUT, MID, and IN are instantiated respectively by H, H OUT, H MID, and H IN, and where X IN max, X MID min, X MID max, and X OUT min are respectively set to 2, 9, 11, and 18. As the initial position of the rod is supposed to be fully retracted, the variable H IN is initialized to true and the initial location will be the rightmost location 0.

• One instance of the generic model of sensors, not described in this paper but similar to the 3-sensor generic model with also one initial location but only three locations standing for the possible sensors values and named

V Sen, to model the set of sensors detecting the position of the vertical rod, where X, OUT and IN are instantiated respectively by V, V IN, and V OUT and where X IN max, and X OUT min are respectively set to 1 and 9. As the initial position of the rod is supposed to be fully retracted, the V IN variable is initialized to true and the initial location is defined to be consistent with this value.

• One instance of the generic model of a suction pad, one instance of the generic model of a testing device, and one instance of the generic model of a push-button. The latter two models will be used only during the verification process and are described in section 7.

Evolution of the plant model

The aim of this subsection is to show that spurious evolutions leading to meaningless states can occur in the plant model. This issue will first be exemplified on the previous example, and then generalized.

Illustration of the issue on the example

The following simple scenario represented in Figure 12 will be used to pinpoint the issue: the rod of the horizontal actuator is in its rightmost position (rod retracted) and this actuator receives from the controller the order to move to the middle position (the variable H G OUT is set by the controller and will remain true until the variable H MID becomes true).

At the beginning of this scenario, the active locations of H Sen and H Act are their initial locations; H IN is true, H MID and H OUT are false and H equals 0. When H G OUT becomes true, the active location of H Act becomes the right location, which models the outgoing movement of the rod; then the clock t increases by 1 and the self-loop edge of H Act is fired, setting the value of H to 2 and resetting t. The state described in Figure 12a is thus reached.

From this state, two concurrent evolutions are possible according to the selected semantics:

• If the semantics given by ( 7) is selected, the clock t increases by 1 and thus permits another evolution of H Act (the invariant is satisfied), using the self-loop edge that models the end of one outgoing movement step; during this evolution, the value of H becomes 4. The active location of H Sen remains the same. This evolution is represented in Figure 12b, where the dotted edge represents the fired edge.

• If the semantics given by ( 8) is selected (Figure 12c), H Sen evolves. The dotted edge is fired, which means that the sensor has detected that the rod is no longer in its rightmost position (H IN is reset). The clock t remains equal to 0 and H Act does not evolve. This discussion clearly shows that the evolution which consumes time (first evolution above) leads to a meaningless state that does not represent correctly the physical behavior of the plant components: the model of the actuator assigns the value 4 to H whereas the sensor model always yields the information H IN true. This evolution is spurious.

On the opposite, when the second interpretation is selected, the sensor model evolves at the right time. This evolution corresponds to the real behavior and thus is meaningful.

Generalization

The issue that was exemplified above is the general issue of concurrent evolutions in a set of timed automata.

Edges can thus be concurrent with respect to only one semantics or to several ones. The first case is not really an issue, because it often models a real concurrency problem, such as concurrent access to shared resources. On the other hand, the second case can lead to modeling flaws. Indeed, plant designers often think that the time is spent (time evolution semantics given by equation 7) after all other possible evolutions have been made (location change semantics given in equation 8). This is not true, unless the urgent attribute is used, and leads to spurious evolutions and state spaces that include meaningless states, especially when physical systems evolutions with different time scales, like the movement of an actuator rod and the detection of a sensor, are to be modeled.

Modification proposed

Instantaneous and timed evolutions

In order to solve the problem that was emphasized in the previous section, it matters to come back to the plant modeling process. The designer has to model the behavior of a physical system by means of a formalism for timed discrete event systems which owns particular semantics. Whatever the semantics choice, all evolutions of the formal model must represent real meaningful evolutions of the plant. These latter ones can be separated in two sets, according to a time consumption criterion:

• Instantaneous evolutions are evolutions which have no duration, in the designer's viewpoint, such as the detection of a part by a sensor;

• Timed evolutions are evolutions which consume time, such as the movement of a rod.

In the remainder of this paper, it will be assumed that every edge of the network of TADD models either an instantaneous evolution or a timed evolution, but not both. If this is not the case, the edge must be split.

The solution consists in giving priority to instantaneous evolutions over timed evolutions by using TADD with urgency and by setting the urgent attribute to true for every instantaneous evolution and to false for every timed evolution. The formal models of the plant components that will be used for verification are merely obtained by instantiation of the modified meaningful generic models (Figures 13a for cylinders and 13b for sensors) and therefore contain only meaningful evolutions. 

! G_IN !G_OUT G_OUT && X < X_max G_IN && X > X_min G_IN && t == 1 && X -D_X > X_min t <= 1 t <= 1 G_OUT && t == 1 && X + D_X < X_max t :=

Application to the example

Once the two models H Act and H Sen are modified (Figure 14), when H reaches the value 2 (Figure 14a), only the instantaneous evolution of H Sen (Figure 14b) remains possible, assuming that H G OUT remains true. The spurious evolution which was discussed in Section 4.3.1 is no longer possible, because the urgent edge has priority over the timed one. Figure 14: Evolutions of the modified models.

H_Act H_Sen

Building the controller model

This section focuses on construction of the model of the controller, assuming that the controller behavior bas been specified in GRAFCET, an industrial specification language (IEC 60848 ( 2002)), and implemented into a PLC with cyclic I/O scanning.

A brief reminder of the GRAFCET syntax and evolution rules is first presented. Then, the behavior of the example (Figure 6) controller, in the form of a GRAFCET, is given to illustrate this reminder. A method to define formally the behavior of a GRAFCET model by a set of algebraic equations is proposed in the third part. This allows to model the behavior of the controller, PLC which executes such a set of equations, using TADD.

Brief reminder on the GRAFCET standard

Only the elements of the GRAFCET syntax and semantics that are useful to understand the rest of this paper are reminded below. The interested readers are referred to [START_REF] David | Grafcet: a powerful tool for specification of logic controllers[END_REF], [START_REF] Bierel | Grafcet : from theory to implementation[END_REF], [START_REF] Provost | Translating grafcet specifications into mealy machines for conformance test purposes[END_REF] for deeper presentations.

GRAFCET syntax

A GRAFCET model describes the expected behavior of a logic controller which receives logic input signals and generates logic output signals. A GRAFCET (Figure 15) comprises steps, graphically represented by squares, and transitions, represented by horizontal lines; a step can only be linked to transitions and a transition only linked to steps. The links from steps to transitions and from transitions to steps are directed links. The default orientation is from top to bottom and it is not necessary in this case to put an arrow on the link. An arrow must be put on a link if this link goes from bottom to top or may be put on any link to ease understanding.

A step defines a partial state of the system and can be active or inactive; hence, a Boolean variable, named step activity variable can be defined for each step. The set of all active steps define the situation of the GRAFCET.

Actions may be associated to a step; an action associated to a step is performed only when this step is active and then acts upon an output variable.

A transition condition must be associated to each transition; this condition is a Boolean expression which may include input variables, steps activity variables and conditions on time.

Evolution rules

The detailed behavior of any GRAFCET model can be obtained by applying the following five evolution rules:

1. At the initial time, all the initial steps, defined by the model designer and double-squared, are active; all the other steps are inactive.

2. A transition is enabled when all the steps that immediately precede this transition (upstream steps of the transition) are active. A transition is fireable when it is enabled and when the associated transition condition is true.

A fireable transition must be immediately fired.

3. Firing a transition provokes simultaneously the activation of all the immediately succeeding steps and the deactivation of all the immediately preceding steps.

4. When several transitions are simultaneously fireable, they are simultaneously fired.

5. When a step shall be both activated and deactivated, by applying the above previous evolution rules, it is activated if it was inactive, or remains active if it was previously active.

GRAFCET specification of the controller of the example

The expected behavior of the controller of the example has been described textually in section 3. The GRAFCET of Figure 15 represents this behavior.

The inputs and outputs of this model are respectively the outputs and inputs of the plant. Moreover, the following notations are used in the transition conditions:

• • is the disjunction operator,

• + is the conjunction operator, • x is the complement of x,

• Ns/Xi means that the condition becomes true N seconds after the activation of the step i.

Algebraic representation of a GRAFCET specification

The behavior of a GRAFCET model can be represented by a set of algebraic equations, as detailed in Machado et al. (2006). This requires to introduce the following definitions.

Let S tep be the set of steps of the GRAFCET, let s ∈ S tep be a step:

• X s is the activity variable associated to step s. It is set to true if the step is active, false otherwise.

• Pre s is the set of preceding transitions (using directed links) of step s.

• Post s is the set of following transitions (using directed links) of step s.

Let T rans be the set of transitions of the GRAFCET, let t ∈ T rans be a transition:

• TC t is the transition condition associated to transition t.

• U p t ⊂ S tep is the set of upstream steps of transition t.

• Dn t ⊂ S tep is the set of downstream steps of transition t.

• FC t is the firing condition of transition t. It is set to true if the transition can be fired.

Let Out be the set of output variables of the GRAFCET, let o ∈ Out be an output variable.

• AS o ⊂ S tep is the set of steps where the output variable o is set through actions.

The following three sets of equations defines then the behavior of a GRAFCET:

Firing conditions of transitions:

FC t = ( X s ) ∧ TC t (11)
where X s belongs to U p t .

Steps activities evolutions: :

X s = ( FC t ) ∨ (X s ∧ ( (¬FC u ))) (12) 
where FC t ∈ Pre s and FC u ∈ Post s .

Outputs values definitions:

o = ( X s ), ( 13 
)
where X s belongs to AS o

At the initial situation, the step activity variables of the initial steps are true, the other steps activity variables are false. The output variables associated through actions to the initial steps are also true, the other output variables false.

Controller model

The I/O scanning cycle of a PLC is reminded in Figure 16; this cycle comprises three phases (input values reading, execution of the control application and output values updating) that are performed sequentially. If the behavior of the controller has been specified in GRAFCET, the control application can be described by the three sets of equations which have been previously defined and executing this application consists in evaluating sequentially these sets :

1. The firing conditions of transitions are first computed.

2. Then, the values of the step activity variables are updated. It is then possible to build a first version of the model of the controller in TADD (Figure 17) using the three sets of equations. This model does not represent the first and third phases of the PLC cycle because, in the model of the closed-loop system, the inputs and outputs of the PLC model are variables shared with the model of the plant. The inputs reading phase is merely performed by reading the values of variables written by the plant model and the outputs updating phase consists in writing variables. Hence, only the second phase of the PLC cycle is modeled. To take into account the order of the three computations, three locations, then edges, are introduced; the three sets of equations are actions associated to the edges. Last, it matters to underline that all edges are urgent because it is assumed that the duration of the PLC cycle is far smaller than that of the timed evolutions of the plant components; the consequence of this assumption on the behavior of the closed-loop system will be discussed in the following section.

As some transition conditions depend on time and specifically on durations of steps (conditions associated to transitions t2, t10 and t22 in Figure 15), models of timers are to be added to the previous model of the PLC. A solution to model a timer with timed automata is given in [START_REF] Mader | Timed automaton models for simple programmable logic controllers[END_REF]. Figure 18 shows how this solution can be adapted to a timer which measures the time t1 elapsed from the activation of a step i:

• In the initial location, the timer is disabled. When the variable T Xi t1 which represents the activation of the step becomes true, the active location becomes RUN; the timer is launched.

• From this new location, two evolutions are possible. The timer can be disabled if T Xi t1 becomes false.

Otherwise, the active location becomes OK when the duration defined by the parameter t1 is elapsed; the variable T Xi t1 Q becomes true. This variable is the transition condition of the transition which follows the step and can be used in the firing condition of this transition. Once the models of timers defined, the complete set of algebraic equations for the GRAFCET of Figure 15 can be stated (Figure 19). Some firing conditions (CF T2, CF T10, and CF T22) depend on timer output variables and three GRAFCET outputs must be defined to launch the timers (first three equations of 19c).

The complete model of the controller specified by the GRAFCET of Figure 15 • Communication between these models is performed by the variables T Xi ti (timer launch) and T Xi t1 Q (end of timer). 

CF T 0 = X 0 ∧ S T ART CF T 1 = X 1 ∧ V OUT CF T 2 = X 2 ∧ T X2 3s Q CF T 3 = X 3 ∧ V IN CF T 4 = X 4 ∧ H MID CF T 5 = X 5 ∧ V OUT CF T 6a = X 6 ∧ T ES T OK CF T 6b = X 6 ∧ T ES T KO CF T 10 = X 1 0 ∧ T X10 5s Q CF T 11 = X 1 1 ∧ V IN CF T 12 = X 1 2 ∧ H IN CF T 20 = X 2 0 ∧ V IN CF T 21 = X 2 1 ∧ H OUT CF T 22 = X 2 2 ∧ T X22 5s Q CF T 23 = X 2 3 ∧ H IN (a) Firing conditions X 0 = (CF T 12 ∨ CF T 23 ) ∨ (X 0 ∧ ¬(CF T 0 )) X 1 = (CF T 0 ) ∨ (X 1 ∧ ¬(CF T 1 )) X 2 = (CF T 1 ) ∨ (X 2 ∧ ¬(CF T 2 )) X 3 = (CF T 2 ) ∨ (X 3 ∧ ¬(CF T 3 )) X 4 = (CF T 3 ) ∨ (X 4 ∧ ¬(CF T 4 )) X 5 = (CF T 4 ) ∨ (X 5 ∧ ¬(CF T 5 )) X 6 = (CF T 5 ) ∨ (X 6 ∧ ¬(CF T 6a ∨ CF T 6b )) X 10 = (CF T 6a ) ∨ (X 10 ∧ ¬(CF T 10 )) X 11 = (CF T 10 ) ∨ (X 11 ∧ ¬(CF T 11 )) X 12 = (CF T 11 ) ∨ (X 12 ∧ ¬(CF T 12 )) X 20 = (CF T 6b ) ∨ (X 20 ∧ ¬(CF T 20 )) X 21 = (CF T 20 ) ∨ (X 21 ∧ ¬(CF T 21 )) X 22 = (CF T 21 ) ∨ (X 22 ∧ ¬(CF T 22 )) X 23 = (CF T 22 ) ∨ (X 23 ∧ ¬(CF T 23 )) (b) Steps activities T X2 3s = X 2 T X10 5s = X 10 T X22 5s = X 22 T ES T = X 6 P = X 2 ∨ X 3 ∨ X 4 ∨ X 5 ∨ X 6 ∨ X 20 ∨ X 21 V G OUT = X 1 ∨ X 5 V G IN = X 3 ∨ X 11 ∨ X 20 H G OUT = X 4 ∨ X 21 H G IN = X 12 ∨ X 23 (c) Outputs values

Building meaningful models of closed-loop systems

The model of the closed-loop system, termed in what follows closed-loop model, is a network of TADD composed by the plant model and the controller model.

Closed-loop model evolutions

Figure 21 shows a possible evolutions sequence of a part of the closed-loop model. For readability purposes, only a partial representation of the vertical pneumatic cylinder (V Act model) and of the PLC cycle model is presented. As a reminder, a partial view of the GRAFCET specification is given, with the active steps grayed. The transitions which must be fired at a given moment are also grayed.

At the initial date, Figure 21a, the active locations of both V Act and PLC cycle model are the initial ones (X 0 is true for instance). It will be assumed that the Boolean variable START is true, all other Boolean variables are false and V, position on the vertical axis, equals 0.

• The first evolution is an evolution of the PLC cycle model (Figure 21c), because V G OUT is false. The firing conditions (FC) are computed: as START is true and step 0 active (X 0 is true), the firing condition FC 0 becomes true.

• The PLC cycle model continues to evolve from location 1 to 2 (Figure 21e), calculating the new active steps.

As FC 0 is true, step 0 is deactivated and step 1 activated (X 0 reset, X 1 set).

• During the third evolution of the PLC cycle from 2 to 0 (Figure 21g), the values of the output variables of the controller are computed. V G OUT becomes true because step 1 is active.

• Then, two urgent edges, one in the plant model and one in the controller model are concurrent. It will be assumed that the edge of the plant model is fired (otherwise the previous evolutions may occur leading another time to a concurrency situation), as shown in Figure 21i. The V Act model evolves from location 0 to the location 1 modeling the outgoing movement of the rod, because V G OUT is true.

This leads to a deadlock in the plant model. As the urgent edges of the PLC cycle model have priority over the only fireable edge of the plant model (timed self-loop from/to location 1), this edge will never be fired, the clock t and the variable V will never be increased. This would mean that the rod of the cylinder stays motionless while this actuator has received the order to move out; this state is really a meaningless state for a faultless actuator.

Removing deadlock of the plant model

The solution to solve this issue is to allow the evolutions of the PLC cycle model only when an input variable of the controller has been modified. This solution must be also applied to the variables which represent the end of timers (T Xi t1 Q variables) because the models of timers include also timed evolutions which could be superseded by urgent edges of the PLC cycle. This solution is implemented by introducing new variables:

• EVOL PL (for evolution of the plant), Boolean variable representing the assignation of an input variable of the controller. This variable becomes true each time an input variable of the controller is assigned by the plant model. An action -EVOL PL := true-is then added to every edge of the plant model where an input variable of the controller is assigned. This variable will be reset at the beginning of the PLC cycle as explained below.

Figure 22 shows the modified model of the set of vertical sensors; four actions are introduced because input variables of the controller are assigned in every edge of this model.

• END TI (for end of a timer), Boolean variable which represents the end of a timer. This variable becomes true when the duration of the timer is elapsed. An action -END TI := true-is then added to the edges of timers which model this end (Figure 23). Once these variables introduced in the plant model and in the timer models, the PLC cycle model must be modified as shown in Figure 24. A new initial location W (for waiting) is defined. The guard of the edge W → 0 is true if an input variable of the controller has changed or a timer has ended. In that case, the model may evolve (but is not forced to) and EVOL PL and END TI are both reset to avoid two consecutive cycles without change of the value of an input variable or end of a timer.

If focus is now put on the behavior of the closed-loop model, it can be noted that:

• When W is the active location of the PLC cycle model and the guard of the edge starting from this location false, only the plant model or timer models can evolve.

• When W is active and this guard true, the PLC cycle model may perform one (and only one) cycle. During this evolution, concurrencies between every edge of the model and urgent edges of other models may be found and solved, as usually, in a non-deterministic fashion (evolution of the controller or the plant model); this implies that several inputs of the controller may be changed by the plant model during the cycle.

In those figures, the table on the left gives the values of three variables, the PLC cycle model is given in the center (dotted edges represent edges which are fired) and a part of the GRAFCET specification is represented on the right.

• The initial situation of the GRAFCET is step 23 active (Figure 26); then H G IN is true. The variable H IN delivered by the horizontal sensor is assumed false as well as EVOL PL and END TI.

• During the activity of this step, the push-button is pressed and START becomes true as well as EVOL PL (Figure 27a).

• This provokes one cycle of evolutions of the PLC cycle model (Figure 27b). However, no transition is fireable: t0 is not fireable because step 0 is not active and t23 is not fireable because H IN is false. Hence, no step activity variable changes.

• When H IN becomes true (Figure 27c), EVOL PL becomes true too. Another cycle is possible.

• During this cycle, the step activity variables of steps 23 and 0 are respectively reset and set: this models the firing of transition t23 (27d).

From this situation no more evolution is possible because, as EVOL PL has been reset during the firing of the edge in the previous cycle of evolutions, the PLC cycle model is in a deadlock except if another input variable changes. This is not the case because, at this moment, the plant model is waiting for the order V G OUT (action associated to step 1) from the controller; the model of the closed-loop system has reached a deadlock. This state is meaningless because a real system would evolve as the transition t0 can be fired and consequently must be fired. This issue is solved by introducing a new Boolean variable, named stable, false if at least one firing condition is true, true otherwise. This variable is assigned and used only in the PLC cycle model (Figure 28). More precisely, it is computed in an action of the second edge of the cycle(0 → 1), once all firing conditions are computed. It is used twice to control the following evolutions: 

• if stable is not true, the

Final generic models

Figure 31 depicts the two successive modifications of the closed-loop model that have been proposed in this section to remove the deadlocks:

• Two variables EVOL PL and EVOL TI have been first defined. The first one is set in every edge of a sensor model where an input variable of the controller is modified; the second one is set in the edge of a timer that represents the end of this timer. These two variables are used in the guard of the first edge of the PLC cycle model; they are reset when this edge is crossed.

• The variable stable has been then defined and a new edge introduced in the PLC cycle model. This variable is used only in this model; it is computed at every cycle, after all firing conditions have been computed, and used in the guards of three edges.

Then, the meaningful model of a given closed-loop system is composed of:

• Instances of generic models of plant components (Figures 13a for the actuators and 32 for the sensors);

• One controller model that is a network of TADD with one model of PLC cycle, instance of the model of Figure 33a, and as many instances of the model of Figure 33b as there are timers in the GRAFCET specification.

Intermediate closed-loop model

Basic closed-loop model • a guard of a UPPAAL edge is the conjunction of the guard and time constraint of the corresponding TADD edge;

• an urgent UPPAAL communication channel is defined for the whole model; every urgent edge is synchronized with this channel [START_REF] Behrmann | A tutorial on UPPAAL[END_REF], what is not the case for the non-urgent edges.

Environment modeling

Properties verification on the closed-loop model requires the environment (START push-button and Testing device) be modeled because three inputs of the controller (START, TEST OK, TEST KO) are issued from the environment. These models have been built according to the modeling rules that have been defined and are presented at The model of the START push-button is composed of a unique location and a self-loop; this edge is timed but no invariant is associated to the location. Hence, firing of the edge is never forced. The value of the START logical variable is changed when the edge is fired; as there exists concurrency between this edge and the other timed edges, the variable START may change at any moment provided that at least one time unit be elapsed since the previous change. Hence, these changes are uncontrollable events, a feature that is mandatory for verification. 

Properties checking with a faultless plant model

Several kinds of properties can be defined and checked on a formal model [START_REF] Bérard | Systems and Software Verification[END_REF]). Only one liveness property and one safety property will be considered in this paper which focuses mainly on construction of meaningful models. The selected liveness property is the ability to come back to the initial state of the closed-loop system (step 0 of the GRAFCET active and cylinders at their initial positions (V IN and H IN true)), whatever the current state; it is written in the UPPAAL formalism:

!( X 0 && V IN && H IN ) --> ( X 0 && V IN && H IN) ( 14 
)
where && is the conjunction operator, ! the complement one and --> represents the Leads to operator6 .

The selected safety property means that the rod of the vertical cylinder is at its uppermost position during the horizontal movement of the cup; this property is mandatory to avoid collisions with other parts or tools and is stated as follows:

A[] !( (H G OUT || H G IN) && !V IN ) (15) 
Which means that there does not exist any state of the closed-loop model where an order to the horizontal cylinder Building meaningful models of closed-loop systems where the plant components may fail in different manners is a significant issue and would deserve a full paper. The aim of this section is simply to show on an example that the proposed method can be extended to integrate faults of the plant components and detection of these faults by the controller. This claim will be illustrated by focusing only on one fault: the vertical cylinder gets stuck and one fault detection method: watchdog during the cylinder movements.

Figure 36 shows the new model of the vertical cylinder. A Boolean variable V S (Vertical cylinder Stuck) is introduced in the guards. This variable is controlled either by the user who can then verify properties in absence or presence of the fault or randomly. When this variable is false (faultless behavior), the model behaves as explained previously; when it is true, some edges (the self-loops that represent the movements of the rod for instance) cannot be fired because their guards are false and other ones (urgent edges from locations 1 or 2) are forced if their source location is active. Hence, assuming that the active location is 1 or 2, the urgent edge from this location is immediately the GRAFCET of Figure 15.

Checking fault detection ability

Once the enhanced model of plant components, including the possible fault, and the controller, including detection of the fault, constructed, it is possible to formally check whether the controller is able to detect the fault whatever the date it occurs. The formal property to check is then:

(V S && (V G OUT || V G IN)) --> (ERROR V OUT || ERROR V G IN) (16) 
This means that each time the stuck fault is present with a movement order set, the watchdog must detect their fault.

This property holds on the enhanced model. As previously, this result is obtained in approximately one second; enhancement of the closed-loop model does not increase the verification time.

Conclusion

This paper has proposed a novel method to build a timed model of a closed-loop system where all evolutions are meaningful, i.e. correspond to real evolutions of the closed-loop. This model is a network of TADD that communicate through shared variables. The model of the plant is obtained by instantiation of generic components models; meaningless evolutions in this model are avoided by modeling all instantaneous evolutions with urgent edges. On the other side, the model of the controller is composed of a model of the PLC cycle and models of timers; the specified behavior of the controller, in an algebraic form, is included inside the first model. A cycle starts when at least one input of the controller has changed or a timer is finished and stops when no more evolution of the control specification is possible without another input change or end of timer (stability condition); this guarantees the absence of deadlocks and that all evolutions are meaningful. Verification of formal properties with the UPPAAL model-checker has shown that the models built with this approach are tractable.

The first prospect for further work has been sketched when properties verification was addressed. The objective of this contribution was indeed to propose a generic meaningful model of a closed-loop system where the plant is faultless. Such a model is a mandatory prerequisite to address modeling of a closed-loop where the plant can include faults; if the faultless model contain indeed meaningless evolutions, it will not then be possible to distinguish evolutions due to faults and evolutions due to modeling errors in the model with faults. Once this objective met, construction of a plant model that includes not only one type of actuator fault but different types of faults of actuators and sensors must be considered; this will lead to extend the controller model by adding solutions to detect and handle these new faults.

The second prospect is to focus on properties. Trustworthy verification results are obtained only when both properties and the model on which the properties are to be verified are meaningful. A proposal to solve the second
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  and implemented in a PLC with cyclic I/O scanning is the network of TADD given in Figure 20: • Figure 20a models the I/O scanning and controller behavior; • Figures 20b, 20c, and 20d model the timers;
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  H G OUT or H G IN) is true and the variable V IN (vertical cylinder at its uppermost position) is false. Both properties are verified on the presented model. Each verification result is obtained is approximately one second; this shows tractability of the closed-loop model. 7.3. Properties checking with a faulty plant model 7.3.1. Introducing faults in plant components models
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p --> q is equivalent to A[] (p imply A <> q)

Hence, from one cycle to the following one, at least one input variable is changed -the controller is reactive enough, no input change is missed-but several input variables may change as this is the case when a real PLC is connected to a real plant. The closed-loop model behaves in a realistic manner what is mandatory to obtain trustworthy verification results.

With these modifications, the previous sequence of evolutions is changed as shown in Figure 25. The initial state is the same (Figure 25a), except that EVOL PL is true because it is assumed that START has changed (no evolution is possible without this assumption). This allows the PLC cycle model to start a cycle as shown in Figure 25b;

EVOL PL becomes false. The next three evolutions are unchanged and have been skipped. At the end of this PLC cycle, V G OUT has been set to true and, as neither EVOL PL nor END TI are true (no input of the controller has changed), the PLC model is stopped. The only evolution is then that of the V Act model shown in Figure 25c. At this point, as no urgent edge is fireable, the self-loop edge modeling the movement of the rod can be fired after 1 time unit, as shown is Figure 25d.

There is no more deadlock in the plant model. Another PLC cycle is possible when the next input change occurs, and so on; in the case of this example, this change is generated by the vertical sensors model, when V becomes equal to 1.

Removing deadlocks in the controller model

The modifications of the plant and controller models which have been introduced in the previous sub-section remove deadlocks of the plant model but may introduce a deadlock of the controller model when the situation of the GRAFCET is transient. It is reminded that a situation of a GRAFCET is the set of active steps at a given date; a situation is stable iff no transition of the GRAFCET is fireable from this situation without the change of an input value and transient iff at least one transition can be fired without inputs values change [START_REF] Provost | Translating grafcet specifications into mealy machines for conformance test purposes[END_REF]). Hence, with the modification proposed in 6.2, the PLC cycle model will reach a deadlock state if the current situation is transient (the GRAFCET can evolve even if the values of the inputs remain the same) as illustrated in figures 26 and 27. • otherwise, the outputs values are computed and the evolutions stop.

This behavior is conforming to that described in the GRAFCET standard; outputs are updated only when the situation is stable. Last, it matters to note that an infinite sequence of transient situations may cause an unexpected behavior: the cycle of evolutions never stops. It is assumed in this study that the behavior of the GRAFCET model does not contain such sequence; this assumption can be checked by model-checking the GRAFCET previously, as described in [START_REF] Roussel | Validation and verification of grafcets using state machine[END_REF] or [START_REF] Lamperiere-Couffin | Formal verification of the sequential part of plc programs[END_REF]. • When START becomes true, EVOL PL becomes true too (Figure 29a).

• The PLC cycle model evolves (Figure 29b) and, as no firing condition is true, stable remains true. The outputs values are assigned at their previous values and the PLC cycle stops in its initial state.

• When H IN becomes true, EVOL PL becomes true too (Figure 29c) and the PLC cycle model evolves (Figure 29d). As the firing condition FC 23 is now true, transition t23 is fired and stable becomes false. No output is assigned and a new cycle begins.

• During this second cycle (Figure 30), FC 0 is computed true and stable false; the active step becomes step 1 (referring to Figure 15). No output is assigned and a new cycle begins.

• This third cycle (not represented) will show that the situation is stable (FC 1 requires V OUT to be true). The outputs are assigned and, in particular, H G IN becomes false and V G OUT true (action linked to step 1). 

Verification of formal properties

The aim of this section is to show, on the basis of the example of Figure 6, that the closed-loop models developed are tractable, i.e. formal properties can be checked in a short time by an existing timed model-checker. As the TADD formalism is not tool-supported, UPPAAL [START_REF] Larsen | UPPAAL in a nutshell[END_REF]) has been selected for this study. This tool is widely used for formal verification of timed models and its efficiency, compared to other similar tools , as well as its scalability have been already demonstrated [START_REF] Larsen | Model-Checking for Real-Time Systems[END_REF]; [START_REF] Lindahl | Formal design and analysis of a gear controller: an industrial case study using uppaal[END_REF]). This choice implies that the models in TADD are to be translated into UPPAAL timed automata prior to verification. The main rules for this translation are only sketched below, for room reasons:

• the locations are directly translated, with their invariants; fired when V S becomes true; the movement is stopped because the cylinder gets stuck. If the active location is 0 (motionless cylinder), no movement can begin.

Detection by the controller

In order to detect the fault of the cylinder, the controller specification must be enhanced with two watchdogs (one for each direction: moving out, moving in) that monitor the duration of the movements. These watchdogs can be easily represented in GRAFCET (Figure 37). When a movement is launched (the transition from the initial step is fired), a timer is launched (the active step becomes W1 or W6). From this situation, two evolutions are possible:

• the uppermost or lowermost position is detected before the end of timer, the transition to the initial step is fired and the timer reset;

• or the timer is elapsed before the extreme position is detected, the transition to the step which represents the detection of the fault is fired.

The algebraic representation of these GRAFCET watchdogs is obtained as explained in section 5; an enhanced version of the PLC cycle model, including fault detection, is obtained by adding these equations to those derived from issue has been presented in this paper, assuming a faultless plant. Further work to obtain meaningful properties from the requirements of the closed-loop system is a challenging issue.