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A Fuzzy Similarity Based Method for Signal Reconstruction during Plant Transients

We consider the problem of missing data in the context of on-line condition monitoring of industrial components by empirical, data-driven models. We propose a novel method for missing data reconstruction based on three main steps: (1) computing a fuzzy similarity measure between a segment of the time series containing the missing data and segments of reference time series; (2) assigning a weight to each reference segment; (3) reconstructing the missing values as a weighted average of the reference segments. The performance of the proposed method is verified on a real industrial application regarding shut-down transients of a Nuclear Power Plant (NPP) turbine.

Introduction

In this work, we consider the problem of missing data in the context of on-line condition monitoring of industrial components by empirical, data-driven models. On-line condition monitoring aims at informing on the health state of industrial components. When using empirical models, the condition monitoring performance is highly dependent on the availability and quality of the measurements used to establish (train) the model (Baraldi et al., 2009), (Baraldi et al./2011), (Baraldi et al./2012), (Boechat et al./2012), (Reifman/1997), [START_REF] Zio | Failure and reliability predictions by infinite impulse response locally recurrent neural networks[END_REF]). If, for example, a sensor fails to provide an input value, the condition monitoring model may not be capable of inferring the health state of the component. Therefore, it is important to restore the missing sensor readings to provide a set of complete input data to the condition monitoring model, for its training and during its use(Coble et al./2012), [START_REF] Seibert | Verification of helical tomotherapy delivery using autoassociative kernel regression[END_REF].

To this purpose, we address the problem of missing data in multidimensional time series, e.g. process signals monitored during turbine start-up transients in nuclear power plants. We assume to have available several examples of the time series, e.g. collection of the signal values measured during several, different turbine start-up transients. A difficulty comes from the fact that the reconstruction of a datum missing at a given time does not depend only from the values of the other signals at that time, but also from previous values on the time series. In this paper, we present a missing data reconstruction method that we have developed based on a Fuzzy Similarity (FS) method (Zio et al./2010a]. A measure of similarity is computed between a set of reference multidimensional time-series segments of given length and the multidimensional segment containing the missing data; then, the missing values are reconstructed as average of the reference segments weighted by their similarity with the segment containing the missing data. The method is tested on a case study concerning 27 signals measured during shut-down transients of nuclear power plants (NPP) steam turbines. The performance of the proposed method is compared with that of an AAKR method of literature (Baraldi et al./2010). The remainder of the paper is organized as follows: Section 2 introduces the problem that we want to address; Section 3 describes the proposed FS-based method; Sections 4 illustrates the application of the method to an industrial case study; finally, Section 5 draws the conclusion of the work. The objective of this work is the reconstruction of missing data in a (test) trajectory, X , that we are measuring. The length of X can be shorter than T. We consider that the values of only one signal, hereafter referred to as j miss , are missing in a single time window from time

Problem Statement

  t
until the present time t.

The generic element of the test trajectory,

) , ( j k x
, indicates the value of signal j at time t k  . The obtained reconstruction of a missing datum of signal j miss will be indicated by

t k t j k x miss    
), , ( ˆ.

The Fuzzy Similarity-based reconstruction method

The proposed method for missing data reconstruction is based on four main steps:

(1) computethe point-wise difference between the segment of the test trajectory containing the missing data and the segments obtained from the reference trajectories. At the present timet, the segment of test trajectory containing only the most recent L t measurements of signal j is denoted as
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and the generic segment of length L t of signal j in reference trajectory m which ends at time k is denoted as and the elements of the test time segment ) ( j x t of the j-th signal, is given by:
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The distance is finally reduced to [Zio et al., 2010b]:
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(2) compute a measure of fuzzy similarity m  between multidimensional segments of the M reference trajectories in a time window of length Lt and the most recent segment of length L t of the test trajectory containing the missing datum(Zio et al./2010a), (Zio et al./2010b), (Zio et al./2010c). To account for a gradual transition between "similar" and "non-similar" we introduce an "approximately zero" fuzzy set taken, in this work, as a bell-shaped function:
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The parameters  and  are set by the analyst: the larger the value of the ratio (3) assign a weight m w to each reference segment; the weight is chosen proportional to the similarity of the reference segments to the test trajectory: 

Application to an industrial case study

The industrial case study concerns the operation of nuclear power plant turbines during shut-down transients. We consider the values of 27  J signals taken at T=4500 time steps in 148 different transients. Most of the signals refer to temperatures measured in different parts of the turbines (Baraldi et al., 2010). Figure 1 shows some examples of signal evolutions during different plant transients. The performance of the proposed model for missing data reconstruction is here evaluated in terms of its accuracy, i.e. the ability of providing correct reconstructions of missing data. The metric used is the Mean Square Error (MSE) between the reconstructions provided by the model and the true values (Baraldi et al./2010), averaged over a number of different test trajectories. In order to compute the MSE metric, we perform the reconstruction of signal segments whose true values is known, but for which we assume to have missing data in time intervals of φ=20 time instants in a single signal.

The values of the FS-method parameters  and  , and of the length of the time segment have been set according to a trial and error procedure (Table 1). Figure 2 shows the overall accuracy of the FS-based and of the AAKR methods in the reconstruction of different plant signals in 27 test transients, according to a leave-one-out procedure(Baraldi et al./2012), (Polikar/2007).

Table 1: Optimal values of the parameters α and β and the length of the time segment Lt. The performance of the FS-based reconstruction method is more satisfactory than that of the AAKR method. In particular, Figure 3 compares the FS-based method (dotted line with circles) and the AAKR (dashed line) reconstructions of some signals in a transient, assuming missing data on a time window from instant tA=81 to instant tB=100. Notice that for several signals such as j=2, 14, 18, 22 and 27 the AAKR method provides reconstructions which remarkably deviate from the true signal values, whereas the reconstructions of the FS-based method are more accurate. With respect to signal 26, both methods provide very inaccurate reconstructions. This is due to the fact that the behaviour of this transient in signal 26 is very different from the behaviour of the signal in all the considered reference trajectories. Since the reconstruction is a weighted mean of the training values, this leads to the inaccurate signal reconstruction.

Conclusions

A fuzzy similarity-based method for missing data reconstruction has been proposed in the context of online condition monitoring of industrial components. The method allows performing signal reconstructions in multidimensional time series. It has been applied with success to a real industrial application concerning the reconstruction of missing data in nuclear component transients, and it has been shown superior to an AAKR-based method of literature. Given the difficulty of the signal reconstruction task in situations characterized by the presence of long segments containing missing values, we think that it would be important to associate the signal reconstruction with an estimate of its degree of confidence, which should take into account the amount and quality of the information used to perform the reconstruction. This will be object of future research activity. Indeed, future work will be devoted to estimate the degree of confidence in the provided signal reconstruction, taking into account the amount of information available in the reference trajectories used to perform the reconstruction.
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  We consider a training dataset containing M different J-dimensional realizations of a time series, hereafter called trajectories, and indicated by , These reference trajectories are all complete, i.e. they do not suffer of any missing data. For simplicity of illustration, the reference trajectories are assumed all to have same time length T. The generic element ( , ) tr m x k j of tr m X indicates the value of signal j of trajectory m at time k.

  taking into account all the available L t measurements for the signals miss jj  without missing data in the test trajectory and only the available measurements for signal t elements of the k-th segment of the m-th reference trajectory )

  set and the stronger the definition of similarity[Zio et al., 2010a].

  reconstruct the missing datum as a weighted average of the reference segments: the k-th segment of the m-th reference trajectory.

Figure 1 :

 1 Figure 1: Evolution of a signal in different plant transients.

Figure 2 :

 2 Figure 2: Average accuracy in the reconstruction of the 27 signals.
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