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Free cooling technique using Phase Change Material (PCM) is a promising process to shave the peak load for the cooling system and reduce energy ventilation consumption. However it needs additional energy for the fan. In the way optimize the process we then proposed a first approach to estimate a priori the flow rate required to reach full freezing or thawing of PCM which is a useful indication of the process efficiency. The approach is based on the inverse method associated with sensitivity coefficient. The objective function was defined in terms of air temperature at the exit of the heat exchanger. The model was compared to experimental data, and the validation of numerical results shows the robustness and the consistency of this method. In the worst case, relative error does not exceed 510 -03 .

Introduction

Not only economical aspects, but also environmental concerns such as global warming and resources scarcity, urge researchers to look for other alternative for procurement (Renewable Energy) and/or rationalization (Energy efficiency) of energy. In the building sector, the energy consumption accounts for about 40% the world's share of global energy consumption [START_REF] Kamali | Review of free cooling system using phase change material for building[END_REF]. Among others, ventilation and air conditioning equipments consume almost 15% of this total energy [START_REF] Perez | A review of HVAC systems requirements in building energy regulations[END_REF]. In order to address such an issue and subsequently shave the peak load for the cooling system, the free cooling technique coupled with the Phase Change Material (PCM) such as a Thermal Energy Storage (TES) system has been considered as an excellent alternative for cooling applications and overcoming overheating problems in buildings [START_REF] Waqas | Phase change material (PCM) storage for free cooling of buildings-A review[END_REF].

The free cooling concept harness the abundant atmospheric cool energy during the night in PCM to exploit this stored energy during the daytime, hence reaching the desired room comfort conditions. Indeed, due to his latent heat a PCM unit could save 38% of the building's ventilation bill [START_REF] Takeda | Development of a ventilation system utilizing thermal energy storage for granules containing phase change material[END_REF]. Such systems require the energy supply only for operating the fan, and this is more advantageous in comparison to mechanical cooling [START_REF] Alizadeh | Development of free cooling based ventilation technology for buildings: Thermal energy storage (TES) unit, performance enhancement techniques and design considerations -A review[END_REF].The design consists of incorporating alternating slides of PCM and air gap in the building -generally on the roof-leading then to a plan or U heat exchanger. This process could be accomplished in two stages [START_REF] Hed | Mathematical modelling of air heat exchanger[END_REF]:

Charging procedure (Figure 1-a): During the nighttime, the outdoor air temperature is lower than ambient room temperature. The PCM is in the liquid state. As long as the cool outdoor air is circulating through the duct, it absorbs heat from the PCM (release of energy).

Consequently the PCM will start to solidify by reaching the fusion temperature. Once the outdoor-indoor temperature variation is in the vicinity of zero the procedure is interrupted.

Discharging procedure (Figure 1 Research on PCM and its integration in the building industry has attracted more interest during last 30 years. Zalba et al. [START_REF] Zalba | Review on thermal energy storage with phase change: materials, heat transfer analysis and applications[END_REF] and Regin et al. [START_REF] Felix Regin | Heat transfer characteristics of thermal energy storage system using PCM capsules: A review[END_REF] did a review on the works done on the classification of PCMs, their long-term stability, thermophysical properties and encapsulation technique. Tyagi et al. [START_REF] Tyagi | PCM thermal storage in buildings: A state of art, Renewable and Sustainable[END_REF], Sharma et al. [START_REF] Sharma | Review on thermal energy storage with phase change materials and applications[END_REF] and Sun et al. [START_REF] Sun | The 9th International Symposium on Heating, Ventilation and Air Conditioning (ISHVAC) joint with the 3rd International Conference on Building Energy and Environment (COBEE), 12-15[END_REF] outlined studies on thermal performance of various types of TES systems integrated into PCM including Trombe wall, wallboards, shutters, PCM building blocks, air-based heating systems, floor heating and ceiling boards.

Regarding the use of PCMs in the roofs of the buildings to generate heat exchanger Iten et al [START_REF] Iten | A review on the air-PCM-TES application for free cooling and heating in the buildings[END_REF], Sharifi and Yamagata [START_REF] Sharifi | Roof ponds as passive heating and cooling systems: A systematic review[END_REF] shortlisted experimental works accomplished in this field, alongside different design configurations and their performance in proposed climatic conditions. Recently experimental researchers have conducted intense investigations to improve the performance of this technique. Medrano et al [START_REF] Medrano | Experimental evaluation of commercial heat exchangers for use as PCM thermal storage systems[END_REF] compared experimentally average thermal power during melting and solidification of five small heat exchangers working as latent heat thermal storage systems. In this study commercial paraffin RT35 was used as PCM and water was used as heat transfer fluid. The study showed that compact heat Principle of the bfree cooling system process [START_REF] Hed | Mathematical modelling of air heat exchanger[END_REF] Cold outdoor air circulated in PCM storage

Fee or forced ventilation

Indoor air circulated in PCM storage (a) Charging process (b) Discharging process exchanger (CompHX-PCM) is by and large the one with the highest average thermal power (above 1 kW). However for average power per unit area and per average temperature gradient, results show that the double pipe heat exchanger with the PCM embedded in a graphite matrix (DPHX-PCM matrix) was proven to show a superior quality Reyes et al [START_REF] Reyes | Design and evaluation of a heat exchanger that uses paraffin wax and recycled materials as solar energy accumulator[END_REF], designed a heat exchanger for solar energy accumulation, composed of soft drink cans filled with paraffin wax as PCM and mixed with aluminum wool to double the thermal conductivity. Experiments showed that the accumulated energy of 3 MJ, allows the temperature of 3.5 m 3 /h air flow rate to increase from 20 to 40°C during a period of 2 hours.

Namura et al [START_REF] Nomura | Improvement on Heat Release Performance of Directcontact Heat Exchanger Using Phase Change Material for Recovery of Low Temperature Exhaust Heat[END_REF] use a mixed composition of sugar alcohol (Erythritol) as a PCM to improve the performance of a direct-contact heat exchanger. The study was focused on the effect of the height of PCM slab, the flow rate of heat transfer fluid (oil in this case), and the number of injection-nozzle holes on the performance of the process. They concluded that the increased number of injection-nozzle holes is positively correlated to the uniformity of the temperature in heat transfer fluid and liquid PCM. The heat exchanger designed by Labat et al [START_REF] Labat | Experimental assessment of a PCM to air heat exchanger storage system for building ventilation application[END_REF] contains PCM to store enough energy and replace a 1kW heat pump during 2 hours. Eight airflow rates were conducted, for each one, temperature and air velocity were measured and heating power was calculated. Results showed that the stored and released energies are higher than 2kWh. This is a good indication that the optimization of the heat transfers is necessary in order to avoid a quick and a non-homogeneous heat transfer observed within the PCM attributed to free convection occurring in liquid phase of PCM. To improve the free cooling in the office building, Jaworsky [START_REF] Jaworski | Thermal performance of building element containing phase change material (PCM) integrated with ventilation system -An experimental study[END_REF] developed special ceilings made of gypsum mortar and micro-encapsulated phase change material (Micronal). Some experimental works reveal the necessity to associate a numerical model to experiments especially concerning the uniformity of the process and reaching the complete fusion (Discharging) or freezing (Charging) of PCM. The major difficulties of the numerical studies reside in the complexity of the free cooling phenomenon because it involves a phase change phenomenon in PCM, conjugate heat transfer between heat transfer fluid (air in general) and PCM, evaluation of velocity field of fluid, and the non linearity of equations due to thermal dependent properties (mainly specific heat capacity of PCM). Many works conducted in this field can be classified according to parameters cited above. Al-saadi et al [START_REF] Al-Saadi | Systematic evaluation of mathematical methods and numerical schemes for modeling PCM-enhanced building enclosure[END_REF] and Tittelen et al [START_REF] Tittelein | Simulation of the thermal and energy behaviour of a composite material containing encapsulated-PCM: Influence of the thermodynamical modeling[END_REF] compared different schemes used in literature to simulate phase change in PCM. Studies show that apparent specific heat capacity is sensitive to melting range temperatures, however, for a given experimental data of apparent specific heat capacity this technique is suitable and gives satisfactory results [START_REF] Ousegui | Numerical and experimental study of a natural convection thawing process[END_REF].

Works focused on the performance of a heat exchanger (mainly the temperature field inside PCM and the air gap) that can be classified in two main categories: Analytical method ( [START_REF] Nomura | Improvement on Heat Release Performance of Directcontact Heat Exchanger Using Phase Change Material for Recovery of Low Temperature Exhaust Heat[END_REF] and [START_REF] Dubovsky | Analytical model of a PCM-air heat exchanger[END_REF]) is based on hypothesis and simplifications so that the set of equations can be solved analytically. The latter category adopts the numerical methods using commercial or homemade software ( [START_REF] Bottarelli | Numerical analysis of a novel ground heat exchanger coupled with phase change materials[END_REF], [START_REF] Lopez | Numerical modeling and experimental validation of a PCM to air heat exchanger[END_REF], [START_REF] Raj | Heat transfer and pressure drop studies on a PCM-heat exchanger module for free cooling applications[END_REF], [START_REF] Al-Abidi | Numerical study of PCM solidification in a triplex tube heat exchanger with internal and external fins[END_REF], [START_REF] Jaworski | Numerical modelling and experimental studies of thermal behaviour of building integrated thermal energy storage unit in a form of a ceiling panel[END_REF], [START_REF] Reyes | Experimental analysis, modeling and simulation of a solar energy accumulator with paraffin wax as PCM[END_REF]). Simulations consider, in general, only heat conduction in PCM, convection and conduction in air (as fluid heat transfer). In general the velocity was considered constant except for Jaworski et al [START_REF] Jaworski | Numerical modelling and experimental studies of thermal behaviour of building integrated thermal energy storage unit in a form of a ceiling panel[END_REF] where 1D steady Navier-Stokes equation was added to estimate the velocity field. Other works studied heat transfer behavior in a heat exchanger (air and PCM) and its effect on the ambient temperature (Room, Office…) ( [START_REF] Borderon | Modeling and simulation of a phase change material system for improving summer comfort in domestic residence[END_REF], [START_REF] Arkar | Free cooling of a building using PCM heat storage integrated into the ventilation system[END_REF], [START_REF] De Gracia | Numerical study on the thermal performance of a ventilated facade with PCM[END_REF], [START_REF] Gowreesunker | Coupled TRNSYS-CFD simulations evaluating the performance of PCM plate heat exchangers in an airport terminal building displacement conditioning system[END_REF]). The obtained results in the level of the heat exchanger were linked to zonal software (like TRNSYS) to ascend to ambient room temperature. These types of studies are time consuming (simulation for weeks or months) and even they give global information of the performance of the free cooling technique; the accuracy of these studies is then compromised.

Despite the increasing interest into the free cooling technique, especially during the last decade, many technical tools and design improvement are required for its commercialization in the building sector. Both experimental and numerical researches have been conducted to unravel parameters influencing this kind of process. Thambidurai et al [START_REF] Thambidurai | Review on phase change material based free cooling of buildings-The way toward sustainability[END_REF] pointed out that the PCM temperature range, geometry of the PCM container, inlet air temperature, encapsulation thickness and the air flow rate are the main parameters affecting the free cooling performance. The control of this last factor ensures full solidification of the PCM during the charging stage or complete melting during discharging. Arkar et al ([34]- [START_REF] Arkar | Efficiency of free cooling using latent heat storage integrated into the ventilation system of a low energy building[END_REF])

recommended that air flow rate during the charging process should be three to four times higher than air flow rates during the discharging process. Zalba et al [START_REF] Zalba | Free-cooling of buildings with phase change materials[END_REF] and Saman et al [START_REF] Saman | Thermal performance of PCM thermal storage unit for a roof integrated solar heating system[END_REF] observed however that a higher air flow rate boosts the heat transfer rate and leads to a shortened time phase change in both steps. However while charging, if the air temperature is not less than the subcooling temperature of the PCM, a higher air flow rate is not beneficial according to Waqas and Kumar [START_REF] Waqas | Thermal performance of latent heat storage for free cooling of buildings in a dry and hot climate: an experimental study[END_REF].

Cold outdoor air circulates in the building, via natural or forced ventilation. Even the first type is less energy consumer, but it suffers on some limitations [START_REF] Fu | Comparison of the Efficiency of Building Hybrid Ventilation Systems with Different Thermal Comfort Models[END_REF]. Firstly, natural ventilation effectiveness depends much on outside wind environment, (3 m/s is generally required for obvious cooling). Secondly, natural ventilation is not suitable in rainy days with opening windows or when outside air is dirty or hot for better quality and thermal comfort.

In the other side, the whole use of mechanical ventilation increases building energy consumption, and sometimes may induce occupant-health problem. This requires a rationalization of the use of forced ventilation, taking into account quality and thermal comfort requirements.

We believe that the value of the airflow rate in a building is driven by the necessity of air change and thermal comfort (maximum and minimum temperature). Then, there is a range of possible values, which makes optimization study complicated. More, once the model is developed the validation should be on optimal experiment. Another possible solution, is to develop a numerical model based on inverse method. Such approach can be easily validated with the abundance of experimental work existing in literature. And later add the parameters constraint to the objective function.

The main objective of this paper is to propose an inverse method based on sensitivity coefficient technique to estimate during the free cooling in both charging and discharging regimes, the air flow-rate required to fit the desired exit path temperature accurately;. Taking into account specific thermal heat capacity dependency and hysteresis phenomenon related to freezing and thawing PCM. Once the method is validated with existing experimental work, a beginning of study on the possibility to choice the solid (liquid) fraction as a constraint parameter for a future optimal model is initiated.

Formulation of the problem 2.1 Calculus procedure

The main goal of this study is to determine the required average flow rate to achieve the charging or discharging process during free cooling. To solve this kind of problem we look at minimizing the "objective function" (with respect to the mean velocity u ) ** :

     f t meas meas dt u t x T u t x T u J 0 2 exp ) , , ( ) , , ( 2 
1 ) ( (2.1. 1)
T and T exp are the estimated and measured temperatures, respectively, at the position x meas ; and t f is the final time of the process.

**

Once we determined u , the flow rate could be deduced by multiplying u by gap section Inverse method based on sensitivity coefficient is selected to estimate the mean velocity's value. This method is often used when the unknown variable is not time or space dependent.

Such a determination requires an iterative procedure in the form:

(2.1. 2)
k is the number of the iterations, and is the conjugate search directions, where:

(2.1. 3)
where is the gradient of the objective function, their evaluation requires solving the sensitivity problem (see § 2.4).

The calculation ends when:

tolerance u u u er k k k      1 1 (2.1. 4) [40]

Studied case and assumptions

Regardless of the theory formulation of inverse method, the final form of the system of equations to be resolved (Direct, Sensitivity) depends on the specificity (initial and boundary conditions, unknown parameters...) of each treated case. This manuscript aims to solve the problem taken from [START_REF] Lopez | Numerical modeling and experimental validation of a PCM to air heat exchanger[END_REF].

The exchanger is composed of horizontal MCP plates contained in a box (see Figure 2). A fan forces the air through the exchanger leading the MCP to absorb the heat. The piping allows the indoor air to pass through the exchanger to be refreshed, as well as outside air to unload the MCP in night ventilation. In addition a diffuser is used to distribute the air between each plate.

Figure 2 (a) Description of the prototype, (b) schematic of the experimental setup [START_REF] Lopez | Numerical modeling and experimental validation of a PCM to air heat exchanger[END_REF] For the symmetry reason, just a half of PCM and air gap was considered in the numerical model (Figure 3) The PCM slab is composed of 6 ENERGAIN®, with thermophysical properties as summarized in Table 1 Concerning air (fluid domain), and due to temperature range work, we consider constant thermophysical properties reported at the reference temperature 20°C. Hence the flow is supposed incompressible.

For the velocity field, we suppose that the flow is a fully developed Poiseuil regime: where u is the mean velocity (the unknown parameter), and H is the height of the air gap. In addition, because of the small height of the PCM sample, no free convection phenomenon in the liquid state of PCM is considered.
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Direct Problem

The governing equations of conjugate heat transfer with respect to the assumptions considered in §2.2 are presented in the system below:

T k t T T c s ps s 2 ) (      in( 1 ) (2.3. 1) T k T y u c t T c f pf f pf f 2 ) (          in ( 2 ) (2.3.2)
With initial conditions:

T t=0 =T 0 (2.3.3)
And boundary conditions

0 .   n T at  i (i=2,6) (2.3.4) T=T in at  1 (2.3.5)
A continuity heat flux is applied at the interface, as the velocity field vanishes at the fluid side.

Sensitivity Problem

In the considered work, we are looking for an unknown mean velocity; this must be deduced from temperature measurements taken at specified point from the calculus domain (the exit of heat exchanger).

The sensitivity problem is needed for the computation of the step size to correct the estimated unknown parameter. It is obtained by the differentiation of the system of equations (2.3. 1)-(2.3.5) with respect to the unknown parameter [START_REF] Wagner | An inverse problem for the estimation of upstream velocity profiles in an incompressible turbulent boundary layer[END_REF] Let's note  

. The treatment of the system equations of the direct problem leads to the sensitivity problem (see Appendix A for calculation details)
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s=0 at t=0 (initial condition) (2.4. 5)

And the gradient function of the problem is given by [START_REF]Thermal Measurements and Inverse Techniques[END_REF]:

      f t meas meas meas dt u t x s u t x T u t x T u d dJ 0 exp ) , , ( ) , , ( ) , , ( (2.4. 6) 
Where the measured point is (L,0): the exit of the heat exchanger see Figure 3.

Numerical modeling and implementation in comsol software

Here, we used Matlab R2013a and Comsol software (5.0) based on finite element method to solve the systems of equations. The mesh consists of 11110 triangular elements and 1404 quadrilateral elements. The time step is automatically performed by the software. At each one, the system of equations (direct and sensitivity) was solved with the linear system solver (PARDISO); with fully coupled option between heat conduction and convection transfers.

Results have been stored every 15 min. Our model was run on a 2.7 GHz processor and a 4

Go RAMPC machine.

Computational procedure

The computational procedure for solving the inverse problem is summarized as follows: for a given u at iteration k.

Step 1: Integrate the direct problem (2.3. 1)-(2.3.5);

Step 2: Compute the index performance (2.1. 4), stop when the stopping criterion is reached and keeps as desired mean velocity, if not go to step 3;

Step 3: Integrate the sensitivity system (2.4. 1)-(2.4. 5) and compute the gradient objective function (

Step 5: Update the velocity field u (k+1) and go back to step 1 until the specified stopping criterion is reached.

Results and Discussion

Validation of inverse problem model

In all simulations u= 0 m/s was taken as the initial value of the starting calculation. The error tolerance is fixed to 5×10 -03 (from many tests, even when we increase the precision to 10 -04 , the final value of velocity or flow-rate was not different to this chosen value of tolerance. See Appendix B). In Table 2 we summarize the main parameters for analyzing the performance of the method.

T denotes the absolute difference between experimental air temperature at the exit of the heat exchanger and the numerical one obtained by the flow rate with inverse method.

Excluding the heating step (330m 3 /h), the method requires a small number of iterations to converge as clearly shown by Figure 5. In all the simulations, values close to the experimental one are obtained from the second iteration. For both flow rates, results show that the charging process involves higher flow rates than discharging (Q charge >Q disch ). This is consistent with previous works [START_REF] Arkar | Efficiency of free cooling using latent heat storage integrated into the ventilation system of a low energy building[END_REF][START_REF] Zalba | Free-cooling of buildings with phase change materials[END_REF]. Regarding the quality aspect, the adopted method here, provides similar results to the experiments for the two processes. Plotted curves could be devised to three main stages:

For the quantity aspect, Table 2 shows the values of maximum and mean difference between experimental and numerical temperature. The main difference is observed at the beginning of the process, this is mainly due to the profile of the inlet temperature, which is time dependent in the experimental case, however it was kept constant in the model to simplify the development of the system of equation of the sensitivity problem (Figure 8).

So at the beginning of the charging process, the numerical temperature inlet is coldest than the experimental one, that's why the model under estimate the exit temperature (T cal <T exp ). While We believe further works of parametric studies should be done in this area.

Charging process : Solid fraction

The main objective of the charging process is to achieve total freezing of the PCM sample. To analyze the performance of each flow rate we define the solid fraction parameter as:

T<T s s f =1 s l l f l s T T T T s T T T      T>T l s f =0 (5.2. 1)
Where T l :the freezing starting temperature = 23.5°C [START_REF] Lopez | Numerical modeling and experimental validation of a PCM to air heat exchanger[END_REF] T s : the freezing peak temperature = 17.8°C [START_REF] Lopez | Numerical modeling and experimental validation of a PCM to air heat exchanger[END_REF] Figure 9 Solid fraction in the PCM during charging process: (left) 1.15m/s, (right) 2.14m/s

Figure 9 shows that for the two obtained flow-rates, the fully freezing is obtained after 3 hours of the process. The freezing front moves progressively from left (inlet) to right. The small size of the PCM sample makes most likely makes the free convection phenomenon negligible.

This may explain the uniformity of the treatment.

Discharging process : Liquid fraction

As for the charging process, we define the liquid fraction as :

T>T l ' l f =1 ' ' ' ' ' s l l f l s T T T T l T T T      T<T' s l f =0
(5.3. 1)

Conclusion

An inverse method to estimate the air flow rate in a PCM exchanger was presented here.

Because of the lack of studies in this area, the steps followed to obtain the final system of equations were widely detailed. "The conjugate gradient method with sensitivity problem" approach was adopted. The aforementioned method was applied to free cooling for 2 different flow-rate values in a discharging and charging process. Despite the complexity of the phenomena (non-linearity, conjugate heat transfer, coupled conduction and convection, phase change, hysteresis phenomenon…), the validation of numerical results shows the robustness and the consistency of this method. In the worst case, relative error does not exceed 510 -03 .

As a preliminarily study, the obtained results remain satisfactory. However further parametric studies seem to be necessary to evaluate the impact of boundary conditions, time step for storing data, flow regime , etc. on the obtained results.

Our results reveal the importance of solid and liquid fractions to verify the full phase change and consequently the possibility to achieve the goal of the process. Hence it will be useful to use these parameters as constraint functions in an optimization control problem. 

  -b): When the PCM is in a solid state; hot indoor air circulates back across the unit and extracts cold stored in the PCM. The room temperature is then being reduced. The PCM starts to melt as a consequence of the absorption of the heat from the air.
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 1 Figure 1Principle of the bfree cooling system process[START_REF] Hed | Mathematical modelling of air heat exchanger[END_REF] 

Figure 3

 3 Figure 3 Considered domain and point (L,0) taken as location of experimental results
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 5 Figure 5Variation of mean velocity and error vs iteration: (a) 240m 3 /h cooling, (b) 240m 3 /h heating, (c) 330m 3 /h cooling, (d) 330m 3 /h heating
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 67 Figure 6 cooling step : (left) 240m 3 /h; (right): 330 m 3 /h
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 3 If we derive the system (D) with respect to u and under conditions of regularity (to invert the order of the derivatives), we obtain: obtain the final form of sensitivity problem of (A. 1

  

  [START_REF] Lopez | Numerical modeling and experimental validation of a PCM to air heat exchanger[END_REF] 

			Thermal conductivity	0.2 (W/m/K) ***
		(a)	Apparent heat capacity	C p (T) see Figure 4
			Melting start temperature		13.6°C
			Freezing start temperature		23.5°C
			Melting peak temperature		22.2°C
			Freezing peak temperature		17.8°C
			Table 1 Thermophysical properties of PCM slab
		(b)				
	y			 5	
	 6		PCM ( 1 ) Figure 4 Apparent heat capacity of the PCM [41]  4
	 1	u (y)= ?	 2	Air gap ( 2 )	 3 (L,0)	x
				Property			Value
				Density			850 (kg/m 3 )

Table 2

 2 Obtained results from applied inverse method

we observe the opposite phenomena in the discharging process (T cal >T exp ), as shown in figure 4 and5. However as and when the two boundary conditions get closer we get a satisfactory results. Globally, the obtained results show that this simplification doesn't have a big influence to the whole process. Example of the inlet temperature profile used in experiments (ref [START_REF] Lopez | Numerical modeling and experimental validation of a PCM to air heat exchanger[END_REF]) and in the numerical model: Case of cooling (240m . For each iteration, these quantities are stored at each time step during direct problem resolution, and injected later in the sensitivity system. In our case, we choose a 15 min as time step storing, because we considered this to be reasonable in relation to the time of the full process. This can, however induce some errors.

Where T l : freezing starting temperature = 22.2°C [START_REF] Lopez | Numerical modeling and experimental validation of a PCM to air heat exchanger[END_REF] T s : freezing peak temperature = 13.6°C [START_REF] Lopez | Numerical modeling and experimental validation of a PCM to air heat exchanger[END_REF] It is well known that the free cooling exploits mainly latent heat of the PCM more than sensible heat. For the simulated cases, it is noted that the processing time largely exceeds the required time for the complete phase change, especially for the charging process.

All these elements show the advantage to extend the method to optimize the process with solid fraction as a set parameter of the target point for charging step, and respectively the liquid fraction for the discharging step.

Appendix A: Formulation of Sensitivity problem

The Partial Differential Equations (PDE) of direct problem can be re-written as:

The function to be minimized is given by: