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Major power failures, i.e. power transmission blackouts, have large technical, economic, and social consequences in the affected areas. As power systems evolve with new customs, technologies and regulations, continuous analysis of recent blackouts is crucial for identifying new trends and for updating prevention measures.

In this paper, we analyze 9 major blackouts that happened between 2005 and 2016, among them some of the largest blackouts of all times, to complete previous blackout studies. We classify these blackouts depending on the conditions and events before and during the cascades and identify their main characteristics. Our analysis reveals that blackouts from the last decade tend to exhibit different features than precedents; in particular they happened in periods of normal loading with some important equipment out of service and with highly dependent transmission systems regions. Moreover, recent blackouts show a greater tendency to enter directly into the fast cascade, leaving system operators with hardly any time to take any countermeasure.

Introduction

Our societies are more dependent on electricity than ever, thus any power outage, i.e. blackout, has a major economic and social impact. For example, in 2011, the blackout of southern California, Arizona and Baja California regions [1] cost around 100 million dollars [2].

The actual path to a blackout involves a complex, interdependent sequence of events. As depicted in Fig. 1, following [START_REF] Makarov | Blackout prevention in the United States, Europe, and Russia[END_REF][START_REF]IEEE Task Force on Blackout Experience, Mitigation and Role of New Technologies, Blackout experiences and lessons, best practices for system dynamic performance, and the role of new technologies[END_REF][START_REF] Lu | Blackouts: Description, Analysis and Classification[END_REF], the progression of the cascade of events can be divided into 4 phases. The first phase is called (I) preconditions and it includes the period before any major disturbance, when the power system is in a stable state (i.e. all technical and operational constraints are respected). The blackout in itself starts by a set of initiating events that disturbs the power system and makes it unstable. This initial disturbance propagates in the form of a cascade of events that can last from a few seconds to several hours. The cascade can usually be separated into two phases: (II) steady state (also known as slow) and (III) fast (also known as high-speed). When the blackout reaches its final state (i.e. when the cascade ends), unserved loads, power generation shed and the number of people impacted can be evaluated (i.e. to be considered a blackout either part or the entire system should have collapsed). The (IV) restoration of the system starts from this point and takes from tens of minutes to several days to achieve full recovery.

Figure 1: Division of the progression of a blackout into phases as proposed in [START_REF] Lu | Blackouts: Description, Analysis and Classification[END_REF].

Continuous data analysis of previous blackouts is crucial for controlling their perpetual evolution as well as for drawing effective recommendations for their prevention [START_REF] Baldick | Initial review of methods for cascading failure analysis in electric power transmission systems[END_REF][START_REF] Vaiman | Risk assessment of cascading outages: Methodologies and challenges[END_REF][START_REF] Carreras | North American Blackout Time Series Statistics and Implications for Blackout Risk[END_REF]. Consequently, the vulnerability of power systems and, in particular, previous blackouts have been widely studied to improve power systems reliability [START_REF] Atputharajah | Power system blackouts-literature review[END_REF][START_REF] Yamashita | Analysis and control of major blackout events[END_REF][START_REF] Andersson | Causes of the 2003 major grid blackouts in North America Europe, and recommended means to improve system dynamic performance[END_REF][START_REF] Bo | An analysis of previous blackouts in the world: Lessons for china's power industry[END_REF]. Despite this activity in the field, none of the existing studies cover the last decade period (i.e. from 2005 to 2016). This period during which the power electricity grid experienced significant evolutions (e.g., energetic transition, instrumentation and control automation and demand increase, among others [START_REF] Andersson | Causes of the 2003 major grid blackouts in North America Europe, and recommended means to improve system dynamic performance[END_REF]) includes some of the largest blackouts in history.

Against this background, this paper analyzes 9 recent major power blackouts that occurred between 2005 and 2016 1 to complete previous studies. Table 1 provides details for each of these blackouts: the abbreviation used in the rest of the paper, the date, the location and the main references on which we based our analysis. Note that the development of these power systems was not done at the same time nor with the same technologies 1 These blackouts were selected based on the availability of data and reports. in all countries; in particular, the analysis contains only two long-time developed power system, i.e. USA11 and AUSTR16. Our objective with this analysis is to identify the more frequent characteristics of these recent blackouts to update and contribute to the understanding of cascading events, which in its turn will allow reliability standards and defense plans to evolve in consequence. To that end, we describe, classify and make a careful comparison of these blackouts with the findings and conclusions of previous studies, especially those that focus on different time periods. In addition, as highlighted in [START_REF] Baldick | Initial review of methods for cascading failure analysis in electric power transmission systems[END_REF], a major issue while simulating blackouts is to choose the cases to be studied, we thus provide a sketch of a representative scenario built on our analysis. This paper is organized as follows. First, we review the related literature in Section 2. Afterward, the rest of the paper is organized following the different blackout phases: Section 3 analyzes the most relevant preconditions that enabled these blackouts to happen, Section 4 describes the initiating events and Section 5 analyzes the cascades of events that followed. The paper concludes in Section 6 with the main findings from this analysis and discussion of future work.

Related Work

Given the large economic and social impact of blackouts, a variety of methods have been proposed in the power system literature to study this challenging topic. Baldick et al. [START_REF] Baldick | Initial review of methods for cascading failure analysis in electric power transmission systems[END_REF] and Vaiman et al. [START_REF] Vaiman | Risk assessment of cascading outages: Methodologies and challenges[END_REF] provide comprehensive reviews on this area and discuss the main methods for cascading failure analysis and simulations. Of particular interest here, both works highlight the importance of previous blackout data analysis for the progress of the field towards effective methods for blackout risk assessment. Consequently, several studies have been published on the analysis of the cascading failures, each covering a 2 Two blackouts happened on two consecutive days. Operators had time to restore the system before the second blackout happened. Since pre-conditions and initiating events are of same nature, we will only develop the differences in the description of the cascade. specific time period. For instance, in [START_REF] Atputharajah | Power system blackouts-literature review[END_REF], Atputharajah et al. describe the causes and the development of 9 blackouts that happened between 1965 and 2007, highlighting the role of reactive power reserves, which ensure voltage stability, and of the voltage angle phases difference, which keep regions synchronized. In a similar line of work, Yamashita et al. [START_REF] Yamashita | Analysis and control of major blackout events[END_REF] analyze the causes and the sequence of events that led to 4 blackouts within the period from 1996 to 2006 to find patterns of sequences. They discuss the control actions that could prevent cascade of events, either system operation or emergency control, and emphasize the importance of overload cascades mitigation since it often leads to system splitting. Further, Andersson et al. summarizes in [START_REF] Andersson | Causes of the 2003 major grid blackouts in North America Europe, and recommended means to improve system dynamic performance[END_REF] three power blackouts that happened in 2003: in North America, in Sweden & Denmark and in Italy. The paper draws recommendations and details how new technologies, like flexible alternating current transmission system or high-voltage direct current, can improve power systems security and stability.

Blackouts have been the focus of discussion of two panel sessions [START_REF]Major Grid Blackouts of[END_REF][START_REF]Power System Blackouts[END_REF] and of a series of invited papers [START_REF] Paserba | Guest editorial -power grid blackouts remembering and fighting grid failures[END_REF][START_REF] Pourbeik | The anatomy of a power grid blackout -root causes and dynamics of recent major blackouts[END_REF][START_REF] Dagle | Postmortem analysis of power grid blackouts -the role of measurement systems[END_REF][START_REF] Pourbeik | Modern countermeasurus to blackouts[END_REF][START_REF] Wang | Implementation of online security assessment[END_REF][START_REF] Horowitz | Blackouts and relaying considerationsrelaying philosophies and the future of relay systems[END_REF] in the IEEE Power & Energy Magazine September / October 2006, both sponsored by the IEEE Power System Dynamic Performance Committee and Blackout task force. In its final report [START_REF]IEEE Task Force on Blackout Experience, Mitigation and Role of New Technologies, Blackout experiences and lessons, best practices for system dynamic performance, and the role of new technologies[END_REF], the task force summarizes the causes and lessons learnt from documented blackouts in the period 1965-2006 as well as the best practices and tools that may be used to reduce the risk of future blackouts. The report also provided some high-level policy recommendations.

Finally, Lu et al. [START_REF] Lu | Blackouts: Description, Analysis and Classification[END_REF] study 37 blackouts that happened between 1965 and 2005, and proposes a classification of blackouts, which we use here in our analysis. The main suggestion brought by this analysis is to develop actions that can avoid to enter the fast cascade that cannot be stopped by operators.

However, none of the aforementioned studies cover the last decade period (i.e. from 2005 to 2016). Therefore, our work analyzes the main characteristics of blackouts for that period, completing in this way previous studies.

More recently, Bo et al. [START_REF] Bo | An analysis of previous blackouts in the world: Lessons for china's power industry[END_REF] analyze 23 representative blackouts of the period 1965-2012 with the objective of providing suggestions on the expansion and improvement of the Chinese power grid. The main recommendation resulting from this article is to manage the planning, construction, scheduling and emergency in a more unified way to prevent large-scale blackouts. However, given the focus of this work on the development of the Chinese grid, its analysis and recommendations are limited in extent to this particular case.

Pre-conditions

The pre-conditions are the set of state variables of the power system before the disturbance happens, when the system is in a stable state. In other words, pre-conditions define the context in which incidents happen. In our analysis, we used the main preconditions3 described in [START_REF] Lu | Blackouts: Description, Analysis and Classification[END_REF] and [START_REF] Yamashita | Analysis and control of major blackout events[END_REF], namely: peak demand, important equipment out of service, inadequate reactive power reserves and natural reasons.

We extend this list to include three new pre-conditions identified from our analysis, namely: dependency among regions, mismatch between scheduled and actual power flow and the Nk reliability operating criteria (i.e. a metric of the reliability of the system). Fig. 2 summarizes the pre-conditions that preceded each of the eight 4,5 analyzed blackouts, where pre-conditions are depicted within the square boxes below the blackouts abbreviations. We describe each of these pre-conditions in the following sections.

Peak demand

In previous periods, blackouts were usually happening during peak demand periods (usually winter and/or summer), when the system, being under stress due to the high loading, operates close to the operating and stability limits. However, as summarized in Fig. 2, 8 out of 9 blackouts of the period 2005-2016 happened under normal loading conditions. The only exception is the blackout in INDIA12 in which the loading of the system reached respectively 99.7GW and 100.5GW load served prior to disturbance whereas the peak demand met at the time was around 110GW. Hence, the results of this analysis contrast with those of previous blackouts (i.e. of the period 1965-2005) for which peak demand was identified as the main pre-condition (i.e. around 65% of the 37 blackouts analyzed in [START_REF] Lu | Blackouts: Description, Analysis and Classification[END_REF] happened during peak conditions).

Important equipment out of service

Equipment can be out of service due to unexpected technical or supply problems (i.e. forced outage) or due to upgrading and maintenance works (i.e. planned outage). As highlighted in [START_REF] Baldick | Initial review of methods for cascading failure analysis in electric power transmission systems[END_REF], one particularity of planned outages is that they are usually performed during normal or low loading periods (i.e. spring and autumn).

The absence of important equipment, as a result of (mainly planned) outages, played a key role in the development of many of the analyzed blackouts, as we discuss next. In TURK15, the backbone of 400kV transmission lines corridor between the Eastern and Western parts of the country was weakened due to planned outages of lines and series capacitors. In BRAZ11, a 500kV line was disconnected for maintenance purposes. In USA11, 600MW generation in Baja California and two 230kV lines were under maintenance prior to the blackout. Five transmission lines were unavailable due to maintenance in CHILE11. In INDIA12, several generating units and transmission elements (between the Northern, Western and Eastern regions) were under maintenance or under forced outage due to technical issues.

Dependency among regions

Dependencies on supply between regions of an interconnected network can have a great impact on the size and the speed of the blackout. In more detail, when an important disturbance happens, regions are often disconnected to avoid its propagation. However, in presence of strong dependencies on power supply, the deficit or excess of power generation can provoke a rapid collapse, leaving regions in an irrecoverable situation. We consider that one region is highly dependent, and consequently at risk, if the power imported is greater than 20% of its total consumption or close to the limit of import capability with power reserves issues. 6 Notice that although the dependency among regions was not explicitly listed as a pre-condition in previous reports, it was frequently mentioned in the description of the blackouts contexts (e.g. [START_REF] Andersson | Causes of the 2003 major grid blackouts in North America Europe, and recommended means to improve system dynamic performance[END_REF] revealed that Southern Sweden/Eastern Denmark and Italy power systems were highly dependent on their neighbors previously to the two blackouts that followed). In this paper we decided to include it to highlight the risk of operating tie lines close to their limits especially when the loss of those could trigger very fast blackout.

As we can observe in Fig. 2, the dependency among regions turns out to be one of the main pre-conditions in our study since, as detailed next, 6 out of 9 blackouts faced this situation. In more detail, the Jakarta-Banten region of JAMALI system in INDO05 and the South Australia region in AUSTR16 were importing respectively 21% and 32% of its consumption from neighboring regions. In CHILE11, the North Central region of the central interconnected system (SIC) 7 was importing power mainly from only two areas, the South/East Ancoa and the Southern SIC. These dependencies created a deficit/excess of power after SIC separation.

In some blackouts these high dependencies between regions can be explained by the heterogeneous distribution of resources, for example hydroelectricity is not available everywhere. For instance, in TURK15 the Eastern region was exporting a lot of hydroelectricity (42% of its production), most of it to the Western region that, without this potential, was importing 21% of its load demand. Similarly, in BRAZ11 (a country in which 70% of its production is from hydroelectricity) the North Eastern region was importing up to 36% of its load power demand, mostly from the hydroelectric resources in the South and Central regions of the country. Indeed the BRAZ11 blackout was initiated by a protection hidden failure at an hydro plant substation.

Finally, before both blackouts in INDIA12, the Northern region was importing from the Western region between 12% and 15% from its load demand due to the unavailability of few thermal units that were under forced outage. Although this percentage of import is lower than the one from the 2003 Italian blackout that we took as reference, the fact that the Northern region was short in power reserves and that the import created congestion on the interconnection lines on the path across Western-Eastern-Northern regions justifies this classification. 

Inadequate reactive power reserves

The lack of reactive power reserves prevents the system from stabilizing the voltage and thus could lead to voltage instability or even collapse. Inadequate reactive power reserves are mentioned as pre-conditions in INDIA12 and TURK15 blackouts.

Natural reasons

Natural reasons can be an important factor in blackouts, especially extreme weather conditions like heavy rains, wind, or thunderstorms that can lead to short-circuits. For instance, BRAZ09 blackout happened during heavy rain and wind due to a thunderstorm. Both INDIA12 blackouts happened during the monsoon in the south of the country and created forced outages of some transmission devices. The AUSTR16 blackout happened during a lightning storm.

Power system operators are aware of this risk and can take exceptional measures, like in BRAZ09 where the 765kV part of the system was operated to be N-2 secure (i.e. the loss of any pair of 765kV devices should not trigger a cascade). Nevertheless, in South Australia region, even with the high lightning risk, the operator assessed that there were no transmission line classified as vulnerable to lightning and hence he did not take more preventive measures than usual.

Mismatch between scheduled and actual power flow

The mismatch between the scheduled and actual power flows along interconnection lines is very risky because operators might not take the most suitable counter-measures in such emergency cases (i.e. there may be no contingency plan to handle such unexpected situation). Thus, before both INDIA12 blackouts, significant mismatch between scheduled and actual power flows on interconnection lines were noticed. In USA11, the Western Electricity Coordination Council also observed unscheduled flows on major paths.

N-k operating reliability criteria

Reliability of power systems has been traditionally determined by the (deterministic) N-k security criteria. 8 Fig. 2 depicts the N-k criteria at which power networks were operated prior to the blackout, and so provides an idea of the reliability of the system at the time of the initiating event. Most of transmission system operators (TSOs) must operate at least in compliance with the N-1 criteria [START_REF] Pinar | Optimization strategies for the vulnerability analysis of the electric power grid[END_REF] so that the system can lose any of its devices and stay stable, i.e. with no propagation of the disturbance. However, because of unpredictable conditions or errors, the system sometimes cannot be kept within the N-1 limits. This was the case in the INDO05, USA11 and TURK15 blackouts, all triggered while the corresponding system was not N-1 secure. Interestingly, the Turkish transmission system was not N-1 compliant even though both TSO (Eastern and Western) regions were individually N-1 secure, which highlights the necessity of a close coordination between operators of interconnected networks.

Finally, it is worth to point out that in COLOM07 and BRAZ09 blackouts the systems were respectively totally and partly N-2 before the incident, which was nevertheless not sufficient to deal with the disturbance that followed.

Pre-conditions conclusion

The main pre-conditions identified in our analysis are, first, the high dependency among transmission regions and second, the equipment out of service. The combination of these two conditions is particularly dangerous when interconnection lines are missing. Then any disturbance can overload the remaining lines and trigger the separation of the system which is at risk when regions are dependent on neighbors supply. Our findings are however different from those reported in [START_REF] Lu | Blackouts: Description, Analysis and Classification[END_REF]: for the period pre-2005, most blackouts happened in peak period whereas we observed the opposite tendency. Nevertheless, all blackouts considered in [START_REF] Lu | Blackouts: Description, Analysis and Classification[END_REF] happened in USA, Europe or Australia, whereas blackouts analyzed here mainly took place in South America or Asia (i.e. all except USA11, TURK15 and AUSTR16). Hence, these systems have been developed at different times and continents, using different constraints and technologies, which makes the comparison difficult.

Initiating events

Initiating events are disturbances that trigger the cascade of events on the power systems, as illustrated in Fig. 1. The main initiating events9 are short-circuits, overloads and protection hidden failures. Fig. 2 shows the initiating events that triggered each of the nine blackouts, marked as the color of circle. We describe the occurrence of each of these events in the analyzed blackouts, according to available data, in the following sections.

Short-circuits

Short-circuits can happen due to natural reasons or errors, such as flash-overs caused by birds or wire insulation break downs. For instance, during BRAZ09, as a prevention from an ongoing thunderstorm, the Brazilian TSO decided to operate its 765kV network as N-2 secure. Nevertheless three short-circuits happened (on two main 765kV lines and on a 765kV busbar) almost simultaneously (within an electrical period). Additionally, the AUSTR16 blackout was initiated by the combination of four single and one double phase-to-ground short-circuit faults that happened within 88 seconds and led to up to six voltage disturbances. Finally, the CHILE11 blackout was triggered by a single-phase short-circuit on a switch. The short-circuit that triggered the USA11 blackout was due to a wrong maneuver of a technician while disconnecting a capacitor bank (i.e. it created an arc on a 500kV line that could not reconnect afterward because the phase angle difference was too large).

Overloads

When a power delivery device is loaded above its limits (i.e. overloaded), its protections can disconnect it to avoid the lagging of line or damaging the device. The INDIA12 and TURK15 blackouts were triggered by overloads. In INDIA12, the shortcircuits that happened due to the monsoon weakened the circuit; then the initiating events were overloads in the heavily loaded North region for both blackouts. In TURK15, the disconnection of a line on the main corridor between the Eastern and Western regions due to overloading triggered a very fast separation of the two transmission systems. The COLOM07 blackout was initially triggered by a human error during a maintenance (i.e. an operator did not follow the sequence of maneuvers), which in turn led to the overload of a breaker that disconnected a substation that supplied the city of Bogota.

Protection hidden failures

Protection hidden failure is a malfunction of a protection device that trips whereas it should not have according to the settings of the system; or the opposite, that it does not trip whereas it should have.

The BRAZ11 blackout was triggered by the accidental opening of circuit breakers and the malfunction of a breaker failure protection, which in turn led to the disconnection of several 500kV lines. INDO05 blackout was triggered by the false signals from a protection device sent to Suralaya Power Plant.

Initiating events conclusion

We did not notice any major difference with the findings from studies of previous blackouts periods (e.g. [START_REF] Lu | Blackouts: Description, Analysis and Classification[END_REF]), as shortcircuits, overloads and protection hidden failures were also the main initiating events.

Cascades of events

In a blackout, the disturbance created by the initiating events propagates step by step and creates a sequence of events related to each other [START_REF] Makarov | Blackout prevention in the United States, Europe, and Russia[END_REF][START_REF]IEEE Task Force on Blackout Experience, Mitigation and Role of New Technologies, Blackout experiences and lessons, best practices for system dynamic performance, and the role of new technologies[END_REF]. In this section, first, we classify the studied blackouts according to their speed. Then, we provide a discussion about the relationship between the presence of certain pre-conditions and the high speed of the blackout.

Speed of the cascade propagation

As shown in Fig. 1, the cascade that follows the initiating events can often be divided into two successive phases, namely: (II) steady state progression and (III) fast cascades. Unlike the fast cascade, the time between two events in the steadystate progression typically ranges from several minutes to several hours, which allows system operators to take countermeasures. Clearly, the slower a cascade propagates, the more time operators have to decide which the most suitable decisions to take are. When the cascade is too fast, the defense plan of the system (automatic actions) is the only barrier that can stop the propagation. Since stability studies do not account for all interactions, even automatic secure protections cannot guarantee that the disturbance will not propagate beyond them. 3 depicts the duration of each cascade phase and the severity of the blackouts. The horizontal axis shows the duration of the steady-state progression whereas the vertical axis shows the duration of the fast cascade. The size of the circles represents the severity of the blackout computed as the maximum loss of power consumption times the duration of the total restoration. The dark circles correspond to the nine blackouts whereas the pale circles correspond to seven blackouts that happened before 2005. 10 We can clearly see in Fig. 3 that most of the cascades of blackouts after 2005 (i.e. 7 out of 9) directly started with the fast cascade skipping the steady state propagation (i.e. most of the blackouts are concentrated on the left side of the graph). This high speed propagation can be caused by the large magnitude of the disturbance or by the proximity of the system state to the stability limits. The clearest case is TURK15 where the point of no return was reached after only 1.6 seconds and thus operators could not do anything to stop the blackout. Nevertheless, in INDO05 and in USA11 the steady state progression last 25 and 11 minutes respectively before the cascades accelerate by entering the fast cascade.

These findings contrast with those obtained for blackouts prior to 2005. For example, according to [START_REF] Vaiman | Risk assessment of cascading outages: Methodologies and challenges[END_REF], more than half of the blackouts prior to 2012 in America and Europe were slow in progression. Likewise, the analysis in [START_REF]IEEE Task Force on Blackout Experience, Mitigation and Role of New Technologies, Blackout experiences and lessons, best practices for system dynamic performance, and the role of new technologies[END_REF] concluded that most major blackouts from 1965 to 2006 were triggered by a single 10 For blackouts prior to 2005 we use mainly data from [START_REF] Lu | Blackouts: Description, Analysis and Classification[END_REF] that selected those 7 blackouts for being the ones with better documented cascades.

initiating event and underwent a steady state progression before entering the fast cascade. Fig. 3 also supports this hypothesis by showing the presence of a steady state cascade in 4 out of 7 blackouts prior to 2005. In conclusion, our study shows that recent blackouts exhibit greater tendency to shorten or skip the steady-state progression than their precedents. The cause for this may be that these power systems were operating too close to the stability limits, which questions the trade-off between the economic dispatch and the network security. But as mentioned in Section 3.8, the differences in development and characteristics of the power systems are also other potential explanations for these observations.

Discussion on the causes of the high-speed cascades

In this section, we discuss the impact that some major preconditions (i.e. the cascade of overloads with large transfers of power, the separation of highly dependent regions and the malfunctioning of power monitoring equipment) have on the speed of the cascade that followed the initiating events.

Cascade of overloads with large transfers of power

A cascade of overloads starts with the loss of a power delivery element, i.e. a line or a transformer, which recursively leads to new overloads and disconnections as a result of the transfer of power to the remaining lines. Cascades of overloads are typically slow in progression, strongly depending on overload protections settings, and usually belong to the steady-state progression. In our analysis, INDO05 and USA11 blackouts followed this typical trend. In more detail, in INDO05, a cascade of overloads started after the initiating event as part of the steady-state progression phase. Likewise, in USA11, a cascade of overloads (i.e. of transformers mainly) progressively increased the loading of a major path, making the over-current protections trip and eventually triggering the separation scheme of San Diego Gas & Electricity and Southern California Edison networks.

Nevertheless, the speed at which the overloaded devices disconnect depends on the magnitude of the overload. Thus, if the overload generates a large transfer of power, it can, in turn, trigger an extremely fast cascade of overloads.

Sometimes, the large transfers of power are generated by initiating events that affect key components of the system. This was the case in COLOM07 where the disturbance at the main Bogota substation triggered a quick disconnection of ten overloaded lines and transformers. The resulting transfer of power initiated a fast cascade of overloads. In BRAZ09, during the first 5 seconds of the cascade, 50 elements (among which lines, transformers and generators) were disconnected from the grid. Fig. 4 shows graphically the evolution of the cascade of events of BRAZ09, plotting when the protections were triggered as well as the reasons for which they were triggered and their voltage level. We can observe in Fig. 4 how the disconnection of 3 parallel 765kV loaded lines, which were hit by quasisimultaneous short-circuits, started a very fast and violent cascade due to the large transfer of power that followed. The consequences of such large transfer of power made protections trip not only on overload but also on over-frequency, under and over-voltage.

At other times, large transfers of power are due to the contingencies on the transmission lines that connect highly dependent regions. For example in TURK15, the transmission line corridor between the Eastern and the Western regions had some lines out of service, and the power flow between these two neighboring regions was important because of the dependencies on supply. These conditions increased the stress on the remaining interconnection lines and after the initiating event, a very fast cascade of overload started immediately. Forced outages of generating units created a dependency between the North and its neighboring regions prior to INDIA12 blackout. In addition, natural reasons created outages on interconnection lines which increased the loading of the lines to the North region and contributed to a fast cascade.

Separation of highly dependent regions

Although separation schemes are meant to mitigate the propagation of the instability by islanding healthy regions, they can also end up provoking the fast collapse of the system when regions are highly dependent on each other on supply or demand. In other words, it is highly likely that unbalanced regions collapse quickly after the separation.

Thus, in TURK15, the deficit (21%) and excess (42%) of production made the Western and Eastern systems collapse after their separation, which was a point of no return for the cascade. In AUSTR16, the South Australia region was importing 32% of its consumption and relied for almost half on wind farms. As a result of the voltage disturbances that followed the initiating events, the wind farms reduced by two their production and thus increased the imports of the regions by 23%. The main tie lines automatic protections of loss of synchronism tripped because of this disturbance, which quickly led to a frequency collapse of the region. In BRAZ11, the Northeast region was importing 36% of its power demand and after the islanding of the region, the system ended up collapsing. In INDIA12, the fast cascade saturated the interconnection lines connected to the North region leading to under-frequency conditions. The other regions faced an over-frequency that disconnected the remaining generators. The same situation happened in CHILE11 where the North Central region was facing under-frequency and the Southern region an over-frequency after separation. Even for the two only blackouts with a steady-state progression, i.e. INDO05 and USA11, the separation of the system indeed initiated the fast cascades.

We clearly highlight that reaching separation schemes of regions that are significantly dependent on each other often leads to a very fast and unstoppable collapse of the system. The sharp change in power production or consumption caused by the separation is too fast and too large to be handled by the defense plans. These conditions must then be identified depending on the importance of a connection for the stability of each region as well as the mechanisms that respond to the system disturbances. Criticality analysis of these power exchanges can be carried out to help designing countermeasures that should mitigate this risk. As an example, the primary reserves or even the defense plan could then be adapted to these special conditions.

Malfunctioning of power monitoring equipment

Monitoring systems providing wrong information (or even failing), either prior or during the cascade of events, can dramatically impact the management of the contingencies (i.e. power system operators are left unaware of the real loading situation and their actions or inaction can worsen the cascades). In INDIA12, respectively 25% and 50% of the Supervisory Control And Data Acquisition (SCADA) systems data was unavailable prior and after the initiating events. In addition, a 400kV line monitored value was frozen 30% lower than reality during the event and the line ended up overloaded. In USA11, the SCADA system of an important transformer suffered from accuracy issues which prevented operators to have a full awareness of the ongoing overload.

Cascade conclusion

The duration of the cascade of events, especially the steadystate progression, is a critical parameter as it is the time operators have to attempt to stop the cascade. As suggested in [START_REF] Lu | Blackouts: Description, Analysis and Classification[END_REF], mitigation actions should be taken before the fast cascade starts, i.e. before the system becomes uncontrollable with human time-scale actions. However, among the blackouts analyzed in this paper, only two entered the steady-state phase and for a short period of time. The other blackouts directly started with the fast cascade, just after the initiating event happened and thus they did not allow operators to take actions. The speed of the blackouts analyzed here differs from those of previous studies [START_REF] Lu | Blackouts: Description, Analysis and Classification[END_REF][START_REF]IEEE Task Force on Blackout Experience, Mitigation and Role of New Technologies, Blackout experiences and lessons, best practices for system dynamic performance, and the role of new technologies[END_REF][START_REF] Vaiman | Risk assessment of cascading outages: Methodologies and challenges[END_REF]. Nevertheless, the major cause of this speed was already mentioned in previous reports, e.g. [START_REF]IEEE Task Force on Blackout Experience, Mitigation and Role of New Technologies, Blackout experiences and lessons, best practices for system dynamic performance, and the role of new technologies[END_REF]: power systems are operating closer to stability limits, under growing stress and power transfers over long distances are increasing.

The speed and the type of the cascades of events are highly related to the pre-conditions and the initiating events. We note that dependencies between regions that are likely to separate the system under emergency, may in turn trigger a very fast cascade due to the deficit/excess of power supply. We identified two main reasons for these transfers to be large (i.e. important enough to create a fast cascade of overloads), namely initiating events that affect key system components or transmission lines that connect regions highly dependent on supply.

Conclusions

We have analyzed 9 major blackouts that occurred between 2005 and 2016. The outcomes from our analysis revealed that blackouts from the last decade have a different anatomy than its precedents. In particular, peak demand, identified as a recurrent pre-condition in blackouts prior to 2005, is hardly ever found in our analysis. In contrast, nearly all the analyzed blackouts happened in maintenance periods of normal (or even low) loading since one of the main pre-conditions was that some important transmission delivery elements were out of service. Another pre-condition that we explicitly introduced in our analysis is the dependency on supply between regions because it significantly contributed to the stress of the system.

Our study finally shows that recent blackouts exhibit greater tendency to enter directly the fast cascade (i.e. skipping the steady-state progression) than in previous periods. Some explanations are mentioned and discussed such as the system separation, the large power transfers and their causes. It reveals that most systems were operating too close to the stability limits to withstand the disturbances.

The drawing of these common characteristics can be helpful for future work dealing with blackout analysis and mitigation. First, we observed that interesting scenarios for studying future blackouts could be power systems with normal loading but with important transmission lines or transformers missing. A multi-area system would be more appropriate in order to add large flows between regions and test the impact of the separation of the systems. Second, we also mentioned the possible risk brought by renewable energies (hydro power is highlighted in Section 3.3) whose potential is unevenly distributed [START_REF] Archer | Evaluation of global wind power[END_REF][START_REF] Šúri | Potential of solar electricity generation in the european union member states and candidate countries[END_REF] and not necessarily geographically correlated with loads locations. If long distance transmission is needed, a special care should be taken to these power delivery systems to ensure security of supply. The planning should then take more into account the importance of interconnection lines in the stability of the system as well as the neighboring systems through coordination of planning and potential risks. A sudden separation of transmission regions should be considered and studied when assessing the risk of large scale blackout as the response of the system may lead to a very fast collapse.

From our conclusions, future works should also focus on the mitigation of dangerous conditions and thus work on day ahead or real time coordinated planning. Large-scale distributed coordination and optimization techniques coupled with new flexibilities brought by smart devices are tracks exploited in [START_REF] Faranda | Load shedding: a new proposal[END_REF][START_REF] Andersson | Intelligent load shedding to counteract power system instability[END_REF], for example. This raises the difficult question of the trade-off between economic efficiency and security of supply in a context of high reliability of our society on electricity, with a nonnegligible risk of blackout and with growing integration of distributed and intermittent renewable energies.

Figure 2 :

 2 Figure 2: Location, million people impacted, pre-conditions and initiating events that triggered each blackout.

Figure 3 :

 3 Figure 3: Steady-state progression duration vs fast cascade duration of blackouts prior to 2005 (pale circles) and blackouts after 2005 (dark circles). The diameter of the circles represents the severity of the blackout, computed as the maximum power lost times the duration of the total restoration.

Fig.

  Fig.3depicts the duration of each cascade phase and the severity of the blackouts. The horizontal axis shows the duration of the steady-state progression whereas the vertical axis shows the duration of the fast cascade. The size of the circles represents the severity of the blackout computed as the maximum loss of power consumption times the duration of the total restoration. The dark circles correspond to the nine blackouts whereas the pale circles correspond to seven blackouts that happened before 2005.10 We can clearly see in Fig.3that most of the cascades of blackouts after 2005 (i.e. 7 out of 9) directly started with the fast cascade skipping the steady state propagation (i.e. most of the blackouts are concentrated on the left side of the graph). This high speed propagation can be caused by the large magnitude of the disturbance or by the proximity of the system state to the stability limits. The clearest case is TURK15 where the point of no return was reached after only 1.6 seconds and thus operators could not do anything to stop the blackout. Nevertheless, in INDO05 and in USA11 the steady state progression last 25 and 11 minutes respectively before the cascades accelerate by entering the fast cascade.

Figure 4 :

 4 Figure 4: Cumulative number of elements disconnected during the first ten seconds (i.e. after the initiating event) of the BRAZ09 blackout. The plot symbols indicate the reason of the disconnection and the voltage level of the element.

Table 1 :

 1 Details of the 8 blackout analyzed.

	Abbreviation Location TURK15 Date 2015/03/31 Turkey	[23]
	AUSTR16	2016/09/28	Australia	[24]

The aging of equipment did not appear in the reports analyzed and hence it is not mentioned below.

For COLOM07 the list of pre-conditions is not exhaustive, given the lack of available information in the available reports.

INDIA12 encountered two very similar blackouts on two consecutive days, we thus treat the pre-conditions and initiating events as one blackout.

This metric is in line with previous blackouts; for example before 2003 Italian blackout, Italy was importing 25% of its consumption, of which 21% were from Switzerland and France.

In Chile there are four electrical interconnected systems operating independently of each other.

A power system is N-k secure if the simultaneous loss of any set of k elements do not trigger a cascade.

Although the loss of power plants is usually identified as a main initiating event in previous studies, here it is not included because it does not apply to any of the analyzed blackouts.
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