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The main problem in concentrating phosphoric acid is due to fouling on the tube-side of the heat exchangers. The deposits of fouling can create a significant resistance to heat transfer .Therefore regular cleaning of heat exchangers is necessary . In this investigation, a large number of heat exchanger data were collected from shell and tube heat exchangers of industrial phosphoric acid concentration unit using the measurements of the operating parameters over a period of one year. The overall heat transfer coefficients and fouling resistances were evaluated at different times. Therefore, the experimental data of fouling resistances were compared with Kern and Seaton predictive model. The predictions of the model are in good agreement with the plant data.

Introduction

Fouling of heat transfer equipment is a predominant phenomenon in the reduction of the energy performance of these installations, it induces a certain number of undesirable effects having a significant economic cost, thus, the fouling can generate extra costs due to increased energy consumption, lost production, and maintenance and cleaning costs [START_REF] Demasles | Guide de l'encrassement des échangeurs de chaleur[END_REF]. The consequences of fouling are therefore numerous and it is essential to fight against this phenomenon. Indeed, different methods exist in order to limit the fouling of exchangers. By way of example, the treatment of fluids (filtration, chemical treatment, etc.) or also cleaning of the walls during the operating phases by mechanical means (brushing, injection of spongy rubber balls, etc.) or by Chemical treatment (descaling,). These methods only slow the fouling and a complete cleaning of the installations remains essential. This often necessitates a complete shutdown of production, which entails a considerable cost. In order to reduce these maintenance costs, it is advantageous to be able to detect in real time the state of fouling of the devices. One of the methods of detection is based on the examination of the heat exchange coefficient, on the simultaneous observation of pressure drops and mass flow, on the measurement of the temperature variation at the inlet and outlet of one of the two fluids, on the use of a methodology for determining the fouling kinetics from the experimental data. This method, which is proposed by Weber et al [START_REF] Weber | Analysis of different models of prediction of fouling in a heat exchanger from experimental data[END_REF], makes it possible to determine a prediction model of the fouling resistance as a function of time and to act effectively on the effects of fouling of the heat exchangers. Behbahani et al. [START_REF] Behbahani | Heat Exchanger Fouling in Phosphoric Acid Evaporators -Evaluation of Field Data[END_REF] carried out a large number of fouling experiments in a side-stream of a phosphoric acid plant at different flow velocities, surface temperatures and concentrations to determine the mechanisms which control the deposition process. After identifying the effects of operational parameters on the deposition process, a kinetic model for the crystallization fouling was developed in [START_REF] Behbahani | Investigation of Scale Formation in Heat Exchangers of Phosphoric Acid Evaporator Plants[END_REF].

The aim of this work was to determine realistic kinetics of a heat exchanger fouling resistance used in an industrial unit of phosphoric acid concentration. The proposed kinetics was compared to the model of Kern and Seaton [START_REF] Kern | A theoretical analysis of thermal surface fouling[END_REF] to validate its reliability.

Presentation of the industrial unit

The phosphoric acid concentration loop studied comprises 3 units operating in parallel. Its mission is to concentrate -by evaporation -the phosphoric acid from 28% P2O5 to 54% P2O5 in a forced-circulation evaporator closed loop, operating under vacuum provided by a barometric condenser. The concentration system used consists of a tubular heat exchanger made of stainless steel, a centrifugal pump, a boiler or expansion chamber, a barometric condenser and a basket filter [START_REF] Becker | Phosphates and Phosphoric Acid: raw materials, technology and economics of the wet process[END_REF]. The addition of the dilute acid is carried out at the basket filter where it mixes with the circulating acid in order to ensure the protection of the pump from abrasion and to limit the fouling of the exchanger, which makes it possible to minimize the stopping frequency for washing. The circulation pump then sucks the mixture formed and sends it to the inlet of the exchanger at a temperature of the order of 70 ° C. The exchanger makes it possible to heat the phosphoric acid at a temperature of the order of 80 ° C. The steam undergoes condensation at a temperature of around 120 ° C at the level of the exchanger. The condensate will be sent to a storage tank before being sent back to the utility center. The superheated mixture of the acid leaving the exchanger then passes into the boiler where a quantity of water evaporates and the production of concentrated acid is done by overflow in a pipe inside the boiler and the rest will be recycled. The condenser also ensures the entrainment of incondensables coming out of the boiler by the effect of water tube created by a fall of the water. At the foot of the barometric guard, seawater is collected in a guard tank before being ejected towards the sea. 

Thermal modeling

A metrology is set up in the concentration loop in order to control the thermal and hydraulic performance of the exchanger through the usual parameters which are: the 3 temperature measurements mounted across the exchanger (acid inlet, acid outlet and steam), steam pressure, pump suction and discharge pressure measurements, acid density measurement and flow rate of dilute phosphoric acid. The flow rate of circulating phosphoric acid was calculated from the characteristic curve of the pump. The acquisition of this data is often done by a computer system present in the control room [START_REF]Tunisian chemical group manual[END_REF]. These measurements enable us to establish thermal and conservation balances in order to determine the thermal power (Q), the mass flow rate of the phosphoric acid which is the cold fluid (ṁac), the mass flow rate of the steam which is the hot fluid (ṁvap), the logarithmic temperature difference (ΔTml) and finally the global heat exchange coefficient (U (t)): 
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F being a corrective factor of the logarithmic mean temperature difference between 0 and 1(F=1: the flow of the two fluids (phosphoric acid and steam) is at counter current).

To access the fouling resistance Rf (t), it is necessary to determine:

-At the start of the installation, the exchange coefficient under proper condition U (t = 0) -Periodically, the global exchange coefficient in fouling conditions U (t) Assuming that the cleaning between operational runs is perfect and that the heat exchangers are totally free of fouling at the beginning of a new run, we calculate the global exchange coefficient using equations of energy balance and the operating data. The initial value of the global exchange coefficient at the beginning of every cycle is considered as the value of the clean exchange coefficient. This calculation is possible using equations (1), ( 2) and (3) and using the data from the instrumentation. The fouling resistance is given by: 11
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Results and discussions

The data was collected over a period of 1 year. Fig. 2 shows the evolution of events number according to the clean exchange coefficient for the exchanger studied. The obtained curve has a pace similar to that of the Gauss curve. We distinguish 3 phases: -Phase 1, the value of the clean exchange coefficient is rather low, the exchanger is poorly cleaned [500-1500 W.m -2 .K -1 ].

-Phase 2, the value of the clean exchange coefficient is average, the cleaning is standard neither bad nor perfect [1500-2200 W.m -2 .K -1 ].

-Phase 3 the value of the clean exchange coefficient is rather important, the cleaning is fairly well [2200-2800 W.m -2 .K -1 ]. During the rest of the calculation, we take into account that the phase which cleaning is perfect (the last 7 cycles). From the operating data collected on site, equations ( 1), ( 2) and ( 3) and from fig. 2, we evaluated the variation of the fouling resistance as a function of time for the stainless-steel-tubular heat exchanger. Fig. 3 shows the temporal evolution of the global exchange coefficient U (t) and the fouling resistance Rf (t). We notice that the fouling resistance increases over time, which leads to a decrease in the flow of heat exchanged between the phosphoric acid and the steam, and subsequently the decrease in the overall coefficient of heat exchange. We also notice that for each operating cycle, the fouling resistance Rf (t) converges to a maximum value that can be reduced to zero between operational runs following the cleaning operation. The maximum values of the fouling resistance for 7 operating cycles of the stainless-steel tubular heat exchanger varied from 1.38 * 10 -4 to 1.61 * 10 -4 m 2 .K.W -1 . Among the first correlative models allowing the characterization of the kinetics of fouling, we distinguishes that of Kern and Seaton [START_REF] Kern | A theoretical analysis of thermal surface fouling[END_REF]:
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This model gives good results if the asymptotic value of the fouling thermal resistance Rf * and the time constant τ which determine the accuracy of the model are well evaluated.

The analysis of the experimental data gives us the results the two greatness Rf * and τ for the stainless-steel-tubular heat exchanger. The asymptotic model is fairly faithful to the experimental data with coefficients of determination R 2 close to 1. 

Conclusions

The modeling of fouling of heat exchangers remains a difficult field of study and fouling remains a burden in industrial operations. Although several mathematical models have been proposed to explain the fouling behavior of various fluids, an encompassing model has not emerged due to the complexity of the fouling mechanism and its dependence on various operating parameters. This research was concentrated on a particular problem of fouling, as is the case of the unit of concentration of phosphoric acid. A large number of plant operating data of the stainless steel tubular heat exchanger of the phosphoric acid concentration unit were collected every 2 hours for more than 70 runs, each run about 3-5 days. Heat transfer coefficients and fouling rates were evaluated. Therefore, the experimental data of fouling resistances were compared with Kern 
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 44 Fig. 4 Kinetics of fouling of the stainless-steel-tubular heat exchanger Fig.4 illustrates the consistency in variation of the fouling resistance over time obtained from both measurement and the Kern and Seaton model [5].

Table 1 Values of the asymptotic fouling resistance, the time constant and the average square error for the stainless-steel-tubular heat exchanger Rf *

 1 

		τ	R 2
	[m 2 .K.W -1 ]	[h]	
	1.72*10 -4	40.32	0.9757

  and Seaton predictive model. The predictions of the model are in good agreement with the plant data.
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