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The objective of this paper is to predict compact heat exchanger performance for a miniaturized Combined Heat and Power (CHP) system by a detailed modelling of complex micro channels (with wire-net and S-shaped perturbators) using a new methodology to assess the entire heat exchanger characteristics based on reduced order modelling. Localized turbulence can enhance the heat exchanger performance. Besides, this will also increase the pressure losses too. Shifting the Reynolds critical to smaller Reynolds number by using perturbators will control the pressure losses and enhance the thermal efficiency to a considerable extent. In this paper, we consider the microchannel performance of two different types of perturbators, Wire-net [START_REF] Delanaye | Development of a recuperated flameless combustor for an inverted Bryton cycle microturbine used in residential micro-CHP[END_REF][START_REF] Joseph | Advanced CFD methodology to analyze hightemperature wire net compact heat exchangers for a micro-CHP application[END_REF] and the S-shaped. The wire-net heat exchanger (Figure 1 (a, b, c)) is assembled as a stack of counter-flow passages with optimized thickness separated by thin foils. A metallic wire mesh is inserted in the flow passages (Figure 1 (b)) to provide the required stiffness and enhance the microchannel efficiency (localized turbulence). The S-shaped heat exchanger model consists of S-shaped protrusions (Figure 2 (a)) along the counter-flow passages with an integrated collector (Figure 2 

(b)).

There is an optimum mass flow where the thermal efficiency reaches its maximum (See Figure 1 (d)). However, a substantial decrease in efficiency at higher mass flow rates has been encountered [START_REF] Joseph | Advanced CFD methodology to analyze hightemperature wire net compact heat exchangers for a micro-CHP application[END_REF]. The steepness of this efficiency curve pattern is stronger for the wire net design compared to the S-shaped protrusions. However, for the wirenet (at higher Reynolds numbers) the pressure loss is also relatively high together with a lower thermal efficiency as compared with Sshape perturbators. These performance characteristics were utilised to reduce the size and cost of the heat exchanger. A detailed investigation of the S-shaped perturbators showed that the overall heat transfer coefficient is directly correlated with the Turbulent Reynolds stress term, uv. This is induced by the strong recirculation zones induced by the S-shaped structures. The turbulence production term, uv•Du/DY is higher for a particular S-shape arrangement. The increased wire net pressure loss could not enhance the thermal efficiency like the S-shaped perturbators. Linearly arranged Sshaped perturbators with an optimum spacing found to be the best among all other variants (See Figure 2 (a)).

A parametric study was conducted on various heat exchanger parameters to optimize it for the micro-CHP system. The Reynolds number based on the inlet hydraulic diameter is between 30-300 (for micro-channels), 500-30000 (for secondary collectors) and even higher for primary collectors. Microchannel porosity (78-82%) can enhance localized turbulence at smaller Reynolds numbers. Since the Knudsen number is low, thermal creep or rarefaction effects are negligible. Besides, a detailed investigation of the wire net flow physics is made using a higher order Reynolds Stress turbulence model to obtain the full velocity gradient tensor. This could investigate the effect of anisotropic flow physics in the isotropic wire net micro channels. Lambda 2 criteria was implemented to investigate the flow mixing of the centrally convected non-disturbed mass flow. Furthermore, the analysis of the turbulence production terms provided a deeper insight into flow attachment and detachment near the wire net intersections. The CFD methodology (which comprises Conjugate Heat Transfer and Reduced order modelling, See Figure 3) mentioned in this paper is to reduce the computational grid size to a considerable extent and predict the collector performance with reasonable accuracy. The reduced model consists of collectors and micro channels, modelled through a porous medium approximation [START_REF] Yizhou | CFD simulation of a research reactor[END_REF]. The porous medium model [START_REF] Nield | Convection in Porous Media[END_REF][START_REF] Nicolas | High temperature and pressure reactive flows through porous media[END_REF], based on the Darcy-Forchheimer law, is modified (Constant Integration Method) to account for the high-temperature evolution in the heat exchanger. The modified equation takes into account the high-temperature variation inside the micro channels along with the localized turbulence effects [START_REF] Bernard | Turbulent Flow: Analysis, Measurement & Prediction[END_REF]. The resulting microchannel characteristics (pressure drop, temperature drop etc.) from a series of 3D-CFD Conjugate Heat Transfer analysis is used to calculate the inertial and viscous coefficients using the Constant Integration method. These characteristics have been implemented and numerically verified. The best-revised methodology allows obtaining pressure drop with less than three per cent error with respect to the full 3D-CFD Conjugate Heat Transfer modelling for Brayton and Inverted Brayton micro-CHP cycle (See Figure 4). An experimental validation showed that the reduced model predicts the overall heat exchanger performance with a reasonably good accuracy (See Figure 5).
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