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In interdependent critical infrastructures (ICIs), a disruptive event can affect multiple system elements and system resilience is greatly dependent on uncertain factors, related to system protection and restoration strategies. In this paper, we perform Identifying resilient-important elements in interdependent critical infrastructures by sensitivity analysis

Introduction

The safety of critical infrastructures (CIs), such as electrical power grids, transportation, telecommunication, natural gas and oil, water supply networks and government services systems, are significantly threatened by multiple hazards, e.g., natural disasters [START_REF] Ouyang | A Three-Stage Resilience Analysis Framework for Urban Infrastructure Systems[END_REF][START_REF] Cimellaro | Framework for Analytical Quantification of Disaster Resilience[END_REF] and human-made attacks [START_REF] Lee | Restoration of Services in Interdependent Infrastructure Systems: A Network Flows Approach[END_REF].

Disruptive events that occur in one CI can trigger cascading failures to the interdependent CIs (ICIs), causing significant consequences and losses [START_REF] Ouyang | Review on Modeling and Simulation of Interdependent Critical Infrastructure Systems[END_REF]. Then, how to anticipate, prepare for, respond to, and recover from disruptive events in CIs and ICIs, become important issues [START_REF] Sra | Society of Risk Analysis, Glossary of the Specialty Group on Foundations of Risk Analysis[END_REF].

Resilience refers to the "ability of a system to sustain and restore its basic functionality following a hazard source or an event (even unknown)" [START_REF] Sra | Society of Risk Analysis, Glossary of the Specialty Group on Foundations of Risk Analysis[END_REF]. Various attempts have been made to define, quantify, analyze and improve system resilience of CIs [START_REF] Hosseini | A Review of Definitions and Measures of System Resilience[END_REF].

In scientific literature, works on system resilience mainly focus on the recovery aspect [START_REF] Rose | Economic resilience to natural and man-made disasters: Multidisciplinary origins and contextual dimensions[END_REF][START_REF] Zobel | Representing perceived tradeoffs in defining disaster resilience[END_REF][START_REF] Fang | Resilience-Based Component Importance Measures for Critical Infrastructure Network Systems[END_REF]. However, in practice, it is relevant to distinguish the individual contributions to system resilience from both the mitigation and recovery viewpoints in order to plan and implement the most effective strategies for improving resilience of ICIs. Indeed, the importance of a system element with respect to system resilience may change before, during and after the occurrence of a disruptive event, and, as a consequence, the associated resilience strategy may change too. Then, it is necessary to capture this variation of criticality of the system elements to more efficiently guide the resilience strategies in the different phases following a disruptive event.

In this work, we model ICIs within a control-based dynamic modeling framework, as in [START_REF] Liu | Resilience Analysis Framework for Interconnected Critical Infrastructures[END_REF], and we quantify three resilience measures for ICIs, introduced in [START_REF] Liu | A Dynamic Control-Based Modelling Framework for the Resilience Analysis of Interdependent Critical Infrastructures (under Review)[END_REF], to analyze resilience in different phases, i.e., during the failure phase, the recovery phase, and the entire failure-recovery period. Then, we perform a sensitivity analysis (SA) that is able to account for the contribution of different sources of uncertainty in the model inputs (such as system design parameters and failure-recovery parameters) to the uncertainty in the outputs (such as resilience measures) [START_REF] Saltelli | Global Sensitivity Analysis : An Introduction[END_REF]. SA can be performed to achieve different purposes such as [START_REF] Saltelli | Global Sensitivity Analysis: The Primer[END_REF][START_REF] Pianosi | Sensitivity analysis of environmental models: A systematic review with practical workflow[END_REF]: 1) ranking, i.e., the identification of a ranking of the inputs on the basis of their contribution to the output variability, 2) screening, i.e., the identification of the inputs that have a non-influential effect to the output variability, and 3) mapping, i.e., the determination of the region of the space of input variability that produces relevant output values. In this work, the focus is on ranking; indeed, we perform SA to rank the inputs (parameters and elements of the ICIs) that are more critical with respect to the development and improvement of system resilience, in order to provide insights to the decision-makers. Identifying the most critical inputs to system resilience can support the implementation of appropriate resilience strategies and the effective improvement of system resilience.

Two types of SA approaches can be identified: local and global. Local (or differential) SA evaluates the effect on the output of small variations of the inputs around a reference value; the sensitivity indices typically used are partial derivatives or finite differences [START_REF] Pianosi | Sensitivity analysis of environmental models: A systematic review with practical workflow[END_REF][START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF][START_REF] Tian | A review of sensitivity analysis methods in building energy analysis[END_REF]. Global SA, instead, evaluates the effect on the output of inputs varying across the entire domain of possible input parameter variations; the sensitivity indices typically adopted are, e.g., correlation measures between inputs and outputs and statistical properties of the output distribution, such as variance [START_REF] Pianosi | Sensitivity analysis of environmental models: A systematic review with practical workflow[END_REF]. Indicators for global SA are called global importance measures or uncertainty importance measures [START_REF] Borgonovo | A New Uncertainty Importance Measure[END_REF]. Local SA is straightforward, does not require many simulations, and its results are easily interpreted compared to global SA [START_REF] Tian | A review of sensitivity analysis methods in building energy analysis[END_REF]; however, the latter one is considered more reliable [START_REF] Tian | A review of sensitivity analysis methods in building energy analysis[END_REF] and offers higher capabilities [START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF]. Then, in this work, we focus on global SA. Also, SA methods can be classified in different categories, for example [START_REF] Pianosi | Sensitivity analysis of environmental models: A systematic review with practical workflow[END_REF] identified the following types of SA methods for environmental models: perturbation and derivative methods, multiple starts perturbation methods, correlation and regression analysis methods, Monte Carlo filtering, variancebased methods, density-based methods; [START_REF] Tian | A review of sensitivity analysis methods in building energy analysis[END_REF] classified global SA methods for building energy analysis in four categories, i.e., regression methods, screening-based methods, variance-based methods, metamodel methods; [START_REF] Plischke | Global Sensitivity Measures from given Data[END_REF] distinguished between screening methods, non-parametric (regression-based) methods, variance-based methods, density-based methods and expected-value-of-information-based methods; [START_REF] Borgonovo | A New Uncertainty Importance Measure[END_REF] presented an overview of global SA techniques used in risk analysis, specifying three types of methods, i.e., non-parametric (regression-based) techniques, variance-based techniques and moment independent techniques. With respect to the last classification, in this paper, we consider both variance-based techniques and moment independent techniques for SA.

As mentioned above, global SA methods offer higher capabilities; however, they suffer of higher computational cost [START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF], since they explore the entire domain of inputs variability. As a result, the computational cost of the SA-driven importance measures (SADIM) can become very expensive, due to the long time needed by one single simulation to run and the large number of simulations required by SA. In order to reduce the computational burden of the analysis, we adopt two strategies: in the first one, we replace the long-running dynamic model with a fast-running regression model to reduce the time required by each simulation; in the second strategy, we keep the long-running dynamic model and adopt an ensemble-based method, which aggregates three SA indicators and allows obtaining accurate SA results with a lower number of simulations [START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF].

Fast-running regression models, also called metamodels (such as Artificial Neural Networks (ANNs) [START_REF] Cardoso | Structural reliability analysis using Monte Carlo simulation and neural networks[END_REF][START_REF] Pedroni | Comparison of bootstrapped artificial neural networks and quadratic response surfaces for the estimation of the functional failure probability of a thermal-hydraulic passive system[END_REF], Local Gaussian Processes (LGPs) [START_REF] Bichon | Efficient Global Reliability Analysis for Nonlinear Implicit Performance Functions[END_REF][START_REF] Villemonteix | An informational approach to the global optimization of expensive-to-evaluate functions[END_REF], polynomial Response Surfaces (RSs) [START_REF] Bucher | A comparison of approximate response functions in structural reliability analysis[END_REF][START_REF] Liel | Incorporating modeling uncertainties in the assessment of seismic collapse risk of buildings[END_REF], polynomial chaos expansions [26][27], stochastic collocations [28], Support Vector Machines (SVMs)

[29] and kriging [30,31,32]), can be built by means of input-output data examples to approximate the response of the original long-running dynamic models, and used to perform SA. Since the metamodel response is obtained quickly, the problem of high computational times is circumvented [START_REF] Ferrario | Bootstrapped Artificial Neural Networks for the seismic analysis of structural systems[END_REF]. In this work, we use ANN-based metamodels to approximate the response of the long-running dynamic model and we apply SA by analyzing a variance-based sensitivity index (i.e., the first-order index) on the ANN model outputs.

The ensemble strategy allows integrating the output of three SA individual methods to generate reliable rankings, avoiding possible misinterpretations that can be produced by using a single SA method. This strategy has been shown to be particularly useful when the number of simulations needs to be reduced for computational issues [START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF]. The three SA indicators considered in this work are: 1) the first-order variance-based sensitivity measure (also called Pearson's correlation ratio or Sobol's first-order index) [START_REF] Plischke | Global Sensitivity Measures from given Data[END_REF][START_REF] Sobol | Sensitivity Estimates for Nonlinear Mathematical Models[END_REF]; 2) the distribution-based sensitivity measure [START_REF] Borgonovo | A New Uncertainty Importance Measure[END_REF] and 3) the Beta measure on the basis of Kolmogorov-Smirnov distance [START_REF] Baucells | Invariant Probabilistic Sensitivity Analysis[END_REF]; while the first index is variance-based, the last two indices are given by moment independent techniques. To aggregate the results in the ensemble, we propose a normalized value sum aggregation method, derived from the ranking sum aggregation method [START_REF] Kukkonen | Ranking-Dominance and Many-Objective Optimization[END_REF]. In the rest of the paper, we refer to the first and second strategies as SADIM 1 and SADIM 2 approaches, respectively, for brevity. The results obtained from SADIM 1 and SADIM 2 are compared with those obtained by a SA approach that estimates global sensitivity indices from given data, at the minimum computational cost, [START_REF] Plischke | Global Sensitivity Measures from given Data[END_REF], to which we refer in the paper as "given data estimation method" or SADIM 3.

The present work is organized as follows. Section 2 presents the control-based modelling framework of ICIs and the system resilience indicators. Section 3 introduces the SADIM 1 and 2 approaches. In this Section, the basics of the ANN model, the definitions of the SA indicators and the aggregation strategy used in the ensemble-based approach are given. Section 4 illustrates the application of the proposed methodologies on a case study concerning interconnected gas and electric power networks. Finally, Section 5 draws conclusions from the work performed and presents the future works.

ICIs dynamic modelling framework and resilience metrics

In Section 2.1, we introduce a modelling framework for ICIs, where the system behaviors in the nominal operation and failure modes are described by a set of dynamic equations and the system states represent the level of a resource that passes through a given node or link of the ICIs. Accounting for the variability of users' demands and the constraints on system states, we formulate an under-control flow distribution problem by a Model Predictive Control (MPC) algorithm to calculate the system states in real-time. In Section 2.2, we define the performance of the system. In Section 2.3, we present the uncertain system parameters that affect system resilience. In Section 2.4, we illustrate the system resilience metrics.

Modelling framework

In this work, ICIs are described as a network, on the basis of graph theory, and their operation is modeled by linear dynamic equations that describe the switching dynamic modes of the interconnected systems. Then, the modeling framework adopted is able to go beyond the purely topological description of a system by including dynamic aspects, although in a linearly (approximated) manner [START_REF] Liu | Resilience Analysis Framework for Interconnected Critical Infrastructures[END_REF]. The ICIs model is quantified by simulation, reformulating it as an optimization problem, specifically into a lookahead resource dispatch problem, which schedules the flows of resources within the ICIs based on upto-date forecasts of users' demands [START_REF] Liu | A Dynamic Control-Based Modelling Framework for the Resilience Analysis of Interdependent Critical Infrastructures (under Review)[END_REF]. The MPC approach [START_REF] Mayne | Constrained Model Predictive Control: Stability and Optimality[END_REF][START_REF] Kouvaritakis | Developments in Robust and Stochastic Predictive Control in the Presence of Uncertainty[END_REF], which allows taking into account the constraints on system components, system control parameters, and system design parameters, has been adopted to identify the control actions at each time step [START_REF] Liu | Resilience Analysis Framework for Interconnected Critical Infrastructures[END_REF][START_REF] Liu | A Dynamic Control-Based Modelling Framework for the Resilience Analysis of Interdependent Critical Infrastructures (under Review)[END_REF]. In Section 2.1.1, the system dynamic equations are written in their state-space form (i.e., the linear timeinvariant dynamic equations), where vectors of system state variables ( ), controllable variables ( ), disturbances ( ), and system outputs ( ) are related; in Section 2.1.2, the model constraints are illustrated; and in Section, 2.1.3, the model objective function is given.

Dynamics of ICIs

ICIs are represented as a networked graph, where the nodes are the subsystems, i.e., components or functional sets of components, and the links are physical, cyber or logical connections between the nodes [START_REF] Rinaldi | Identifying, Understanding, and Analyzing Critical Infrastructure Interdependencies[END_REF]. Various resources are constantly produced, consumed, stored and transformed in the subsystems of the ICIs. Then, depending on the main functionalities of the nodes, i.e., production, consumption, storage, transportation and/or conversion, we classify them into suppliers, users, buffers, transporters, and convertors [START_REF] Liu | Resilience Analysis Framework for Interconnected Critical Infrastructures[END_REF].

In the modelling framework, we consider as system states the levels of input flow, output flow and storage of the nodes, and the levels of input flow and output flow of the links connected to them. To mimic the realistic operations of ICIs under control, the outgoing links of buffering nodes and system driver nodes, as defined in [START_REF] Liu | Controllability of Complex Networks[END_REF], are considered as driver links and their output flows are designated as system controllable inputs. The general, discretized, state-space representation is written as follows [START_REF] Liu | Resilience Analysis Framework for Interconnected Critical Infrastructures[END_REF]:

+ 1 = + + = , (1) 
where = … ∈ is the vector of the system states, = [ … ]′ ∈ is the vector of the control variables, = [ … ]′ ∈ is the vector of the system outputs, which are the flow levels received by the users, = [ … ]′ ∈ is the vector of disturbance variables describing the losses of the system states due to the disruptions. The × matrix contains the information on the system connectivity and, specifically, the rows and columns represent the nodes and the cells assume value 1 if the nodes on the rows depend on the nodes on the column, otherwise they assume value 0.

The × ( ≤ ) matrix and the # × matrix represent the flow transmission coefficients, respectively. Matrix is obtained from the topology of the system, whereas matrices matrices and are given by the dynamic equations formulated for each component. Finally, the scale of time depends on the objective and level of detail of the analysis, on the type of system under analysis and also on the available input data. For example, in electric power networks, the scale of time when analyzing the unit commitment problem should be in minutes to analyze the ramping capabilities of power generators, whereas it can be in hours when analyzing the supply of electricity to customers. In this work, we consider an hourly resolution.

The advantage of using Eq. ( 1) is related to the possibility of describing the changes of flows during the failure and restoration processes, by explicitly representing the dynamic of flows on nodes and links.

This cannot be handled by the existing approaches of the classical, static network flow models [START_REF] Lee | Restoration of Services in Interdependent Infrastructure Systems: A Network Flows Approach[END_REF][START_REF] Holden | A network flow model for interdependent infrastructures at the local scale[END_REF].

The interested reader is referred to [START_REF] Liu | Resilience Analysis Framework for Interconnected Critical Infrastructures[END_REF] and [START_REF] Liu | A Dynamic Control-Based Modelling Framework for the Resilience Analysis of Interdependent Critical Infrastructures (under Review)[END_REF] for further details.

Constraints

The values of system states and control variables are limited by the capacities of the nodes and links.

The constraints are formulated as follows:

0 % % & , (2) 
0 % % & , (3) 
where the elements in & and & take values of the capacities of the corresponding elements, i.e., the nodes or the links. In nominal operation, the capacity of an element ( is at maximum level & ) . When a disruptive event occurs, the capacity varies in time during the failure-recovery process, as shown in Figure 1:

& ) = & ) * + ) + , ) * -, & ) ≤ & ) (4) 
with

+ ) = . 0 magnitude of failure for 0 ≤ % < for = < , (5) 
, ) = . 0 recovery rate for 0 ≤ % - for = - .

where < is the time of failure and -is the start time of the recovery. The exact shape of the recovery function curve of an element is driven by the system resilience strategies. For example, [START_REF] Cimellaro | Framework for Analytical Quantification of Disaster Resilience[END_REF] uses linear, trigonometric, and exponential recovery curves to represent the system response of average prepared, not well prepared and well prepared communities. For the sake of simplicity of illustration, here, we use linear recovery functions.

Figure 1 Evolution in time of the capacity of element (.

Objective function

Considering that the units of the resources in ICIs are different (e.g., for the gas network the unit is in cubic feet or m 3 and for the electric power network it is in MW), we represent the level of relative insufficient satisfaction B ) of user ( # , by a normalized and non-dimensional variable [START_REF] Liu | Resilience Analysis Framework for Interconnected Critical Infrastructures[END_REF]:

B ) # = C ) # * ) # C ) # , (7) 
where C ) # is the demand of user ( # .

Based on the dynamic equations and constraints previously introduced, we use MPC algorithm to allocate the flows at each time step, i.e., at each hour. MPC performs a finite-horizon optimization by determining sequences of system states and control operations over a prediction horizon D for the minimization of the objective function at each time step within D , and, then, implementing only the first control action [START_REF] Camacho | Model Predictive Control[END_REF].

Here, the objective function is formulated to minimize the weighted sum of insufficiency function

B )
of user ( # , within the time horizon D :

E(F G H G I ) B ) + J| ) ∈ L M DNO , (8) 
where, I ) is the weight assigned to the user ( # , and ∑ I )

) = 1.
By solving the optimization problem with MPC, the control action | is obtained from the control sequence:

≜ R | , + 1| , . . . , S + D * 1T UV. (9) 
Then, only the first control action | will be used in the recursion to calculate the system states at + 1.

System performance function

ICIs should provide stable and reliable services to the users; their performance can be defined from different perspectives (reliability, availability, resilience, safety, economics, etc.) and measured in effective ways, e.g., counting the number of operating components [START_REF] Cimellaro | Framework for Analytical Quantification of Disaster Resilience[END_REF], the economic loss associated to the components and the casualties of people during the disaster [START_REF] Ouyang | A Three-Stage Resilience Analysis Framework for Urban Infrastructure Systems[END_REF]. According to [START_REF] Hosseini | A Review of Definitions and Measures of System Resilience[END_REF], a measure of resilience of ICIs should be related to the capacity of enabling and enhancing people daily life. In this view, we evaluate the actual performance function of ICIs, & , in terms of the weighted sum of the users states:

& = G I ) # ) )
.

(

) 10 
The performance reference function of the ICIs, & , is characterized as the weighted sum of the users demands:

& = G I ) # ) C ) . (11) 
Under nominal operating conditions, the supply to each user, e.g., ( # , with respect to its demand C ) is always achieved, i.e., ) = C ) and & maintains values close to the performance reference function & .

Uncertain input variables

The uncertain inputs here considered to affect system resilience performance include system initial conditions, i.e., initial resource levels in the buffer subsystems, parameters of the process temporality, i.e., related to the process duration like the system response time and the time horizon, and parameters related to the failure-recovery process, i.e., failure magnitude and recovery rate.

The buffer subsystems in the ICIs contribute to system performance by storing resources, adjusting the supply of resources in nominal operation and compensating the insufficiency of resources in case of shortage during an accident. To include the functionality of the buffers, we assume that the initial inventory levels of buffers, WX Y ZNO , represents the initial resource level of buffer + ) , at = 0.

Two critical time durations are defined in a failure scenario: [ -= -* < is the response time and

[ \ = \ * < is the time horizon, which represents the time within which the restoration is to be finished, where \ is the time within which system performance is expected to return to the nominal level.

The failure magnitude + ) and recovery rate , ) of an element ( are considered as uncertain variables.

The failure magnitude

+ ) is limited to the interval [+ ) ])^, + ) ]_ ] = [0, ) ],
where ) is its predefined capacity. The recovery rate , ) varies within , ) ])^, , ) ]_ , which can be, for example, , ) ])^=

X Y `Ya b c `d and , ) ]_ = X Y `d b c `Ya .

System resilience metrics

Resilience can be described as a function of the system performance over time and it is typically represented by triangular [START_REF] Cimellaro | Framework for Analytical Quantification of Disaster Resilience[END_REF][START_REF] Bruneau | A Framework to Quantitatively Assess and Enhance the Seismic Resilience of Communities[END_REF][START_REF] Fang | Comparing Network-Centric and Power Flow Models for the Optimal Allocation of Link Capacities in a Cascade-Resilient Power Transmission Network[END_REF] or trapezoidal [START_REF] Ouyang | A Three-Stage Resilience Analysis Framework for Urban Infrastructure Systems[END_REF] curves, as shown in Figure 2. As a result, the most used metrics for resilience quantification are usually based on area quantification, such as the area between the reference, & , and the actual, & , system performance functions within a period of interest, e.g., from the time of occurrence of a disruptive event until the complete recovery of the system [START_REF] Bruneau | A Framework to Quantitatively Assess and Enhance the Seismic Resilience of Communities[END_REF][START_REF] Vugrin | A Framework for Assessing the Resilience of Infrastructure and Economic Systems[END_REF].

Figure 2 System performance following the occurrence of a disruptive event.

In this work, we compute resilience as a ratio of the areas between the actual, & , and the reference,

&
, system performance functions during a given time period. Specifically, we consider three time periods that lead to the computation of three resilience metrics: 1) resilience by mitigation, ] , during the disruptive (failure) phase of the system, from the time of occurrence of a disruptive event, < , until the time when the recovery starts, -; 2) resilience by recovery, -, during the recovery phase of the system, from the time of starting of the recovery, -, to the time within which system performance is expected to return to the nominal level, \ ; and 3) total resilience, Z , during both the failure and recovery phases, i.e., from < until \ .

The distinction between resilience by mitigation and resilience by recovery comes from the need of identifying the most important resilience protection and recovery activities that can contribute to the system resilience during the different phases of mitigation and recovery, following a disruptive event.

Indeed, during the mitigation phase, the capacity of the system to maintain the nominal level of operation or mitigate the negative impacts of disruption mainly depends on the robustness and redundancy of the system, whereas in the recovery phase, the capacity of the system to return to its nominal operation following disruptive events mainly depends on the rapidity of the recovery and on the resourcefulness of the system [START_REF] Ayyub | Systems resilience for multihazard environments: definition, metrics and valuation for decision making[END_REF]. However, it is worth mentioning that protection strategies implemented during the mitigation phase can contribute also to the system resilience during the recovery phase, indeed larger robustness and higher rapidity are correlated. In this work, this correlation is not considered when analyzing separately the mitigation and recovery phases, but it is included when analyzing the total resilience measure.

In the following, the mathematical formulation of the three resilience measures adopted is given.

The resilience by mitigation is quantified as the ratio of the area between the actual system performance function & and the time axis (the area shaded with upward diagonal stripes in Figure 2)

for the time period < ≤ ≤ -, and the area between the performance reference function & and the time axis, for the time period < ≤ ≤ -, which corresponds to the response time [ -= -* < , i.e., within the mitigation phase:

] = e & Z f Z g e & Z f Z g . ( 12 
)
The resilience by recovery is calculated as the ratio of the area between the actual system performance function & and the time axis (the area shaded with downward diagonal stripes in Figure 2) for the time period -≤ ≤ \ , and the area between the performance reference function & and the time axis, for the time period -≤ ≤ \ , with \ = -, i.e., from the start of restoration to the end of the time horizon [ \ * [ -= \ * -, i.e., within the recovery phase:

-= e & Z c Z f e & Z c Z f . ( 13 
)
The overall level of system resilience, i.e., the total resilience Z , is given by the ratio of the area between the actual system performance function & and the time axis for the time period < ≤ ≤ \ , and the area between the performance reference function & and the time axis, for the time period < ≤ ≤ \ , with \ = < , within the mitigation and recovery phases:

Z = e & Z c Z g e & Z c Z g . ( 14 
)
3 Sensitivity analysis-driven importance measure (SADIM)

Introduction to SADIM

Generally speaking, we can consider the system model:

h = i j , ℝ ^→ ℝ ] , ( 15 
)
where h is the set of output variables (OVs) of the model, and j is the set of uncertain input variables (IVs). In the case of ICIs, IVs include system initial conditions, parameters of the process temporality and parameters related to the failure-recovery process of the system elements, as discussed in Section 2.3, and the OVs include the system resilience metrics, just introduced in Section 2.4.

The uncertainty in IVs propagates to uncertainty on the system resilience metrics (OVs). Sensitivity analysis (SA) can be used to quantitatively evaluate the contributions of the IVs on the OVs, and identify the most critical/important elements to which higher priority should be given in the protection and recovery strategies design and implementation.

A sensitivity analysis-driven importance measure (SADIM) can be introduced to filter the least relevant input variables and simplify the model in order to reduce computational cost, while maintaining the accuracy needed for the analysis [START_REF] Saltelli | Global Sensitivity Analysis : An Introduction[END_REF]. The filtering criteria can be, for example, a threshold for the unity-based normalized SA indicators defined as m = 1/F, where F is the number of IVs [START_REF] Campolongo | From Screening to Quantitative Sensitivity Analysis. A Unified Approach[END_REF]. It's also possible to select the most important IVs with respect to a certain percentage of the IVs number [START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF].

The IVs most relevant to system resilience are related to the elements whose failures most affect the system resilience: then, SADIM can also be used to identify the system critical elements, which are more worthy of investment for system resilience improvement.

Two strategies to accelerate SADIM computation

The cost for combining SADIM can be very expensive because of the high computation time required by each simulation of the dynamic model (for example, a simulation of a failure scenario for the case study illustrated in Section 4.1 takes around 10 seconds to run and the computational time increases with the growth of the system size; the simulations are carried out by using Yalmip Toolbox [START_REF] Lofberg | YALMIP : A Toolbox for Modeling and Optimization in MATLAB[END_REF] and Cplex optimizer [START_REF] Cplex | Cplex Optimization Studio IBM ILOG[END_REF] on Matlab 2015a, on an Intel® Core™ 2 Duo CPU E7600 @ 3.07 GHz)

and the large number of simulations required by SA (for example, more than 10 6 Monte Carlo simulations are required in SA approaches that use a distribution-based SA indicator [START_REF] Borgonovo | A New Uncertainty Importance Measure[END_REF].

To reduce the computational burden, we propose two strategies, as shown in Figure 3. In the first approach (referred in the following as SADIM 1), we adopt a fast-running Artificial Neural Network (ANN) regression model to replace the original time-consuming dynamic model and, then, we apply the SA considering a variance-based sensitivity index (i.e., the first-order index) on the ANN model outputs.

In the second approach (referred in the following as SADIM 2), we keep the long-running dynamic model, but we reduce the number of simulations necessary for an accurate SA by implementing an ensemble-based approach [START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF] in the SADIM. In the ensemble-based approach, three SA indicators are computed and, then, aggregated to produce a reliable ranking of the most critical elements [START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF].

Figure 3 Approaches to reduce the computational burden for the sensitivity analysis-driven importance measure calculation.

Artificial Neural Networks

An ANN is a modelling structure composed of many parallel computing nodes arranged in different layers and interconnected by weighed connections [START_REF] Bishop | Neural Networks for pattern recognition[END_REF]. The node in an ANN performs few and simple operations and communicates the results to its neighboring nodes. From a mathematical viewpoint, ANNs consist of a set of nonlinear (e.g., sigmoidal) basis functions with adaptable parameters that are adjusted by a training process (on many different input/output data examples), i.e., an iterative process of regression error minimization [START_REF] Rumelhart | Learning internal representations by error back-propagation[END_REF]. ANNs have been proved to be a powerful technique to perform massively parallel computations for data processing [START_REF] Basheer | Artificial Neural Networks: Fundamentals, Computing, Design, and Application[END_REF] and to solve a variety of problems in prediction, control, optimization, pattern recognition, etc. [START_REF] Hornik | Multilayer Feedforward Networks Are Universal Approximators[END_REF]. Specifically, ANNs have been demonstrated to be universal approximants of continuous nonlinear functions (under mild mathematical conditions) [START_REF] Cybenko | Approximation by superpositions of a sigmoidal function[END_REF], i.e., in principle, an ANN model with a properly selected architecture can be a consistent estimator of any continuous nonlinear function. Further details about ANN regression models are not reported here for brevity; the interested reader may refer to the cited references and the copious literature in the field.

In this work, we consider the classical three-layered, feed-forward ANN composed of three layers (input, hidden and output, see Figure 1) and trained by the error back-propagation algorithm. Notice that it is a good practice to model the system using as little number of hidden layers as possible to keep the number of parameters to be estimated as low as possible: indeed, the higher the number of hidden layers, the larger the model complexity and the poorer the generalization capabilities [START_REF] Shukla | Artificial neural networks[END_REF]. In addition, too many parameters will drastically slow down the learning process [START_REF] Rafiq | Neural network design for engineering applications[END_REF]. A final remark is in order with respect to application to large-scale systems. In this work, a small case study has been considered, but it is worth mentioning that issues related with the high dimensionality of the input parameter space can arise when considering large-scale systems. Indeed, any algorithm involving the construction of a metamodel suffers when the dimensionality of the input parameter (i.e., feature) space increases, because the available set of input-output data examples becomes sparser with a power law relationship [START_REF] Hemez | The dangers of sparse sampling for the quantification of margin and uncertainty[END_REF]. This issue is unavoidable and limits the application of any algorithm for metamodeling in engineering problems, unless dimensionality reduction strategy is adopted (e.g., principal component analysis, or feature extraction and selection) [START_REF] Ferrario | Bootstrapped Artificial Neural Networks for the seismic analysis of structural systems[END_REF].

Ensemble-based sensitivity analysis

The ensemble method allows combining the output of three single SA indices to identify reliable rankings [START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF]. As a consequence, the resulting ranking overcomes the problem of possible misinterpretations of the individual methods, specifically in cases of limited quantity of data [START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF]. In Section 3.2.2.1, the three SA indicators used in the ensemble approach are illustrated and in Section 3.2.2.2, the method proposed to aggregate the results is described.

Sensitivity analysis indicators

In this work, the three SA indicators considered in the ensemble-based SA method are: 1) first-order variance-based sensitivity measure (also called Pearson's correlation ratio or Sobol's first-order index) [START_REF] Plischke | Global Sensitivity Measures from given Data[END_REF][START_REF] Sobol | Sensitivity Estimates for Nonlinear Mathematical Models[END_REF]; 2) distribution-based sensitivity measure [START_REF] Borgonovo | A New Uncertainty Importance Measure[END_REF] and 3) Beta measure on the basis of Kolmogorov-Smirnov distance [START_REF] Baucells | Invariant Probabilistic Sensitivity Analysis[END_REF]. The first index is variance-based, whereas the last two indices are given by moment independent techniques.

Methods based on variance decomposition are the most used for global SA [START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF]; indeed, they are suitable for complex nonlinear models since they do not introduce any hypothesis on the model functional relationship to its inputs [START_REF] Pianosi | Sensitivity analysis of environmental models: A systematic review with practical workflow[END_REF][START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF][START_REF] Tian | A review of sensitivity analysis methods in building energy analysis[END_REF][START_REF] Borgonovo | A New Uncertainty Importance Measure[END_REF]. Variance-based methods explore the entire range of variation of the inputs that are modelled as stochastic variables inducing variability (uncertainty) in the model outputs. The variance of the output distributions is considered a good proxy of the output uncertainty [START_REF] Pianosi | Sensitivity analysis of environmental models: A systematic review with practical workflow[END_REF]. However, the assumption that a single moment of the output distribution, i.e., the variance, is sufficient to describe output variability is not always appropriate, e.g., in case of multimodal or highly-skewed distributions [START_REF] Pianosi | Sensitivity analysis of environmental models: A systematic review with practical workflow[END_REF][START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF][START_REF] Tian | A review of sensitivity analysis methods in building energy analysis[END_REF][START_REF] Borgonovo | A New Uncertainty Importance Measure[END_REF][START_REF] Saltelli | Sensitivity Analysis for Importance Assessment[END_REF]. To overcome this limitation, moment independent techniques, such as distribution-based sensitivity measure and Beta measure on the basis of Kolmogorov-Smirnov distance, do not consider only one specific moment of the output distribution, but they look at the entire output distribution in a moment independent fashion [START_REF] Pianosi | Sensitivity analysis of environmental models: A systematic review with practical workflow[END_REF][START_REF] Borgonovo | A New Uncertainty Importance Measure[END_REF]. Specifically, the distribution-based sensitivity measure and the Beta measure on the basis of Kolmogorov-Smirnov distance are based on the distance between the unconditional output distribution (generated by varying all inputs) and the conditional (on a given input) output distribution.

In the following, the mathematical formulation of the three SA indicators considered in the ensemblebased SA method is given.

Let h o denote one of the OVs and j ) one of IVs, the first-order variance-based sensitivity index, p ) , is defined as [START_REF] Plischke | Global Sensitivity Measures from given Data[END_REF][START_REF] Sobol | Sensitivity Estimates for Nonlinear Mathematical Models[END_REF]:

p ) = q[r h o |j ) ] q[h o ] . ( 16 
)
where q[h o ] is the variance of the model uncertain OV, and q[rSh o Tj ) U] is the variance of the expected value of h o if the impact from j ) is eliminated, i.e., assuming that j ) is fixed at its "true" value. This first-order index represents the direct contribution of each IV to the variance of OV.

The distribution-based indicator, s ) , is given by [START_REF] Borgonovo | A New Uncertainty Importance Measure[END_REF]:

s ) = 1 2 r[u j ) ], (17) 
where u j ) is defined as: OVs. Applications show that p ) and s ) are in agreement in identifying the less relevant IVs, but discrepancies exist in the ranking of the most relevant ones [START_REF] Borgonovo | A New Uncertainty Importance Measure[END_REF].

u j ) = v wi x y Sz o U * i x y |{ Y z o w z o , (18) 
The Beta measure, | ) , based on the Kolmogorov-Smirnov distance, is computed by averaging the distance between the unconditional and conditional (on a given input) distributions of the output as follows [START_REF] Baucells | Invariant Probabilistic Sensitivity Analysis[END_REF]:

| ) = r[u } ~y∈• € y |+ x y Sz o U * + x y |{ Y z o |]. ( 19 
)
where 19) is the Kolmogorov-Smirnov distance, which is defined as the largest absolute difference between the two CDFs, and has the property to be scale invariant.

+
The main advantage of the Beta measure, | ) , compared to the distribution-based indicator, s ) , is in the use of CDFs rather than density functions. Indeed, CDFs can be defined for all distributions (even if a distribution does not admit a density) and they allow relating the sensitivity measure to, e.g., the probabilities of exceeding a target [START_REF] Baucells | Invariant Probabilistic Sensitivity Analysis[END_REF].

In this work, the three SA indicators have been applied to the same input-output data obtained from system behaviour simulations, so they have been calculated without the need of rerunning the model, avoiding extra computational cost.

Aggregated ranking of sensitivity indicators

The three SA indicators introduced in Section 3.2.2.1 are aggregated for the final ranking of the IVs that affect the OVs. We take as reference the ranking sum aggregation [START_REF] Kukkonen | Ranking-Dominance and Many-Objective Optimization[END_REF] and propose the following method to aggregate the values of the three SA indicators p ) , s ) and | ) in one SA indicator • ) . For each IV, j ) , the aggregated SA indicator • ) is calculated as follows:

1) For each SA indicator, p ) , i.e., p ) , s ) or | ) , rescale its original value to a normalized value 

p ) * = ƒ" Y ∑ ƒ" Y Y ,

Case study and results

Interconnected natural gas distribution network and electric power grid

The case study is taken from [START_REF] Nozick | Assessing the Performance of Interdependent Infrastructures and Optimising Investments[END_REF] and considers two ICIs: a natural gas distribution network and an electric power grid (Figure 5, solid and dash-dotted lines, respectively). The objective is to provide the necessary amount of gas and electricity to the demand nodes. In particular, the gas distribution network supplies gas to two users, C and C … , and to two electric power generators, r and r … , that provide electricity to two users of electricity, † , and † … .

The natural gas distribution network has two suppliers, p and p … , whose outputs are assumed to be equal to 90000 cubic feet, i.e., 90 MCF (1 MCF ≈ 28.32 m 3 ), and 180 MCF, respectively; two buffers In this case study, we consider the same failure scenario as in [START_REF] Nozick | Assessing the Performance of Interdependent Infrastructures and Optimising Investments[END_REF], where the vulnerable elements, which are highlighted in Figure 5, fail due to a disruption event. The uncertainties of IVs, i.e., system design parameters, parameters related to the process temporality, failure magnitudes and recovery rates of the vulnerable elements identified in [START_REF] Nozick | Assessing the Performance of Interdependent Infrastructures and Optimising Investments[END_REF], are considered as described by uniform distributions, for illustration purposes. The ranges of the distributions are reported in Table 1.

Figure 5 Interconnected natural gas-power systems (vulnerable nodes and links are highlighted). For brevity sake, in the following, we discuss only the results related to the total resilience Z . For a perfect fit, the data should fall along a 1:1 line, where the network outputs are equal to the targets, i.e., the original dynamic simulations outputs. In this case, the correlation coefficient -is always higher than 0.98, which indicates that the fit is good for all data sets. Then, once the ANN is trained, it can provide accurate values of total resilience in correspondence of new input data. 

Input variable importance by sensitivity analysis

For each resilience measure, ] , -or Z , 5000 simulations by the ANNs have been carried out to estimate unconditional distributions and 10 6 simulations have been run to estimate conditional distributions for each IV. Then, the first-order variance-based SA indicators of each IV have been calculated according to equation [START_REF] Di Maio | Ensemble-Based Sensitivity Analysis of a Best Estimate Thermal Hydraulics Model: Application to a Passive Containment Cooling System of an AP1000 Nuclear Power Plant[END_REF]. In Table 3, the values of the first-order variance-based sensitivity measure computed for the resilience by mitigation, p ) £ `, resilience by recovery, p ) £ f , and total resilience, p ) £ ¤ , are reported. The most important IVs are those whose SA indicator values are larger than threshold m = 0.05.

The results of the SA first-order indices for the resilience by mitigation, p ) £ `, resilience by recovery, p ) £ f , and total resilience, p ) £ ¤ , are reported in Table 3. It can be seen that during the mitigation phase, the most important IVs identified by the SA for the resilience by mitigation, p ) £ `, computed by employing the SADIM 1, are the response time, [ -, and the failure magnitudes, + • , + ž , and + -, whose values are higher than the threshold value, m, (as shown in Table 3, in bold). The results show which are the components and, consequently, the activities that need to be considered to enhance the resilience in the mitigation phase; specifically, in this case, they are related to the improvement of, e.g., failure detection capabilities that can increase the system response, and the strengthening of the robustness of links † _"" , † oe ' "• ' and † ""-, to reduce the failure magnitudes.

During the recovery phase, the most relevant IVs identified by the SA for the resilience by recovery, p ) £ f , are the failure magnitudes + • , + ž , + … and + -, the time horizon [ \ , and the recovery rate , • , whose values are higher than the threshold value, m, (as shown in Table 3, in bold). Then, in this phase, the most important resilience enhancement activities should focus on the improvement of the emergency preparedness of the users and of the recovery efficiency of link † _"" , † oe ' "• ' and † ""-and suppliers p … .

Regarding the total resilience, the most relevant IVs identified by the SA, p ) £ f , are the failure magnitudes + • , + ž , + -and + … , the response time [ -, the time horizon [ \ and the recovery rate , • , whose values are higher than the threshold value, m, (as shown in Table 3, in bold). It can be seen that the most important IVs are the combination of those variables identified for resilience by mitigation and resilience by recovery. This result is coherent with the meaning of total resilience, which represents the resilience level of the system considering both the failure and recovery stages. The corresponding resilience enhancement activities in two phases can be implemented following the results for resilience by mitigation and those for resilience by recovery, respectively.

Results by SADIM 2

In SADIM 2, the original MPC dynamic model simulations are performed to calculate the values of the resilience measures, i.e., ] , -and Z . However, the number of Monte Carlo simulations for computing the unconditional and conditional distributions of each IV reduces to 100 and 10 4 , respectively, thanks to the use of the ensemble-based approach. In SADIM 2, the first-order variancebased sensitivity index, the distribution-based indicator, and the Beta measure based on Kolmogorov-Smirnov distance, have been calculated, for each IV, according to equations ( 16), [START_REF] Tian | A review of sensitivity analysis methods in building energy analysis[END_REF], and [START_REF] Plischke | Global Sensitivity Measures from given Data[END_REF], respectively, and then have been aggregated, as explained in Section 3.2.2.2.

In Table 4 

Comparison of SADIM approaches

The results given by SADIM 1 (Section 4. 

Ranking of important IVs

The most important IVs and subsystems can be ranked on the basis of the SA indicator values. In 
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For the resilience by mitigation ] , the five most important IVs obtained by SADIM 1 and 2 methods are identical with those obtained by SADIM 3: they are the response time, [ -, and the failure magnitudes + • , + ž , + -and + › , which reflect the importance of protection efforts on links † _"" , † oe ' "• ' , † ""-and † ˜"š .

For the resilience by recovery -, the most important two IVs, obtained by the three SADIM methods, are + • and + ž , related to the failure magnitudes of link † _"" and link † oe ' "• ' . The other three most important IVs are the same for SADIM 1 and SADIM 3 (even if they are in a different order) and they are: time horizon, [ \ , failure magnitude of supplier p … , + … , and failure magnitude of link † ""-, + -.

The approach SADIM 2, instead, identifies also the recovery rate of link † _"" , , • , as important.

If we look through the entire failure-recovery process (i.e., with respect to the total resilience), it can be seen that three IVs, i.e., + The results of SADIM approaches provide different ranking positions of the IVs, which indicate the priorities of the corresponding resilience enhancement activities. In general, topology modification, redundancy allocation of the important elements, failure detection capability are some of the activities that can be implemented to increase the resilience by mitigation. In this specific case, the most important resilience enhancement activities can include the improvement of failure detection capability to reduce the response time and the strengthening of the robustness of links on links † _"" , † oe ' "• ' , † ""- and † ˜"š . Instead, the increase of the recovery efficiency is a typical activity to improve the resilience by recovery by improving the repair rate efficiency of failed elements and/or identifying the best repair sequence (by optimization).

Notice that for the system under analysis, the most important components for resilience are mainly associated with failure magnitudes, response time and time horizon. Indeed, the initial storage of the two buffers and the recovery rates (except for one recovery rate over eight) are not in the ranking of the five most important variables. It is worth mentioning that these results are for the specific system analyzed and cannot be generalized to any interconnected critical infrastructure system.

Computational costs of three SADIM approaches

The three applied SADIM methods can significantly reduce the computational cost, comparing to the conventional method with the original dynamic model and large numbers of simulations in SA. Indeed, to obtain the above results, the traditional SA method requires 2×10 7 simulations, i.e., it takes around 5000 hours, whereas, the SADIM 1 and SADIM 3 methods require 5000 simulations of the original MPC dynamic model, which takes around 13 hours, and the SADIM 2 method needs 10 4 simulations to obtain the SA indicator for each IV, i.e., it takes around 26 hours, the double of time required by SADIM 1 and 3. Notice that the computational cost of SADIM 1 does not depend on the number of system parameters, i.e., it does not increase if the number of IVs increases; on the contrary, the computational cost of SADIM 2 strongly depends on the number of IVs. Then, SADIM 1 and 3 are better than SADIM 2 with the respect to the computational cost.

Effectiveness of three SADIM approaches

The SADIM methods provide the rankings of the most important/critical parameters with respect to system resilience, which can, then, be improved efficiently by taking into account the results given by these methods. In the following, we take into account the results obtained in Section 4.3 in order to improve the system resilience of the ICIs given in Section 4.1; then, the effectiveness of the three SADIM methods are compared.

We consider first an initial configuration (the reference case) of the IVs in which all of them are assumed to take their mean values (see Table 1). Then, we modify these values according to the ranking position of the IVs given by each SADIM method in order to analyze the improvement on the resilience by mitigation, ] , resilience by recovery, -, and total resilience, Z . The original level of an IV increases, e.g., in the case of the recovery rate, or reduces, e.g., in the case of the failure magnitude or response time, by 50% if it ranks first, by 40% if it ranks second, by 30% if it ranks third, by 20% if it ranks forth and by 10% if it ranks fifth.

The values of the resilience measures of the reference case and improved values as guided by three SADIM methods are reported in Table 6. As expected, the resilience measure values, ] , -and Z , increase by applying the resilience strategies identified by the SADIM methods and, in particular, the highest improvement (values in bold in Table 6) are given by SADIM 2 with respect to the resilience by mitigation and by SADIM 1 with respect to the resilience by recovery and total resilience.

Notice that the percentage values adopted to increase the performance of the most important elements have been arbitrarily chosen only for illustration purposes. In real cases, the best strategy for mitigation and/or recovery should be identified for the different types of components. In Figure 7, the evolution in time of the ICIs performance functions, under initial conditions and SADIM-improved conditions, is shown. These curves reflect the characteristics of the failure and recovery processes of the system performance. Due to different recovery start and end instants of the users, the recovery curves of the system performance are not smooth. The slope changes depend on the topological structure of the system, the coefficient values in the dynamic equations and, most importantly, the setting of the system parameters. It can be noticed that all the SADIM methods provide useful indications on the improvement of the system resilience of the considered ICI. In particular, the most significant improvement in the performance function is achieved by implementing the resilience strategy guided by the SADIM 1.

Since SADIM 1 has, also, a relatively low computational cost, it turns out to be the best SADIM method for this application.

Figure 4

 4 Figure 4 Layout of a three-layered, feed-forward Artificial Neural Network.

  where i x y Sz o U is the density function of h o , and i x y |{ Y z o is the conditional probability density function of h o when j ) is a fixed value. The distribution-based SA indicator s ) represents the expected shift in the distribution of h o provoked by j ) . Unlike the first-order variance-based sensitivity index p ) , which considers one moment of the OV distribution, the indicator s ) accounts for the entire distributions of

2 ) 3 )

 23 which is the ratio of the SA indicator value of an IV j ) over the sum of the SA indicator values of all the IVs. This step brings the values of different SA indicators into the range [0,1]. Calculate the sum of the results obtained in step 1), pp ) = p ) * + s ) * + | ) * . Normalize the values of pp ) to the aggregated SA indicator • ) = ƒƒ" Y ∑ ƒƒ" Y Y . This aggregation method considers the direct integration of the results of the different SA indicators, i.e., it calculates the sum of values of SA indicators instead of the sum of ranking, as in the ranking sum aggregation method. The ranking sum aggregation method may lead to practical undesirable situations: indeed, it can lead to multiple IVs occupying the same ranking position. Comparing to the ranking sum aggregation method, the advantage of the proposed aggregation method is that it is able to capture the variability of IVs with respect to different SA indicators, avoiding the situation of multiple IVs in the same ranking position.

(

  gas reservoirs), DS and DS … ; five transporters ‰ , Š, ‹ , and OE ; and two users C and C … , whose demands, C • and C •… , are equal to 100 MCF and 80 MCF, respectively. The electric power network has two converters (electric power generators), r and r … , that transform gas into electricity with a constant coefficient | , where |=10 MWh/MCF, i.e., 1 MCF of natural gas produces 10 MWh of electricity; two transporters, Ž and Ž … ; two users † and † … , whose demands, C • and C •… , are equal to 500 MWh and 400 MWh, respectively.

Figure 6

 6 Figure 6 shows the linear regression between the network outputs (total resilience computed by the ANN model, Z " , on the vertical axis) and the original dynamic model outputs (total resilience, Z ¡¢ , computed by the MPC, on the horizontal axis), with respect to the training, validation, test, and the entire data set. Notice that only the first 50 data are shown in Figure 6, for rendering the Figure visible.

  The computational time required by one simulation of the trained ANN model to calculate the total resilience indicator of one failure scenario is around 2×10 -4 seconds. On the contrary, one simulation of the MPC dynamic model takes 10 seconds.

Figure 6 .

 6 Figure 6. Linear regression between the network outputs (total resilience computed by the ANN model, Z " , on the vertical axis) and the original dynamic model outputs (total resilience, Z ¡¢ , computed by the Model Predictive Control (MPC), on the horizontal axis).

  2.2) and SADIM 2 (Section 4.3) are compared with those obtained by a given data estimation SA method[START_REF] Plischke | Global Sensitivity Measures from given Data[END_REF], (SADIM 3), in Section 4.4.1. Then, considerations about the computational cost and the effectiveness of the three methods are given in Sections 4.4.2 and 4.4.3, respectively. SADIM 3 has been applied by considering 5000 system responses generated by the original dynamic model and Monte Carlo simulation. Further details on the results given by SADIM 3 can be found in[START_REF] Liu | Global Sensitivity Analysis of a Model for the Resilience Analysis of Interconnected Critical Infrastructures (under Review)[END_REF].

Figure 7 .

 7 Figure 7. Comparison of the evolution in time of the performance functions of the case study illustrated in Section 4.1 under the initial condition (reference case) and SADIM-improved conditions.

  x y Sz o U is the cumulative distribution function (CDF) of h o and + x y |{ Y z o is the conditional CDF of h o when j ) is a fixed value. The metric u } ~y∈• € y |+ x y Sz o U * + x y |{ Y z o | in Eq. (

TABLE 2

 2 Number of hidden nodes of the ANN models and Root Mean Square Error (RMSE) of the training, validation and test data sets for resilience by mitigation ] , resilience by recovery, -, and total resilience, Z .

	Hidden nodes	] 30	-29	Z 28
	RMSE Training	0.0184	0.0406	0.0377
	RMSE Validation	0.0249	0.0524	0.0464
	RMSE Test	0.0286	0.0532	0.0492

TABLE 3

 3 

	SA indicators (first order-indices) of IV for resilience by mitigation, p ) £ `, resilience by recovery, p ) £ f , and total resilience, p ) £ ¤ , computed by means of SADIM 1 approach. The values higher than the threshold value m are in bold.
			SADIM 1	
	IV [ -[ \ •• ' ZNO •• ' ZNO + + … + • + -+ ™ + › + ž + Ÿ , , … , • , -, ™ , › , ž , Ÿ	p ) £ ` 0.1667 0.0344 0.0344 0.0344 0.0344 0.0344 0.1377 0.0523 0.0372 0.0441 0.0785 0.0358 0.0344 0.0344 0.0344 0.0344 0.0344 0.0344 0.0344 0.0344	p ) £ f 0.0496 0.0661 0.0297 0.0319 0.0385 0.0705 0.1355 0.0661 0.0319 0.0319 0.0826 0.0286 0.0330 0.0474 0.0595 0.0463 0.0319 0.0319 0.0374 0.0496	p ) £ ¤ 0.0565 0.0519 0.0336 0.0351 0.0397 0.0611 0.1481 0.0641 0.0351 0.0366 0.0855 0.0336 0.0366 0.0427 0.0534 0.0641 0.0351 0.0351 0.0382 0.0336

  , the values of the ensemble-based sensitivity measure computed for the resilience by

	mitigation, • ) £ `, resilience by recovery, • ) £ f , and total resilience, • ) £ ¤ , are reported. The relevant IVs are those whose SA indicator values are larger than the threshold m = 0.05.

TABLE 4

 4 Ensemble-based SA indicators of the IVs for resilience by mitigation, • ) £ `, resilience by recovery, identified by employing the SADIM 2, are the response time [ -, and the failure magnitudes + • and + ž , whose values are higher than the threshold value, m, (as shown in Table4, in bold). Therefore, the most important resilience enhancement activities include, e.g., the improvement of failure detection capability to reduce the response time and the strengthening of the robustness of links † _"" and † oe ' "• ' .During the recovery phase, the most important IVs identified by the SA for the resilience by recovery, • ) £ f , identified by employing the SADIM 2, are the failure magnitudes + • , + ž , + … and + -, the recovery rate , • , the time horizon [ \ , and the response time [ -, whose values are higher than the threshold value, m, (as shown in Table4, in bold). Then, the important resilience enhancement activities should focus on the improvement of the failure detection capability, the emergency preparedness of the users and the recovery efficiency of links † _"" , † oe ' "• ' , and † ""-, and suppliers p … .Regarding the total resilience, the most relevant IVs identified by the SA, • ) £ ¤ , are the failure magnitudes + • , + ž , + … and + -, the recovery rate , • , and the response time [ -, whose values are higher than the threshold value, m, (as shown in Table4, in bold).The most important IVs are the combination of those variables identified for resilience by mitigation and resilience by recovery, except for the time horizon [ \ , whose value is equal to 0.0469. The corresponding resilience enhancement activities can be implemented in the mitigation and recovery phases according to the individual results for resilience by mitigation and resilience by recovery, respectively.

	• ) £ f , and total resilience, • ) £ ¤ , computed by means of SADIM 2 approach. The values higher than the threshold value m are in bold.
			SADIM 2	
	IV [ -[ \ •• ' ZNO •• ' ZNO + + … + • + -+ ™ + › + ž + Ÿ , , … , • , -, ™ , › , ž , Ÿ	• ) £ ` 0.2662 0.0303 0.0293 0.0310 0.0295 0.0295 0.1452 0.0400 0.0320 0.0384 0.0603 0.0298 0.0292 0.0292 0.0299 0.0293 0.0303 0.0308 0.0303 0.0294	• ) £ f 0.0508 0.0641 0.0320 0.0337 0.0350 0.0630 0.1754 0.0530 0.0324 0.0329 0.0764 0.0309 0.0346 0.0417 0.0714 0.0411 0.0320 0.0320 0.0357 0.0320	• ) £ ¤ 0.0580 0.0496 0.0300 0.0326 0.0374 0.0577 0.2215 0.0549 0.0308 0.0313 0.0686 0.0298 0.0343 0.0402 0.0595 0.0382 0.0303 0.0299 0.0356 0.0297
	During the mitigation phase, the most important IVs identified by the SA for the resilience by
	mitigation, • ) £ `,			

Table 5 ,

 5 the five most important IVs, i.e., those with larger SA indicator values, identified by the three SADIM approaches, are given with respect to the three resilience measures (resilience by mitigation,

] , resilience by recovery, -, and total resilience, Z ).

TABLE 5

 5 Rankings of the five most important IVs given by SADIM 1, SADIM 2 and SADIM 3 approaches for resilience by mitigation ] , resilience by recovery, -, and total resilience, Z

  • , + ž , and + … , have been identified as critical by all the three SADIM methods, and, specifically, + • and + ž , are the most critical. The other IVs that appear in the top five by at least one SADIM method are: + -, , • , [ -, [ \ . The importance of + -is supported by SADIM 1 and 3;

the criticality of the response time, [ -is highlighted by SADIM 1 and 2; whereas the importance of the recovery rate, , • , and the time horizon, [ \ , is supported by only one method, i.e., SADIM 2 and SADIM 3, respectively.

TABLE 6

 6 Values of resilience measures (resilience by mitigation, ] , resilience by recovery, -, and total resilience, Z ) under the initial condition (reference case) and the SADIM-improved conditions.

	Initial conditions (reference case)	] 0.6735	-0.7482	-0.7343
	SADIM 1-improved conditions	0.7258	0.8418	0.8243
	SADIM 2-improved conditions	0.7733	0.7993	0.7962
	SADIM 3-improved conditions	0.6943	0.8363	0.8119
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Conclusion

In this work, we have developed sensitivity analysis-driven importance measure (SADIM) approaches to identify the most influential system parameters and most critical subsystems with respect to system resilience, within a control-based modelling framework. Three resilience measures have been considered to assess the system resilience of ICIs, i.e., 1) resilience by mitigation ] , which represents the capacity of resistance of ICIs during the failure phase of the system, 2) resilience by recovery -, which measures the capacity of restoration of ICIs during the recovery phase, 3) total resilience Z , which evaluates the overall resilience performance of ICIs during the failure and recovery phases.

Due to the long simulation time needed to evaluate the dynamic model and the large number of iterations required by the SA, the computational cost of SADIM for large-scaled ICIs is very expensive.

To address this issue, we have proposed two approaches and applied them to a case study of interest.

The first one, i.e., SADIM 1, consists in employing fast-running ANN models to replace the longrunning dynamic model. The second approach, i.e., SADIM 2, aims at reducing the number of simulations required for SA. It adopts an ensemble-based method that aggregates three different SA indicators, which can be calculated by employing a smaller number of simulations. This approach uses the original, costly, dynamic model but reduces the number of simulations for SA.

We have applied the proposed SADIM approaches (SADIM 1 and 2) and a given data estimation SA approach (SADIM 3) to a case study concerning a gas supply system and a power grid. The computational cost and the effectiveness of the SADIM methods have been compared:

With respect to the computational cost, both the proposed SADIM methods can largely reduce the computational burden of the conventional SA method. SADIM 1 is faster than SADIM 2, but slower than SADIM 3, due to the training of the ANN models.

With respect to effectiveness, the results obtained from SADIM 1 lead to a larger improvement of system resilience than those provided by SADIM 2 and SADIM 3.

For the case study considered, SADIM 1, which integrates the used of ANN estimation in the standard process of SA, has turned out to be the best SADIM method. To generalize this finding to other systems, more ICIs should be analyzed and, in addition, the uncertainty introduced by the use of ANNs should be addressed.

With the capability of the proposed SADIM approaches, one direction of future work is the optimization of the resilience improvement strategies for ICIs on the basis the results of SADIM.