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In the recent years, there has been an increasing academic and industrial interest for analyzing the electrical consumption of commercial buildings.

Whilst having similarities with the Non Intrusive Load Monitoring (NILM) tasks for residential buildings, the nature of the signals that are collected from large commercial buildings introduces additional difficulties to the NILM research causing existing NILM approaches to fail. On the other hand, the amount of publicly available datasets collected from commercial buildings is very limited, which makes the NILM research even more challenging for this type of large buildings. In this study, we aim at addressing these issues.

We first present an extensive statistical analysis of both commercial and residential measurements from public and private datasets and show important differences. Secondly, we develop an algorithm for generating synthetic current waveforms. We then demonstrate using real measurement and quantitative metrics that both our device model and our simulations are realistic and can be used to evaluate NILM algorithms. Finally, to encourage research on commercial buildings we release a synthesized dataset.

Introduction

With the increasing awareness about the problem of climate change and the increasing level of energy consumption, a need for energy efficiency has emerged. At the Paris conference of the parties (COP21) [START_REF] Protocol | Report of the conference of the parties, in: United Nations Framework Convention on Climate Change (UNFCCC)[END_REF], many countries have recognized energy efficiency as the basis of energy transition.

An important step towards energy efficiency is based on reducing the energy consumption in residential and commercial buildings. To this end, one needs to measure and analyze the power consumption profiles of the devices that are installed in the buildings. In this context, depending on the particular application, one can be interested in either the estimation of the total energy consumed by devices in a certain period, the operational schedule of a particular device, the power consumption profile at a certain time-step or the estimation of electrical reliability.

There are two main research directions for electrical load monitoring: (i) full sub-metering and (ii) non-intrusive load monitoring (NILM). The former requires installing a sub-meter on each electrical device plugged into the network. While being accurate, this approach has important financial and computational limitations since it requires an excessive amount of measurement devices. On the contrary, the latter, the main subject of this study, involves only one sensor per building, installed at the entrance of the electri-cal network and therefore has a much less demanding data collection process.

However, since the measured signals contain information coming from all the devices, NILM requires accurate energy disaggregation algorithms for estimating the electrical consumption of each device.

The majority of the current NILM literature has been focused on residential buildings using low frequency (< 50 or 60 Hz) power data obtained by smart meters. Recently, there has been an increasing academic and industrial interest in applying NILM to commercial buildings. These buildings include large offices, warehouses, retails or shopping malls, and as also pointed out in [START_REF] Batra | A comparison of non-intrusive load monitoring methods for commercial and residential buildings[END_REF], have fundamentally different characteristics than those of residential buildings. On top of this, the use of high frequency measures (such as current waveforms) has been enabled by the development of low cost meters [START_REF] Quintana | Demo: Design and implementation of a low-cost arduino-based high-frequency ac waveform meter board for the raspberry pi[END_REF] and can significantly change the classic power based NILM approaches.

An important limitation for developing disaggregation algorithms for commercial buildings is the lack of publicly available datasets that contain detailed measurements of individual devices collected from commercial buildings. Unfortunately, collecting such data turns out to be a very challenging and expensive task since it requires installing sensors on each device in a large building, and the quality of these measurements is difficult to be maintained during a long period. To the best of our knowledge, there is only one public dataset that is collected from a commercial building, namely the COMBED dataset [START_REF] Batra | A comparison of non-intrusive load monitoring methods for commercial and residential buildings[END_REF]. This dataset contains the power consumption measurements of two buildings (an academic and a library blocks) and is sampled at 1/30 Hz.

Even though it is a first step towards energy disaggregation in commercial buildings, the dataset does not include high frequency data (current or voltage) and the equipments are not fully sub-metered. As a consequence of the lack of data, developing supervised machine learning algorithms for NILM becomes even more challenging. Unsupervised algorithms require less data to be developed but still need data of good quality for evaluation purposes.

In this paper, we propose a comprehensive framework for energy disaggregation in commercial buildings. We aim at circumventing the issues caused by the lack of knowledge and data available. We first perform a statistical analysis on public residential datasets and compare them to a private dataset that is collected from real commercial buildings in France, in order to have a better understanding of the differences between the two kinds of buildings. In the light of the results obtained from our analyses and by making use of both the publicly available datasets and the private dataset, we develop a synthetic data generation algorithm that is able to produce realistic high frequency current waveforms. We then conduct various experiments for evaluating the quality of both our device models and building simulations.

To finally foster the NILM research for commercial buildings, we release a synthetic dataset, called SHED1 , that is generated by our algorithm.

Related work

NILM formalism for residential building has first been introduced in two papers by Hart and Sultanem [START_REF] Hart | Nonintrusive appliance load monitoring[END_REF][START_REF] Sultanem | Using appliance signatures for monitoring residential loads at meter panel level[END_REF]. Hart studied electrical devices from a low frequency power consumption point of view and classified them as:

(i) on/off or constant device, (ii) multi-state and (iii) continuously varying.

Sultanem worked on high frequency current measurements and introduced the notion of harmonic content to cluster devices into category such as: (i) resistive, (ii) motor-driven, (iii) electronically-fed or (iv) fluorescent lighting.

Following these first papers, many NILM algorithms have been developed for residential buildings. They all share the same major features: (i) a power disaggregation step and (ii) a load classification step. In this context, they can be classified into two categories. The first category, 'event-based disaggregation' techniques, aims at detecting certain events (e.g. on/off transition, change of state) and then assign the detected events to different electrical devices [START_REF] Hart | Nonintrusive appliance load monitoring[END_REF][START_REF] Laughman | Armstrong, Power signature analysis[END_REF][START_REF] Girmay | Simple event detection and disaggregation approach for residential energy estimation[END_REF][START_REF] Barsim | Toward a semi-supervised non-intrusive load monitoring system for event-based energy disaggregation[END_REF]. It relies on two assumptions: (i) 'one at time', at most one device changes of state at each instant, and (ii) 'constant load', the consumption remains constant between two events. The second category, 'source separation' techniques, assumes that the measured signal is a mixture of unknown source signals that correspond to different devices. The goal is then to recover the source signals from the mixture signal. Most of the proposed methods use low frequency power measurements [START_REF] Kolter | Approximate inference in additive factorial hmms with application to energy disaggregation[END_REF][START_REF] Kolter | Energy disaggregation via discriminative sparse coding[END_REF][START_REF] Rahimpour | Non-intrusive energy disaggregation using non-negative matrix factorization with sum-to-k constraint[END_REF] whereas Lange and Berges are using source separation on high frequency current measures [START_REF] Lange | Bolt: Energy disaggregation by online binary matrix factorization of current waveforms[END_REF].

NILM for commercial buildings started with Norford and Leeb's work [START_REF] Norford | Non-intrusive electrical load monitoring in commercial buildings based on steady-state and transient load-detection algorithms[END_REF].

They identified three main challenges for tackling commercial buildings: (i) load detection; due to the recurrence of overlapping events (switching on or off) (ii) load estimation; due to variations in load for several devices and (iii) load identification; due to similarity in low frequency features for different devices. Batra et al. also pointed out that the hypotheses made by existing 'event-based' NILM approaches do not hold in this context and showed that NILM algorithms developed for residential buildings fail when applied to commercial buildings [START_REF] Batra | A comparison of non-intrusive load monitoring methods for commercial and residential buildings[END_REF]. To overcome low frequency data limitations, Lee et al. used current harmonic content to separate variable speed drives from aggregate data in commercial buildings [START_REF] Lee | Estimation of variable-speed-drive power consumption from harmonic content[END_REF]. As underlined by Zeifman and Roth [START_REF] Zeifman | Nonintrusive appliance load monitoring: Review and outlook[END_REF], there is a large agreement that raising the sampling frequency also increases the probability of getting accurate estimation of individual consumption [START_REF] Dong | Fundamental limits of nonintrusive load monitoring[END_REF]. Since in commercial buildings we are facing a larger number of devices, high frequency measurements can also help in the disaggregation task.

Substantial efforts have been made to model electrical devices consumption and simulate datasets in order to evaluate NILM algorithms. In [START_REF] Fischer | Model for electric load profiles with high time resolution for german households[END_REF], they use "on/off" models with a probability of a device to be switched on depending on the time of the day. Other approaches [START_REF] Buneeva | Ambal: Realistic load signature generation for load disaggregation performance evaluation[END_REF][START_REF] Barker | Empirical characterization and modeling of electrical loads in smart homes[END_REF] define more complicated models that can take into account uniform randomness during operation time, multi-state devices or exponentially decaying load curves.

Even though these models are efficient for electrical devices in residential buildings, they lack of complexity to be used in commercial settings which contains smoothly varying devices and need high frequency measurements.

It is worth mentioning that high frequency current measures have been studied in several papers [START_REF] Sultanem | Using appliance signatures for monitoring residential loads at meter panel level[END_REF][START_REF] Lee | Exploration on load signatures[END_REF][START_REF] Liang | Load signature studypart i: Basic concept, structure, and methodology[END_REF]. Lam et al. used high frequency current/voltage trajectories to classify electrical devices [22]. Public datasets of high frequency current measurements of residential equipments has also been released [START_REF] Gao | Plaid: a public dataset of highresoultion electrical appliance measurements for load identification research: demo abstract[END_REF][START_REF] Picon | Cooll: Controlled on/off loads library, a public dataset of high-sampled electrical signals for appliance identification[END_REF].

Finally, Liang et al. [START_REF] Liang | Load signature studypart i: Basic concept, structure, and methodology[END_REF] developed a simulator for high frequency current measures but without considering long term modeling of current dynamics.

Statistical Analysis of Residential and Commercial NILM Datasets

Datasets

In most commercial or residential buildings, the electric power is delivered as alternating current (AC) (sinusoidal voltage) and distributed with 1, 2 or 3 phase lines, corresponding to fix voltage phases difference. The different quantities that can be measured by the sensors are energy per period (kWh), instantaneous or average real power in watt (W) or current and voltage in ampere (A) and volt (V). These quantities are related to the notion of sampling frequency. A common definition in the literature is to consider as high frequency (HF) a measurement occurring multiple times within an electrical period (defined by the fundamental frequency of the voltage) and as low frequency (LF) a measurement that occurs at a lower frequency than the fundamental. HF measurements generally correspond to current and voltage whereas LF measurements correspond to power or energy. In this section, our goal is to compare residential to commercial buildings from a statistical point of view at both high and low frequency (at least 1/30 Hz). The public datasets used for this study range from low frequency [START_REF] Batra | A comparison of non-intrusive load monitoring methods for commercial and residential buildings[END_REF][START_REF] Kelly | The UK-DALE dataset, domestic appliancelevel electricity demand and whole-house demand from five UK homes[END_REF][START_REF] Kolter | Redd: A public data set for energy dis-aggregation research[END_REF][START_REF] Beckel | The eco data set and the performance of non-intrusive load monitoring algorithms[END_REF][START_REF] Batra | It's different: Insights into home energy consumption in india[END_REF][START_REF] Murray | An electrical load measurements dataset of united kingdom households from a two-year longitudinal study[END_REF][START_REF] Makonin | Rae: The rainforest automation energy dataset for smart grid meter data analysis[END_REF] to high frequency sampling [START_REF] Filip | Blued: A fully labeled public dataset for event-based nonintrusive load monitoring research[END_REF][START_REF] Kelly | The UK-DALE dataset, domestic appliancelevel electricity demand and whole-house demand from five UK homes[END_REF][START_REF] Kolter | Redd: A public data set for energy dis-aggregation research[END_REF] and correspond to measurements of individual houses (except for one which comes from an university building [START_REF] Batra | A comparison of non-intrusive load monitoring methods for commercial and residential buildings[END_REF]). From each dataset we have selected houses or buildings whose measurements last longer than a week. In addition to public data, two private datasets are used. It consists of both low frequency total power data (named SILF) and high frequency total current measurements (named SIHF) from 7 commercial buildings. All those datasets are shown in Table 1.

Physical preliminaries

Before getting to the statistical analysis, we shall introduce some notations and recall the relation between physical quantities. The digitized voltage and current waveforms are denoted: u (n, t) and i (n, t), where t = 1, . . . , T is the voltage period index, T denotes the total number of voltage periods, and n is the sampling index within a voltage period. The number of samples within a period of the voltage sine wave is supposed to be constant and is noted N . This segmentation according to the voltage period enables us to have a matrix representation of both current and voltage. The mean active power (or mean power consumption or load curve) for a voltage period is then given by:

p(t) = 1 N N n=1 u(n, t) i(n, t). (1) 
It is possible to down-sample or aggregate this signal by averaging several consecutive periods (in order to have a sample every 30 seconds for instance).

For the sake of clarity, the same index t is kept regardless of the sampling frequency.

Power measurements (low frequency)

In order to discriminate residential buildings from commercial buildings, we are particularly interested in state change events, switching on/off events or continuous variations of electrical devices present in the building. These events result in total current signal variations and therefore, due to equation [START_REF] Protocol | Report of the conference of the parties, in: United Nations Framework Convention on Climate Change (UNFCCC)[END_REF], in a time-varying power consumption. In this section, we used all the Figure 1: Estimation of the 1 day lag autocorrelation for the power derivatives at different re-sampling frequencies for all the datasets (see Table 1)

power and current datasets presented in Table 1. Power values have been calculated according to (1) for current datasets. Power time series exhibit a strong temporal structure, characterized by high first-order autocorrelation (0.92 and 0.99 in average for respectively residential and commercial buildings at 1/30 Hz). This can be explained by the fact that, when a device is switched on it often remains active for several periods. This motivates us to study the power derivative rather than the power consumption:

p (t) = p (t) -p (t -1) , (2) 
and to characterize its structure at different time scale. To enable the comparison between buildings, the power derivative is normalized so that the mean is zero and the standard deviation is one.

One important structure in time series is the seasonality. It is a weak assumption to state that the power consumption and thus its derivative can show daily seasonality due to the habits of the people and time-scheduled equipments. The serial autocorrelation with a lag of 1 day of the power derivative is presented in Figure 1. It first shows that the derivative of hourly aggregated power discriminates the two kinds of buildings, since the seasonal effect is higher for the commercial ones than for the residential ones (0.65 vs 0.18 in average). This can be interpreted by the fact that the consumption patterns are more periodical in commercial buildings than in residential:

(i) many equipments are programmed and have recurrent patterns, (ii) the average behavior of occupants is more recurrent than individual behaviors.

Figure 1 also shows that the seasonal effect is more intense at higher time scale.

At a 1/30 Hz sampling frequency, the power derivative has almost no temporal structure (zero first-order autocorrelation) and can thus be studied as realizations of independent and identically distributed random variables.

It can be observed in Figure 2 that the distribution of the power derivative for a residential building can be more peaky around zero and has a heavier tail than the one of a commercial building. Additionally, 3 statistics that accurately reflect the difference in distributions are presented: (i) the kurtosis, (ii) the entropy and (iii) the scale parameter of Laplace distribution.

Firstly, the kurtosis is based on a scaled version of the fourth moment of a distribution:

Kurt[X] = E (X -E [X]) 4 E (X -E [X]) 2 2 , ( 3 
)
where E is the mathematical expectation and X a random variable. It can Figure 2: Distribution of derivative power @ 1/30Hz for all the datasets (see Table 1)

be noted here that the kurtosis has often been used as a measure of impulsiveness: impulsive signals typically have a high kurtosis value [START_REF] Liang | The statistical meaning of kurtosis and its new application to identification of persons based on seismic signals[END_REF]. Figure 3 shows a clear difference in kurtosis for the two types of building. 1)

probability density:

H[X] = E [-ln(P (X))] , (4) 
Figure 3 shows that entropy values are higher for commercial buildings. This results from the fact that commercial datasets contain more devices and thus more information, which is more complex to encode. This can also come from the fact that there are much more devices with varying power in commercial buildings than in residential ones.

Finally, Laplace distribution is a high kurtosis distribution that has two parameters: a location (µ) and a scale (b). The location parameter equals the mean of the distribution and is of less interest because it is 0 for our normalized power derivatives. In order to compare the datasets, we estimate the scale parameter considering the distributions as Laplace and then compare the estimated parameters. A maximum likelihood estimator of the scale parameter is given by: b

= 1 N N n=1 |x i -µ|, (5) 
As shown in Figure 3, the estimated scale parameters are higher for commercial buildings. We can finally remark that these 3 criteria promote sparseness in the data. 2

Current measurements (high frequency)

In buildings the voltage can be considered as pure sine wave. In frequency domain this is characterized by a signal with energy only on the fundamental frequency and no energy on harmonic frequencies. On the contrary, the current signal shows relatively important energies on harmonic frequencies due to non linear devices present on the network. This property can be measured with the total harmonic distortion (THD). It is based on the coefficients of the discrete Fourier transform (DFT) of the current signal. The DFT and the THD are computed for every period:

THD(t) = 100 × N h=2 I(h, t) 2 N h=1 I(h, t) 2 , (6) 
where I(h, t) is the h th coefficient of the DFT of i(., t). Figure 4 shows lower values for commercial buildings that may be explained by an important proportion of linear induction motors (heating, ventilation or air conditioning)

Figure 4: Total Harmonic Distortion of current signals for all the "current" datasets (see data column in Table 1)

which do not have harmonics energy.

A High Frequency Current Waveforms Model

In this section, we develop a physically-inspired data model that will enable us to reproduce the behaviour of the electrical network of a building in a bottom up procedure. It is based on a building model, category models and individual devices models.

The building model

The model that we put forward in this section relies on several hypotheses.

First, all the electrical devices are supposed to be plugged in parallel on the network: the current waves observed on the root node of the network are then the sum of the currents of all devices. This is a direct application of the Kirchoff's current law. Then, the electrical network is supposed to be in ideal conditions: the voltage is considered to be identical on each node of the network and independent from the current. Moreover, in the following, all current signals of devices are supposed to be independent. This assumption holds only if the voltage signal is purely periodic since the current waveform depends on the voltage waveform for most devices: ∀t, u (n, t) = u 0 (n).

Finally, for the sake of simplicity, only single-phase electrical networks are considered here, but three-phase networks can be simulated in a similar fashion.

These assumptions lead us to the following model for total current:

i (n, t) = c∈C i c (n, t) + (n, t) (7) 
where i is the total current measured at the root node of the network, i c is the current signal of a category c of appliances, C is the ensemble of category indices, and (n, t) is a zero-mean Gaussian noise.

The category model

Since the number of identical equipments can be high in large buildings (e.g. corridors light bulb, computers or resistive heaters), it is often more important to evaluate a whole category consumption instead of each single device consumption (especially for specific NILM applications such as energy management). We then define herein a category as the aggregation of one to many similar equipments as follows:

i c (n, t) = d∈Dc i c,d (n, t) (8) 
where i c,d is the current of device d belonging to category c. D c corresponds to the set of devices belonging to category c.

The device model

Finally, the current of a particular device is modeled using a factorizationbased approach, given as follows:

i c,d (n, t) = s c,d (n) a c,d (t) (9) 
where s c,d and a c,d are respectively called the current waveform signature and the activation of device d of category c. The waveform signature corresponds to a fixed pattern that describes the typical current response to the voltage.

The activation is a nonnegative magnitude and its nature depends on the type of devices (0 / 1 function or continuously varying). As it will be demonstrated in Section 4.5, we extend our model for more complex devices by enabling the use of more than one signature in the factorization:

i c,d (n, t) = K c,d k=1 s c,d (n, k) a c,d (k, t) (10) 
K c,d is the number of signatures and activations used to model device d.

The number of components used in the model (K c,d ) and the nature of the activations (a c,d ) enable us to classify the devices into 4 main classes, as shown in Table 2. In the literature [START_REF] Hart | Nonintrusive appliance load monitoring[END_REF][START_REF] Klemenjak | Non-intrusive load monitoring: A review and outlook[END_REF], the common devices' taxonomy includes only 3 classes: (i) on/off or constant device, (ii) multi-state and (iii) continuously varying. This approach is based on low frequency features of load curves whereas we take high frequency characteristics into account. We can see in Table 2, that the main difference is that the original continuously varying class has been divided into two classes depending on the number of To fix the inherent ambiguity of the multiplicative model of ( 10), we normalize the signatures such that:

∀ c, d, k 1 N N n=1 s c,d (n, k). u 0 (n) = 1 (11)
It has the double advantage to fix the multiplicative ambiguity and to directly link the activations to the consumed power. Indeed, the power consumption of device d is given by:

p c,d (t) = 1 N N n=1 i c,d (n, t). u 0 (n) = K c,d k=1 a c,d (k, t) 1 N N n=1 s c,d (n, k). u 0 (n) = K c,d k=1 a c,d (k, t) (12) 
We can notice that in the case of a device with a single component (K c,d = 1), the activation becomes the power consumption. Otherwise, the power equals the sum of the activations of each component.

The overall model

Combining the individual models ( 7), ( 8) and [START_REF] Kolter | Energy disaggregation via discriminative sparse coding[END_REF] gives the model for the total current:

i (n, t) = c∈C d∈Dc K c,d k=1 s c,d (n, k) a c,d (k, t) + (n, t) . ( 13 
)
Finally, taking into account equations ( 1) and ( 12), we obtain the following formula for the power per category:

p c (t) = d∈Dc K c,d k=1 a c,d (k, t) . ( 14 
)

Device model evaluation

We have seen that our model for current waveforms is based on real signatures and on nonnegative activations. In this context, we propose to apply the semi non-negative matrix factorization (SNMF) algorithm developed by Ding et al. [START_REF] Ding | Convex and semi-nonnegative matrix factorizations[END_REF] to estimate signatures and activations from individual equipment measurements and then evaluate the goodness of fit of our model.

The SNMF model applied to NILM settings consists in solving the following optimization problem [START_REF] Ding | Convex and semi-nonnegative matrix factorizations[END_REF]:

min S,A I -SA T 2 Fro , such that A ≥ 0 ( 15 
)
where I ∈ R N ×T is the current observation matrix of a device d in category c

(we have dropped the device and category subscripts for the sake of clarity), S ∈ R N ×K is the signature matrix, A ∈ R K×T + is the activation matrix, and M Fro denotes the Frobenius norm.

We now define the Signal to Noise Ratio (SNR) which is a metric for measuring the goodness of fit of our model on real datasets:

SNR = 10 × log 10    n,t î(n, t) 2 n,t i (n, t) -î(n, t) 2    , (16) 
where î(n, t) = K k=1 ŝ (n, k) â (k, t) is the model reconstruction using the estimated signatures (ŝ) and activations (â).

The efficiency of our device model is evaluated using two high frequency public datasets which correspond to a few seconds of high frequency current measurements following the switching ON of a device [START_REF] Gao | Plaid: a public dataset of highresoultion electrical appliance measurements for load identification research: demo abstract[END_REF][START_REF] Picon | Cooll: Controlled on/off loads library, a public dataset of high-sampled electrical signals for appliance identification[END_REF] and a third private dataset which corresponds to high frequency current measurements over several days for devices in commercial buildings.

Figure 5 shows that for several device categories only one component (K = 1) results in very high values of the SNR, which means a good data reconstruction. For more complex devices, Figure 5 also shows the required number of components to reach a SNR value of at least 50 dB (excellent reconstruction). Figure 6 illustrates the factorizations learned on the four kinds of devices as presented in Table 2. This experiment demonstrates the capacity of our model to catch the features of real current measurements. It also validates our choice to separate simple (K = 1) from complex (K > 1) devices in our models. It can be noticed that complex devices are for the majority found in commercial buildings and not in residential ones (e.g. air handling unit, lift, split, inverter). 

A Generative Procedure for Dataset Simulations

In order to be able to simulate new datasets, we need to solve two more problems. First of all, the SNMF model used to estimate factors (signatures and activations) is analytical and do not provide any generating procedure to simulate new data. Secondly, the lack of publicly available high frequency datasets of individual equipments makes it difficult to learn both signature and activations on the same dataset. To circumvent these issues, we first propose separate generative models for signatures and activations. Then, we estimate their parameters and simulate new data independently for signatures and activations using different datasets: (i) short high frequency current measurements for signatures [START_REF] Gao | Plaid: a public dataset of highresoultion electrical appliance measurements for load identification research: demo abstract[END_REF][START_REF] Picon | Cooll: Controlled on/off loads library, a public dataset of high-sampled electrical signals for appliance identification[END_REF] and (ii) long low frequency power measurements for activations ( [START_REF] Reinhardt | On the accuracy of appliance identification based on distributed load metering data[END_REF] and our private dataset). 

Signature Sampling Algorithm

As for the signatures, we use a Gaussian distribution whose mean is given by the templates learned on high frequency current datasets as it is done in Section 4.5 with the SNMF algorithm:

s new (n, k) ∼ N (ŝ(n, k), σ 2 ) ( 17 
)
where ŝ(n, k) is the template learned and σ is an hyperparameter. Figure 6 shows four examples of learned signatures.

Activation Sampling Algorithm

We describe here two different algorithms to simulate the activations: one for simple activations (on/off) and one for complex activations (continuously varying devices).

Simple activations

As mentioned in Section 2, a key feature of the activations is their temporal structure. Dinesh et al. [START_REF] Dinesh | Incorporating time-of-day usage patterns into non-intrusive load monitoring[END_REF] introduced a time-of-day usage pattern for a device defined by the probability of being activated at different periods of the day. These 'periods of the day' are defined as subsets of a partition of the time. In this study, we follow a similar procedure and partition the time in hours. For instance, one subset (a period of the day noted S τ ) may correspond to the slot 10 am to 11 am for every day. The total number of subsets is hence 24. We extend Dinesh's approach by providing a generative model for on/off device activations. We are considering here 0 or 1 activations and use a deterministic switching mode 2-state Markov chain to model the device's activation where the transition probability is defined as:

∀τ, ∀t ∈ S τ , ∀i, j ∈ {0, 1} 2 P [a(t) = i| a(t -1) = j] = γ τ (i, j), ( 18 
)
where t is the time index, S τ is a period of the day and γ τ the transition matrix for period of the day S τ . This model enables us, first, to infer the transition probabilities depending on the period of the day from databases and, second, to generate new activations. Using maximum likelihood inference, the γ parameter is estimated by the following equation:

γτ (i, j) = t∈Sτ 1 (a(t)=i,a(t-1)=j) #S τ , (19) 
where #S τ is the size of subset S τ . Intuitively, this estimation corresponds to counting the number of ON-to-OFF and OFF-to-ON events occurring during the period of the day S τ . We are using a public dataset gathering power measurements for individual devices for several days to estimate the parameters [START_REF] Reinhardt | On the accuracy of appliance identification based on distributed load metering data[END_REF]. Firstly, we transform the power time series into on/off time series using a simple thresholding mechanism: x(t) = 1 (x(t)>20) . Secondly, we estimate the model parameters using [START_REF] Barker | Empirical characterization and modeling of electrical loads in smart homes[END_REF]. Finally, the learned parameters are used to generate new data:

a new (t) ∼ Ber(γ τ (1, a new (t -1))) ( 20 
)
where Ber is the Bernoulli distribution.

Figure 7 shows two examples of simple activations data and the learned activations parameters. The learned activations show that the probability of switching ON is highest at 8 am and 7 pm for the TV. It also shows that for the coffee maker, the probability of switching ON is quite high all day long and that once ON it immediately switches OFF.

Complex activations

In this part, we are considering generating activations by learning 'activation templates' on a private dataset due to the lack of public dataset for or depend on building occupancy (computers), we distinguish the week days and the days off. In this part the partition of the time is made with period of 30 seconds. The total number of subsets is then 5760 (2880 periods of 30 seconds per week days and days off). In order to compute such templates, we simply average the power consumptions of individual devices over several weeks of data per period of the day: The learned templates are illustrated in Figure 8. We can observe that IT devices are switched off during day off and have smooth load curves whereas the heat pump has a more noisy consumption.

â(τ ) = t∈Sτ p(t) #S τ (21) 
To generate new data, we multiply a positive noise with the templates to take the day to day variability into account:

∀τ, ∀t ∈ S τ a new (t) = â(τ ) × exp( (t)), (22) 
where follows an ARMA(p,q) process [START_REF] Box | Time series analysis: forecasting and control[END_REF]. An ARMA process is a linear time serie model involving lagged values of itself and of a white noise. It is well used in time series modeling because of its stationary property and its ability to model autocorrelation at different lags. We used it to add smooth variations to the templates from one day to another.

In Section 4.3, we defined two kinds of devices with complex activations:

(i) single signature or (ii) multiple signatures. While the former has just been addressed, we need to find a generative process for the latter. The proposed generative method uses the same process as before and considers a random 

∀τ, ∀t ∈ S τ a new (k, t) = â(τ ) × exp( (t)) × δ(k), (23) 
where δ is a K-dimensional Dirichlet-distributed random variable whose parameter α = (α 1 , . . . , α K ) controlls the activation components proportion and α is considered as an hyperparameter. Note that k δ(k) = 1 and δ(k) ≥ 0 for all k.

A Synthetic High-frequency Energy Disaggregation (SHED) dataset for commercial buildings

In order to enable high frequency NILM algorithm evaluation, we release a synthetic dataset called SHED. The purpose of our simulations is to evaluate the disaggregation performance of NILM algorithms (i.e. the capability to separate individual consumptions from a mixture). Our simulation procedure does not allow the evaluation of classification performance (assigning every disaggregated load curve to a particular category).

The SHED dataset consists of 8 buildings. For each building, it includes the total current consumption, as well as the individual consumptions corresponding to different categories. For buildings 1 to 6, the individual consumptions consist of low frequency power measurements and for buildings 7 and 8 they consist of high frequency current measurements. One current waveform is recorded at every 30 seconds and for every current waveform 200 points are sampled. Power measurements are also sampled at 1/30Hz. The choice of the classes of the devices and the number of categories enables us to control the complexity of each building: the details of the buildings are described in Table 3. The features of the buildings have been selected in such a way that they would correspond to commercial buildings.

After having evaluated the quality of the device model in Section 4.5, we evaluate here the total current of the building. We use the metrics introduced in Section 3 to check the quality of the simulations. Figure 9 shows clearly that the simulated datasets share very similar statistical properties as real commercial datasets. It provides a strong justification that our simulations are realistic. We can however notice that the THD values of simulations are more spread than for commercial buildings. It may be explained by the fact that the public datasets used for simulating signatures mostly correspond to residential equipments.

Finally, the SHED dataset can be downloaded at https://nilm.telecomparistech.fr/shed/. 

Conclusion and Discussion

We addressed the task of non-intrusive load monitoring for commercial buildings by analyzing existing datasets, developing a synthetic data generation process, and releasing an evaluation dataset.

We produced an extensive data analysis on public and private datasets that showed that commercial and residential buildings have significantly different characteristics. The study of the power derivative distribution illustrated that the residential distributions are more peaky at zero than the commercial ones. On top of this, we showed that the kurtosis, the entropy and the Laplace scale parameter of the power derivative are good discriminative indicators for residential and commercial buildings. We explained this difference by a higher amount of devices in commercial buildings and the presence of complex categories of devices (continuously varying equipment, multitude of similar devices). These statistical characteristics are in contradiction with the hypothesis used for residential NILM algorithms ('one at a time' and 'constant load'). In this context, detecting a single event on the power curve is a difficult task and this explains why residential NILM algorithms fail when applied to commercial buildings. The statistical metrics used in our study suggest that using a soft version of the "one at a time" hypothesis such as "few at a time" (only a few devices are responsible for the power variations at every instant) would be more realistic. Finally, we proposed a simulation procedure that enables us to learn parameters on real data and then simulate new synthetic data. Our quantitative evaluation experiments showed that the simulated datasets share the same statistical properties as real datasets. To enable algorithms testing and comparison, a simulated dataset called SHED is released at https://nilm.telecomparistech.fr/shed/.

Figure 3 :

 3 Figure 3: Statistical analysis of power changes at a 1/30 Hz sampling frequency for all the datasets (see Table 1)

Figure 5 :

 5 Figure 5: Device model evaluation: (left) shows the reconstruction SNR with one signature and (right) shows the minimum number of signatures to use for reaching a SNR of at least 50 dB.

Figure 6 :

 6 Figure 6: Learned factorizations for the 4 device classes, each of them is composed of (top left) the observations in matrix shape (sampling index × period index), (top right) the model reconstruction (sampling index × period index), (bottom left) the signature columns and (bottom right) the activation rows. The number of signatures is selected such that the SNR > 50 dB.

Figure 7 :

 7 Figure 7: Activation probabilities learned on public dataset (right) and a few hours of the measurements (left).

Figure 8 :

 8 Figure 8: Activation templates learned on the private dataset, the templates correspond to one day (timestep = 30 sec): week-day (left) and day-off (right).

Figure 9 :

 9 Figure 9: Quantitative evaluation of the simulated datasets: comparison of the statistical metrics of simulations and real datasets. Every circle or square corresponds to one building. Numbers in simulations columns correspond to building indexes in the SHED dataset.

  Motivated by the lack of data for commercial buildings, we developed a generative model for synthesizing high frequency current waveforms. Inspired by physical realities, it is compound of three layers: devices, categories and buildings. Our device model is based on a matrix factorization approach, breaking down high frequency current waveforms into signatures and activations components. The model efficiency has been validated with real data. It also enabled us to introduce a new device taxonomy taking the high frequency features of the devices into account.

Table 1 :

 1 The public and private datasets used in this study.

	Name	Data Buildings Phases Frequency	Type
	BLUED [25]	current	1	2	12 kHz	residential
	UK-DALE [26] current	1	1	16 kHz	residential
	REDD [27]	current	2	2/1	16.5 kHz	residential
	SIHF [private] current	7	3	kHz	commercial
	REDD [27]	power	6	2	1 Hz	residential
	ECO [28]	power	6	1	1 Hz	residential
	IAWE [29]	power	1	1	1 Hz	residential
	UK-DALE [26] power	5	1	1/6 Hz	residential
	REFIT [30]	power	20	1	1/8 Hz	residential
	RAE [31]	power	1	2	1/15 Hz	residential
	COMBED [2]	power	1	1	1/30 Hz commercial
	SILF [private]	power	7	3	1/30 Hz commercial

In the last decade, we have witnessed the release of multiple publicly available datasets of different quality and with different sampling strategies.

Table 2 :

 2 A new devices' taxonomy based on high frequency current features.

	Activations Signatures	Simple	Complex
	Unique	On/Off or Constant	Varying load
	Multiple	Multi-state	Varying signature
	signatures used to model it (see Section 4.5).	

Table 3 :

 3 Devices used to simulate the buildings in the SHED dataset: On/Off (A), Multi-state (B), Varying load (C), Varying signature (D).

https://nilm.telecom-paristech.fr/shed/

For Laplace distributed random variable, entropy and the scale parameter are linked: H[X] = log(2be).