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The detection of outliers in a series of measurements, but even more so their location, is a necessity when these measurements are to be used in a monitoring system. This detection/localisation can only be done if redundant information is available, which may be based on the model of the system on which the measurements were collected.

In some cases, however, it is not necessary to detect and locate outliers. Instead, a robust approach to their use may be preferred, one that minimizes the influence of these outliers, such as using a median rather than a mean. In this paper, the focus will be on the notion of robustness through a few examples and notably by proposing extensions to two well-known data processing techniques (data reconciliation and principal component analysis). The numerical examples proposed clearly show how to implement these two techniques and how to use them in a system monitoring procedure.

Introduction

Some general considerations on the problems related to the presence of outliers will be followed by a short presentation of work related to the treatment of outliers, and then the plan adopted for this paper.

1.1. Positioning of the problem to be solved Due to the intensive use of data (especially from sensors), but also to the increase in their volume and their use in monitoring and control tools, the problems resulting from the presence of outliers have taken on considerable importance in recent decades [START_REF] Ondo | Procédures bayésiennes pour la détection d'observations singulières : synthèse bibliographique[END_REF][START_REF] Xu | Recent Progress of Anomaly Detection[END_REF].

How to recognize outliers? They are commonly defined as observations that appear to be inconsistent with the main part of the data set, or as observations that deviate significantly from the model postulated. Some historical definitions of outliers, which are indeed still relevant, are also worth noting. Barnet and Lewis [START_REF] Barnett | Outliers in Statistical Data[END_REF] indicate that an outlier is an observation that appears to deviate significantly from other members of the sample in which it occurs. Hawkins [START_REF] Hawkins | Identification of Outliers[END_REF] defines an outlier as an observation that deviates so far from other observations that it raises suspicions that it was generated by a different mechanism.

Definition 1 (Residues as indicators of outliers).

The fundamental principle of model-based fault detection is based on the estimation of the state of the system from the available measurements. The resulting estimation error constitutes the residual vector. Subsequently, a decision on whether or not a measurement inconsistency is present is made by comparing this residue to a given threshold. For a signal generated from measurements collected on a system to be a true residue, it must be sensitive to measurement inconsistencies. In a general way, the generation of a residual is based on a data transformation to generate a residual capable of revealing at best the deviation from a reference situation. In the following, the generation of the residue will be at the heart of the approaches presented.

In any case, the detection of outliers can only be done if redundant information is available, which may be of hardware or software origin. Hardware redundancy comes from the simultaneous use of several sensors to measure the same quantity. The detection of an aberrant measurement, thus coming from a faulty sensor, is then based on the comparison of the measurements between them and the use of a majority vote. Software redundancy exploits the properties of the model of the system on which the data are collected. Subject to structural conditions to be met, the adequacy of the measurements with respect to the model can be tested to determine whether or not there are any measurement errors.

In the literature, there are currently three research communities dealing with the problem of fault diagnosis: the FDI (Fault Detection and Isolation) community, whose methodological tools are largely based on the synthesis of dynamic diagnostic filters, the DX (Diagnosis) community, whose foundations come from the fields of computer science and artificial intelligence, and the signal processing community, whose tools are based on statistical signal processing and also on pattern recognition. Even if there are common principles between the three communities, such as the use of models or the generation of alarm signals, each has focused on the development of its own terminologies, calculation tools and methodological approaches, guided by different constraints and objectives. Similarly, the modeling formalisms are very different for each domain; for example, the models of the FDI community are often based on differential algebra, while those of the DX community are mostly symbolic and qualitative. Although links exist between these three communities, which obviously have very similar objectives in the field of diagnosis, it is nevertheless true that specific vocabularies remain, (to this day, there is still no consensus on the terms used) such as for example: outliers, faults, defects, anomalies, discordant observations, peculiarities or contaminants, which nevertheless designate very similar facts.

Related works

The wide variety of available methods based on well-established statistical tools [START_REF] Nikulin | Détection des observations aberrantes par des méthodes statistiques[END_REF][START_REF] De Valle | Collection of benchmark test problems for data reconciliation and gross error detection and identification[END_REF], has made it possible, in many practical applications, to use techniques to handle measurement inconsistencies. This article is not intended to be an inventory of usable tools, but simply to raise the reader's awareness of the problem of outliers through a few simple examples and situations, in particular by focusing on two model-based methods, namely measurement reconciliation and principal component analysis. Of course, many other model-based techniques would need to be examined, including those using linear regression models [START_REF] Planchon | Traitement des valeurs aberrantes : concepts actuels et tendances générales[END_REF] and their variants [START_REF] Chèze | Détection par boosting de données aberrantes en régression[END_REF], nonlinear regression techniques [START_REF] Kallas | Data driven approach for fault detection and isolation in nonlinear system[END_REF], machine learning [START_REF] Kolokas | A generic fault prognostics algorithm for manufacturing industries using unsupervised machine learning classifiers[END_REF], Bayesian models [START_REF] Ondo | Procédures bayésiennes pour la détection d'observations singulières : synthèse bibliographique[END_REF]. Among the methods that have been developed to deal with outliers is that of Rousseeuw and Hubert [START_REF] Rousseeuw | Anomaly Detection by Robust Statistics[END_REF]. The latter consists first of all in constructing an adjustment that is robust to them, generating residuals with respect to this adjustment, and then analyzing these residuals to identify outliers. A very large number of works have been published on this subject, and among the most recent are the following : [START_REF] Virouleau | High-dimensional robust regression and outliers detection with slope[END_REF][START_REF] Mami | Applying Bootstrap Robust Regression Method on Data with Outliers[END_REF][START_REF] Čížek | Robust nonparametric regression: A review[END_REF][START_REF] Ranga Suri | Outlier detection : techniques and applications, a data mining perspective[END_REF][START_REF] Fearnhead | Change point Detection in the Presence of Outliers[END_REF][START_REF] Hong | Multivariate Conditional Outlier Detection: Identifying Unusual Input-Output Associations[END_REF]. Moving beyond outlier detection, the reader may be interested in the more general problem of detecting anomalous series in relation to a set of series. In [START_REF] Benkabou | Détection d'anomalies dans les séries temporelles : application aux masses de données sur les pneumatiques[END_REF] the author has been interested in the detection of unsupervised anomalies in uni-and multi-variate time series with a particular application for masses of data in the field of tyres. In [START_REF] Harle | Détection de ruptures multiples dans des séries temporelles multivariées : application à l'inférence de réseaux de dépendance[END_REF] the author deals with the detection of multiple breaks in a signal with an extension to the case of multiple breaks in several synchronized time series. Some authors [START_REF] Archimbaud | Détection non-supervisée d'observations atypiques en contrôle de qualité : un survol[END_REF][START_REF] Domingues | A comparative evaluation of outlier detection algorithms: Experiments and analyses[END_REF] supplement this classification of methods with techniques based on proximity concepts (data classification techniques for example). In [START_REF] Blazquez-Garcia | A review on outlier/anomaly detection in time series data[END_REF] a taxonomy is presented based on the main aspects that characterize an outlier detection technique. For industrial applications and the processing of large volumes of data, the emphasis is often placed on the online detection of outliers directly related to security, safety and production quality monitoring issues. As an example, in a wide variety of fields, we can refer to the following work [START_REF] Barreyre | Statistiques en grande dimension pour la détection d'anomalies dans les données fonctionnelles issues des satellites[END_REF] for telecommunications, [START_REF] Zair | Détection de données aberrantes appliquée à la localisation GPS[END_REF] for tyre quality assessment, [START_REF] Sayed | Représentations pour la détection d'anomalies : Application aux données vibratoires des moteurs d'avions[END_REF] in the field of aeronautics, [START_REF] Moussa | Data gathering and anomaly detection in wireless sensors networks[END_REF] for sensor networks, [START_REF] Pothina | Detection of Subtle Sensor Errors in Mineral Processing Circuits Using Data-Mining Techniques[END_REF] in the field of mineral processing, [START_REF] Alighardashi | Expectation Maximization Approach for Simultaneous Gross Error Detection and Data Reconciliation Using Gaussian Mixture Distribution[END_REF] in the field of chemical engineering. Much more broadly, it can be argued that no area is unaffected by the problem of dealing with outliers, particularly in the context of societal applications : fraud detection, intrusion detection, face detection, video surveillance, social media analysis.

Positioning of the present work

In the following, the treatment of outliers will be approached through three complementary functions : fault detection (the determination of the presence of faults in a system and the time of occurrence of these faults), fault isolation (determination of the exact location of a fault), fault identification (determination of the size of a fault), which are often performed sequentially, but which, depending on the technique used, can also be performed concomitantly. It is also necessary to specify, on the one hand, the nature of the systems to which this presentation is addressed and, on the other hand, the assumptions made about outliers. The systems will be considered stationary as well as the noises that affect their measurements. Therefore, situations where the internal structure of the systems may vary or variations in the internal parameters of the systems are excluded from the proposed approaches. As for outliers, they concern amplitude biases on their measurements. We therefore exclude outliers that may come from other sources of disturbance such as changes in variance or frequency. As the objective here is to detect/locate/identify outliers in interdependent multivariate systems, these measures need to be treated globally, which obviously excludes single signal approaches. The strategies generally used are all based on the synthesis of residuals indicating the presence of outliers ; the precise localisation of the outliers needs a particular structuring of these residuals. As shown in the two examples in sections (3.3) and (4.5), the analysis of these residuals is done by fairly classical approaches, which may use jump tests or classification techniques. Section 3 presents this possibility through a procedure known as data reconciliation. The presentation aims, on the one hand, to give some specific references to the users of the measurements and, on the other hand, to insist on the robustness of certain techniques for processing the measurements [START_REF] Korpela | Robust data reconciliation of combustion variables in multi-fuel fired industrial boilers[END_REF][START_REF] Fellaou | Mass Balance Reconciliation for Bilinear Systems: A Case Study of a Raw Mill Separator in a Typical Moroccan Cement Plant[END_REF][START_REF] Antolin | A data driven trimming procedure for robust classification[END_REF][START_REF] Hampel | A general qualitative definition of robustness[END_REF][START_REF] Huber | Robust estimation of location parameter[END_REF]. The robust reconciliation procedure that we propose here has the advantage of being carried out in conjunction with the detection/localization of outliers. Section 4 is based on a well-known tool, Principal Component Analysis, but is revisited by proposing a relatively unknown technique for reconstructing variables from a selection of available variables and projecting them into the so-called residual space in order to obtain structured indicators for detecting and isolating outliers.

Some classical approaches for abnormal values detection

This section illustrates, using simple examples, some approaches to highlighting abnormal data. After illustrating some types of outliers (section 2.1), the academic example of a two-equation system introduces the notion of residual and structured residual (section 2.2), which then allows the general case of a multivariate system in a static regime to be presented (section 2.3). The next two sections 2.4 and 2.5 specify the approaches for replacing outliers and then for their acceptance.

Different types of outliers

Figure 1 shows two types of error [START_REF] Barnett | Outliers in Statistical Data[END_REF] in the case of a two-dimensional variable. Bias affecting both directions of measurement and random errors are shown. The sensors that delivered the measurements can be characterized by their accuracy and fidelity (these two qualities being possibly associated) as shown in Table 1. Depending on the use made of them, these measurements can be processed in such a way as to reduce the influence of the two sources of error. Obviously, the situation is more complex when we are interested in a network of sensors equipping a physical process, as the faults that affect them may be related to each other. This term refers to a set of techniques that can detect and locate outliers in a series of observations. Once localized, these can either be removed, which may subsequently cause some processing difficulties, or replaced by so-called substitution values obtained for example by interpolation using healthy measurements close to those that have been removed. Numerous statistical tests have been developed for outlier detection (Dixon, Grubbs, Cochran, Tukey, Chauvenet, Tietjen-Moore, Student, Thompson ...) as well as substitution techniques (winsorising, trimming). Numerous publications deal with these techniques and the reader is invited to refer to the historical references [19,[START_REF] Grubbs | Procedures of Detection Outlying Observations in Samples[END_REF][START_REF] Beckman | s[END_REF][START_REF] Tsay | Outliers in multivariate time series[END_REF][START_REF] Fox | Outliers in Time Series[END_REF], and to more recent ones [START_REF] Rousseeuw | Wiley Series in Probability and Statistics[END_REF][START_REF] Chandola | Outlier Detection : A Survey[END_REF][START_REF] Kuo | Detecting Outliers in Data with Correlated Measures[END_REF][START_REF] Hoppenstedt | Towards a Hierarchical Approach for Outlier Detection in Industrial Production Settings[END_REF][START_REF] Lim | Sparse signal shrinkage and outlier detection in highdimensional quantile regression with variational Bayes[END_REF][START_REF] Shetta | Robust subspace methods for outlier detection in genomic data circumvents the curse of dimensionality[END_REF], but also works of synthesis [START_REF] Hawkins | Identification of Outliers[END_REF][START_REF] Barnett | Outliers in Statistical Data[END_REF][START_REF] Aggarwal | Outlier Analysis[END_REF]. The techniques mentioned above are generalized to the multivariate case where the detection involves the analysis of measurements of several variables coupled by a model.

As an example let us consider the system characterized by four variables and described by the model :

x 2 1 -x 2 + 2 log x 3 = 0 x 2 + x 3 -x 4 = 0 (1) 
The twenty available measures of x i , i = 1, . . . , 4 are grouped in Table (2) and we wish to establish a diagnosis of the consistency of these data. As this is a simulation, one fault affects x 2 for observation 12 and another affects x 3 for observation 6. To make a diagnosis, the model residuals were calculated from the measurements, i.e. :

r 1 = x 2 1 -x 2 + 2 log x 3 r 2 = x 2 + x 3 -x 4 (2) 
In order to improve diagnostic efficiency, the equations (2) can be combined in an additive manner, which removes the variable x 2 (a similar approach is used for the variable x 3 , which could also be removed):

x 2 1 + 2 log x 3 + x 3 -x 4 = 0 (3) 
and makes it possible to evaluate the residue r 3 = x 2 1 + 2 log x 3 + x 3x 4 but without using that of x 2 . The validity of the measurements is highlighted by the analysis of the magnitude of the absolute values of the three residuals (r i , i = 1, 2, 3) whose values are shown in Table [START_REF] Antolin | A data driven trimming procedure for robust classification[END_REF] and graphically illustrated in The 6 observation triggers all three residuals significantly, while the 12 observation triggers only the r 1 and r 2 residuals. This is explained by the table (3) of signatures of possible faults δx i whose role is fundamental to characterize the detectability and the isolability of the measurement faults. The crosses show the sensitivity of the residues to the faults, the absence of sensitivity being marked by a dot. The sensitivities of the residuals with respect to the faults δx i are all different which shows the isolability of 160 these measurement faults, which would not be possible if only the first two residuals r 1 and r 2 had been used because in this case δx 2 and δx 3 would have had the same signature. Concerning the detection phase, the visual examination of the figure (2) can be advantageously replaced by a technique of jump detection or extreme value detection (Dixon's test for example).

x 1 x 2 x 3 x 4 | r 1 | | r 2 | | r 3 | 0.
δx 1 δx 2 δx 3 δx 4 r 1 × × × . r 2 . × × × r 3 × . × ×

Active approach: Outlier detection in a multisensor system

The previous example can be easily generalized to any dimension system. In what follows, we summarize the technique of the parity space [START_REF] Potter | Thresholdless redundancy management with arrays of skewed instruments. Integrity in electronic flight control systems[END_REF] which is based on the construction of the parity vector whose structure is established from the equations of the system whose consistency we want to monitor. Let us consider, at a particular instant, the measurement linear system :

x m = C x + ε + F d x ∈ R n , x m ∈ R m , d ∈ R p , ε ∈ R n , m > n (4)
where x m is the known measurement vector, x the vector of the variables to be measured, d the vector of the unknown faults and ε the vector of the measurement noise. C ∈ R m×n is the assumed full row matrix characterizing the measurement system and F is the matrix of the fault directions. The constraint m > n reflects redundancy of information and comes from the fact that there are more measurements than variables. To detect the presence of faults, we seek to establish analytical redundancy relations between the measurements which are independent of the unknown quantities x but which remain sensitive to the faults d. For this, we define the parity vector :

p = W x m (5) 
where W ∈ R (m-n)×n is the projection matrix orthogonal to C resulting from (4) by simple multiplication by W :

p = W ε + W F d (6) 
The expression ( 5) is the so-called "computation" form of the parity vector from the x m measurements while the expression (6) explains the influence of the d faults on the parity vector through the W F matrix. In the absence of measurement noise ε and failure d the parity vector p is null. In this particular situation, the equation (5) then translates the set of redundancies that link the measurements x m :

W x m = 0 (7) 
Given the expression (6) the capability to isolate d faults affecting the measurements is directly related to the structure of the W F matrix and in particular to its rank. Let us consider, for example, the system of measurements subject to two faults affecting some of them :

x m =        1 2 1 1 0 2 1 1 1 1 0 1 2 0 2        x +        1 1 1 1 1        ε +        1 0 0 0 0 0 1 1 0 0        d (8) 
Solving W C = 0 leads to:

W = -1 0 2 -1 0 -2 0 4 0 -1
which makes it possible to explain the parity vector in the following two forms:

p = -x m,1 + 2x m,3 -x m,4 -2x m,1 + 4x m,3 -x m,5 (9a) 
p = 0 1 ε + -2 -1 -2 0 d (9b)
where x m,i are the components of the x m measurement vector. The form (9a) allows the calculation of the parity vector from the available measurements; since the ε errors are usually of zero mean values or low magnitude, the form (9b) can be used to detect and estimate possible faults d. More precisely, if the influence of ε is neglected and as the W F matrix is regular, one can easily estimate the faults d from the definition of p (9b) itself evaluated from the measurements (9a):

d = -0.5p 1 0.5(p 2 -p 1 ) = x m,1 -2x m,3 + 0.5x m,5 2x m,3 -x m,1 + x m,4 -x m,5 (10) 

Active approach: Outlier replacement

The aim is to eliminate and replace outliers affecting a temporal signal with a "minimal" distortion of the useful signal. A basic idea is the median of a sample which is much less sensitive to extreme values than the mean. The observations furthest from the median can then be discarded and this discarding is known as trimming in the English literature and winsorizing when the discarded values are reconstructed from the remaining values. Specifically, a winsorized or "trimmed" {r, s} mean is the replacement of the smallest r observations and the largest s observations, where r and s are integers. Let us consider the values x i+j , j = -m, . . . , m of a signal to be filtered where the current index i corresponds to the center of a moving window of size n = 2m + 1. The filtered value is defined by :

xi = 1 n r x i-m+r + m-s j=-m+r x i+j + s x i+m-s (11) 
Rejecting extreme points simply requires setting the parameters r and s and this can be done adaptively, for example by rejecting points that deviate from the mean by more than k times the standard deviation calculated on the window considered.

Remark 1. In the case where the number of rejected points is not an integer, one can define a winsorized average at 2a% which implies the replacement of a given 2a percentage of values at both ends of the data.

In the case of a symmetric filter r = s, we have :

xi = 1 (1 -2a)n (1 -f )x i-m+r + m-r-1 j=-m+r+1 x i+j + (1 -f )x i+m-r , f = a n -r (12) 
As an example, with m = 4, a = 0.3, r = 2, we get the filter:

xi = 1 3.6 (0.3x i-2 + x i-1 + x i + x i+1 + 0.3x i+2 ), i > 3 ( 13 
)
For example, the median is the most fitted statistic (nominally 50 %) because it rejects all but the most central data. In [START_REF] Antolin | A data driven trimming procedure for robust classification[END_REF] an application of trimming to robust classification is provided. In contrast to the previous approach, the aim here is not to eliminate outliers, but to reduce their undesirable effects during their use. For example, to identify the parameters of a system, one can try to construct an estimation algorithm that directly minimizes the influence of the outliers on these parameters. As a well-known example, let us recall the case of the robust mean using the median filter. Two tools will be recalled to reach a certain level of robustness in the treatments: contaminated distributions and M-estimators.

• Contaminated distributions [START_REF] Du | Robust Nonparametric Regression under Huber's contamination Model[END_REF][START_REF] Deleforge | High-dimensional regression with Gaussian mixtures and partially-latent response variables[END_REF] A so-called contaminated model assumes that a large µ portion of the data is generated from a classical normal error model of small magnitude. The remaining data, corresponding to the (1-µ) fraction of the N data set, may be affected by abnormal noise generated by a distribution of different characteristics.

As an example, the distribution taking into account the two different types of errors can be :

p( ) = µ N (0, σ 2 1 ) + (1 -µ) N (0, σ 2 2 ) ( 14 
)
This type of distribution model, after an adequate setting of µ, σ 1 and σ 2 , proves to be efficient in identification in the presence of outliers. To illustrate its application, let us consider the simple case of estimating the mean of a sample size N in the presence of outliers, the aim being of course that this estimate is not very sensitive to outliers. The likelihood function for this sample is explicit:

V = N i=1 (µp 1 (x i ) + (1 -µ)p 2 (x i )) p 1 (x) = 1 √ 2πσ 1 exp - (x -m) 2 2σ 2 1 p 2 (x) = 1 √ 2πσ 2 exp - (x -m) 2 2σ 2 2 ( 15 
)
where m is the mean to be estimated and σ 1 , σ 2 the standard deviations of the contaminated distribution.

A few comments are necessary to justify the interest of this type of function. To do so, we can analyze its sensitivity g(x) = V/∂x compared to the data x :

g(x) = wp 1 (x) σ 1 + (1 -w)p 2 (x) σ 2 wp 1 (x) + (1 -w)p 2 (x)
The figure [START_REF] Aggarwal | Outlier Analysis[END_REF] shows the role of the parameters σ 1 , σ 2 , w on the ability to take into account the values of x which will subsequently represent the outliers. For an easier interpretation of the graphs, they have been normalized, i.e. they represent the normalized functions g(x) = g(x)/g(0). For w = 1 we naturally obtain a constant weight; thus all the data are equallly weighted and, in particular, the optimisation criterion will be sensitive to large magnitude of data, i.e. to outliers. Taking w = 0.1, σ 1 = 0.5, σ 2 = 1 reduces the influence of outliers since the weight decreases from 1 for data around the origine to 0.63 for data with large magnitude. Ultimately, what is important is to have separate sensitivities for low and high values of the x variable. Of course, the situation is even clearer with the choice (w = 0.1, σ 1 = 0.5, σ 2 = 4) where this time the weight of the large values of x is negligible, which greatly reduces the influence of outliers.

The maximum of the likelihood function V with respect to m is obtained for :

N i=1 w i (x i -m) = 0 w i = µ p 1,i σ 2 1 + (1 -µ) p 2,i σ 2 2 (16) 
Given the expressions of p 1,i and p 2,i (15) which depend on m, the non-linear equation ( 16) is solved iteratively with respect to m, for example according to the scheme (17) initialized with weights w 0 i equal to unity :

m iter+1 = N i=1 w iter i x i N i=1 w iter i w iter i = µ p iter 1,i σ 2 1 + (1 -µ) p iter 2,i σ 2 2 p iter 1,i = 1 √ 2πσ 1 exp - (x i -m iter ) 2 2σ 2 1 p iter 2,i = 1 √ 2πσ 2 exp - (x i -m iter ) 2 2σ 2 2 (17) 
Table 4 shows an estimation result of the mean of a sample of 50 values (with 4 outliers) and by extension its standard deviation. The first two rows of this table relate to the standard valuation without and with outliers. The robust evaluation in the third row shows estimates close to those obtained in the absence of outliers, thus demonstrating the robustness of the method.

The figure [START_REF] Barnett | Outliers in Statistical Data[END_REF] shows the 50 values of the sample with its outliers and the weights w i used for the calculation of the mean, which also makes it easy to locate the outliers. Of course, the robustness of the estimate with respect to outliers is related to their proportion to healthy values. The setting of the parameters σ 1 , σ 2 and µ conditions this robustness; it can be realized heuristically by learning but also by a more analytical optimization procedure, directly from the likelihood function.

• M-estimators [START_REF] Brown | Adaptive M-estimators for robust covariance estimation[END_REF][START_REF] Hubert | ROBPCA: a New Approach to Robust Principal Component Analysis[END_REF][START_REF] Zhang | Dynamic Data Reconciliation Based on an Improved Robust M-Estimator[END_REF] M-estimators were introduced as a generalization of the maximum likelihood minimization estimate of a ρ function over the available data set z i , i = 1, . . . , N . Thus, the M-estimator(s) associated with the data and the function ρ is given by :

θ = argmin θ N i=1 ρ(z i , θ) (18) 
A well-known example is the function of Cauchy or Lorenz :

ρ(z i , a, b) = c 2 2 log 1 + ε i c 2 (19) 
where z i = {x i , y i } and where ε i = y iax ib is an image of model errors when representing data with a straight line. The sensitivity of ρ to the errors ε becomes explicit :

∂ρ ∂ε i = ε i 1 + ε i c 2 (20) 
and concludes that a large ε i >> c error produces a small insensitivity on θ and a small ε i << c error produces a sensitivity in the order of ε i . Thus, the choice of the c threshold, at the user's discretion, determines the robustness of the estimator with respect to outliers. Starting from (19) and [START_REF] Dogru | Robust mixture regression modeling using the least trimmed squares (LTS)estimation method[END_REF], the reader will be able to establish the optimality equations of the parameters a and b of the regression model by himself:

N i=1 w i (a, b)(y k -ax k -b)x i = 0 N i=1 w i (a, b)(y k -ax k -b) = 0 (21)
with the following expression of weights:

w i (a, b) = 1 1 + y i -ax i -b c 2 (22) 
The non-linear system [START_REF] Domingues | A comparative evaluation of outlier detection algorithms: Experiments and analyses[END_REF][START_REF] Du | Robust Nonparametric Regression under Huber's contamination Model[END_REF] can be solved by a simple iteration mechanism from an initial choice of weights w i for example to the unit value. This procedure is to be compared with that obtained by an ordinary least squares method, the only difference being the use of adapted weights [START_REF] Holland | Robust regression using iteratively reweighted least squares[END_REF], i.e. function of outliers. The figure [START_REF] Barreyre | Statistiques en grande dimension pour la détection d'anomalies dans les données fonctionnelles issues des satellites[END_REF] shows the arrangement of 22 pairs of points {x i , y i } of which three are obviously outliers, as well as the regression lines obtained by an ordinary regression and a robust regression. The true parameters a and b of the system are 2 and -3, those obtained by ordinary least squares 1.594 and -2.169, and those obtained by the robust procedure are 2.001 and -3.008, which highlights the merits of the robust estimator.

Reconciliation of data in the presence of outliers

This section is devoted to a technique for dealing with measurements potentially contaminated by outliers. It has a twofold objective, on the one hand to reconcile the measurements against a model and, on the other hand, to detect/locate outliers. Successively, the principle of measurement reconciliation is given, then its refinement by complementing it with a procedure for robust estimation of the variables.

To illustrate its implementation, the case of a non-linear model system is treated numerically, then a comparison with three more classical techniques is proposed and discussed.

Basic principle of data reconciliation

The purpose of data reconciliation, [START_REF] King | Data Reconciliation[END_REF][START_REF] Serth | Gross error detection and data reconciliation in steam-metering system[END_REF], is to make the measurements made on a system compatible with its model, which is assumed to be accurate because it is based on the laws of matter or energy conservation [START_REF] Hodouin | Process Observers and Data Reconciliation Using Mass and Energy Balance Equations[END_REF]. As such, the reconciliation methods are close to the state estimation methods established in a much more general framework. An important consequence of reconciliation is the detection of outliers. Indeed, the reconciled values can be compared to the measurements; the discrepancies found can be analysed, the largest of them being able to testify to the presence of outliers. The simplest formulation in the context of a linear model system linking the true quantities x * is discussed in this section:

M x * = 0, x * ∈ R v , M ∈ R n×v (23) 
whose measurements x m are defined in the additive form with respect to noises ε related to the instrumentation and the measurement procedure:

x m = x * + ε + F d ( 24 
)
where the matrix F gives the directions of influence of the faults d on the measurements. Typically the x m measures do not exactly verify the model (23) of the system and the reconciliation principle aims at correcting them to satisfy this model. Since the measures are assumed not to be totally outliers, the corrected quantities must remain close to them and for this reason of proximity, the estimated x which minimizes the criterion here chosen quadratically with a weighting matrix W:

Φ = x m -x * 2 W -1 (25) 
is defined by :

x = arg min x * Φ under M x * = 0 = I -W M T (M W M T ) -1 M x m (26) 
which is explicit:

x = I -W M T (M W M T ) -1 M x m (27) 
This expression provides, on the one hand, estimates of true quantities that are consistent in the sense of the satisfaction of the system model and, on the other hand, estimates of the corrections that have been made to the measurements :

x = x m - x = W M T (M W M T ) -1 M x m ( 28 
)
The analysis of the magnitudes of the corrective terms x provides information on the magnitude of the errors and their distribution. To clarify this point it is then possible to specify the expression of the corrective terms and the reader will be able to check from [START_REF] Fellaou | Mass Balance Reconciliation for Bilinear Systems: A Case Study of a Raw Mill Separator in a Typical Moroccan Cement Plant[END_REF][START_REF] Hampel | A general qualitative definition of robustness[END_REF] the following expression of the corrective terms :

x = W M T (M W M T ) -1 M ε + W M T (M W M T ) -1 M F d ( 29 
)
where the influence of "small" random ε errors and the more important influence of d faults appears. The interpretation of ( 29) in terms of performance of detection and isolation of faults d is to be found in [START_REF] Maquin | Comparison of gross errors detection methods in process data[END_REF]. As the ε errors are small in magnitude, the approximation can be adopted:

x ∼ W M T (M W M T ) -1 M F d (30) 
which makes explicit the corrective terms according to the faults. Therefore the fault

d i (the ith compo- nent of d) is detectable if the ith column of the matrix W M T (M W M T ) -1 M F is non-zero.
The isolation of the fault(s) obviously depends on the structure of this same matrix. In a certain way, this reconciliation procedure does not have the desired robustness in the sense that the faults are corrected but to the detriment of their dissemination on all the variables. This justifies the following paragraph which presents a robust approach to the problem of reconciliation of measurements, the robustness allowing not to disseminate the measurement faults on all the variables during the reconciliation procedure. As an important result, the correction of the measurements essentially will concern those subject to faults.

Remark 2. It is also interesting to consider the problem of reconciliation when using only part of the available measures. To ignore the measure of the p-th variable, an elegant way of dealing with this case is to choose a diagonal weighting matrix whose (p, p) element takes an infinite value.

Remark 3. The previous data reconciliation principle extends to non-linear and dynamic systems. For the sake of brevity, let us consider only the case of bilinear systems for which the models involve products of variables. This is very frequent in the chemical or mineralurgical field when total and partial flow material balances are established. In this case, if x and y designate, for example, the vector of flows and the vector of concentrations in a chemical or mineral species, the constraints (23) are extended as: M x * = 0 and M x * ⊗ y * = 0, where the ⊗ operator makes the term to term product of two vectors. The measurement equations then become x m = x * + ε x and y m = y * + ε y .

Criterion ( 25) is amended as :

Φ = x m -x * 2 W -1 x + y m -y * 2 W -1 y ( 31 
)
and the estimation of the reconciled variables x and ŷ results from the Lagrangian optimization:

L = x m -x * 2 W -1 x + y m -y * 2 W -1 y +λ T M x * + µ T M x * ⊗ y * ( 32 
)
with respect to the variables x * , y * , λ and µ, thus leading to the estimates x and ŷ. We leave it to the reader to carry out this rather classic calculation and to repeat the analysis of the residuals of the resulting x and ỹ estimates.

Robust data reconciliation

Numerous developments are complementing the basic principle of data reconciliation that we have just recalled. Thus, extensions made it possible to deal with dynamic systems [START_REF] Chinen | Dynamic Data Reconciliation and Model Validation of a MEA-Based CO2 Capture System using Pilot Plant Data[END_REF], non-linear systems [START_REF] Cencic | Data reconciliation of non-normal observations with nonlinear constraints[END_REF], the presence of poorly known parameters [START_REF] Zhang | Using clustering based logical equation set to decompose large scale chemical processes for parallel solving data reconciliation and parameter estimation problem[END_REF], the localisation of measurement faults [START_REF] Llanos | A robust methodology for the sensor fault detection and classification of systematic observation errors[END_REF], the taking into account of missing measures [START_REF] Imtiaz | Missing Data Treatment Using Iterative PCA and Data Reconciliation[END_REF].

In this paragraph, only the specific point of the robustness of reconciliation against outliers is addressed.

To introduce this issue, it should be remembered that reconciliation is based on the minimization of a criterion formed from the discrepancies between the variables and their respective measures. The validity and optimal character of this approach are eminently linked to the strong assumption of normality of measurement errors. In practice, this assumption can be defeated in the presence of large errors that constitute outliers, which can hardly be considered as realizations of normal random variables.

We thus bring more realism by posing the reconciliation problem in the following way: from x m measurements estimate the true quantities x * of a linear model system [START_REF] Fekri | Robust weighted orthogonal regression in the errors-in-variables model[END_REF]. Starting from the assumption that the number of large errors is low, the first technique proceeds by reconciling the measurements by weighted ordinary least squares (OLS), then detects and locates the large errors (analysis of the corrective terms), and finally repeats the reconciliation procedure cited above by assigning a very low weight to the measurements for which large errors have been located. The major drawback of this approach is that the first reconciliation can be highly erroneous due to the presence of the large errors; this can then make it difficult to locate the large errors by analyzing the corrective terms.

To directly take into account the presence of gross errors, a more appropriate error distribution law is used. Recall that the class of M-estimators provides estimates that are robust to large errors. Let us consider the measurement case x m = x * + ε, the components of ε being noted ε i . The estimation criterion ( 25) is now taken as :

Φ = c 2 2 v i=1 log 1 + ε i c 2 (33) 
Let us recall the important role played by the constant c in this criterion. It appears clearly that the errors of magnitude higher than c are more taken into account in Φ than those of lower magnitude, i.e. lower than c. Therefore, minimizing Φ tends to reduce the influence of large errors on the estimates. The previous formulation can then be repeated, taking into account the model [START_REF] Fekri | Robust weighted orthogonal regression in the errors-in-variables model[END_REF] and the objective function [START_REF] Hong | Multivariate Conditional Outlier Detection: Identifying Unusual Input-Output Associations[END_REF]. We leave it to the reader to find the following estimate:

x = (I -W M T (M W M T ) -1 M ) x m W = I v + 1 c 2 diag (x ⊗ x) x = x m - x (34) 
The non-linear system (34) is solved with respect to x in a iterative manner from an initial choice of the matrix of weights W , for example the identity matrix.

Remark 4. As before, the case of bilinear systems extends the robust M-estimator formulation. To do this, we consider again the variables x and y defined in remark 2 and the estimation criterion to be considered is now:

Φ = c 2 x 2 v i=1 log 1 + ε x,i c x 2 + c 2 y 2 v i=1 log 1 + ε y,i c y 2 ( 35 
)
the c x and c y parameters setting the outlier insensitivity. The reconciliation procedure is then based on finding the minimum Φ under the respect of the equations M x * = 0 and M x * ⊗ y * = 0. Since this is a standard procedure, the establishment of the optimality equations is not explained here.

Application

The following example, although small in size, illustrates the benefits of the robust approach for reconciling data, some of which are polluted by outliers, that need to be detected and located. The data used will also be processed (section 3.4) by three other approaches that also allow outliers to be detected and located. In order not to burden the presentation with an abundance of numerical results, the example uses only one set of outliers. Figure (3.3) shows a material transport network in the chemical industry (but it could also be in the mineral industry, water, gas, oil products distribution circuits, etc.) made up of nine production units and sixteen connecting routes between these units.
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The law of conservation of the flows of material makes it possible to write, in permanent regime, the system of equations (36, 37) linking the flows x * i and the concentrations y * i in a chemical species. These equations only reflect the conservation of total and partial flows and could in a more general case take into account the variations of material stocks in the production units but also of other constituents. In order to highlight the contribution of the robust technique, this table shows the results of estimating x and ŷ of variables x and y on the one hand by robust least squares (RLS) on the other hand by ordinary least squares (OLS), as well as the corrective terms x and ỹ. Concerning the estimates of the variable x through RLS, it can be seen that its second component is the most corrected (12.58), the other components being only slightly corrected. The results are quite different with OLS where not only the second component of x is adjusted but also the 3, 4 and 15 components. The same is true for the variable y where the eleventh component of y is corrected by 5.77 for OLS, the others being only slightly corrected. Robustness is reflected by the fact that a faulty measure is corrected without correcting other measures. It should also be noted that the correction terms with RLS (12.58 and 5.77) are completely related to the magnitude of the simulated faults (12 and 6), which is not the case with OLS.
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Figure [START_REF] Ben Aicha | Détermination de modèles ACP pour la détection et la localisation de défauts de capteurs[END_REF] gives an overview of the correction terms (CT) in absolute value of the variables x and y for both techniques (x RLS and ỹRLS for RLS and xOLS and ỹOLS for OLS). This figure only graphically translates the results of the table [START_REF] Barnett | Outliers in Statistical Data[END_REF] and shows the correct location of the corrections of the two measurement faults. To judge an average effect of the procedures RLS and OLS, 12 simulations were made with the same variables x and y in fault but by generating random measurement noise of small amplitude. Figure [START_REF] Ben Aicha | Determination of Principal Component Analysis models for sensor fault detection and isolation[END_REF] visualizes the mean corrective terms from these 12 simulations and confirms if need be the relevance of the robust approach for the detection of measurement errors where variables not subject to errors have not been corrected in a sensitive way. Moreover, with respect to the magnitude of the errors, RLS gives a fairly accurate estimate, which is not the case with OLS. Of course, in practice, this technique is repeated over time in order to continuously monitor the system in question. 

Comparisons and discussion

Roughly speaking, it can be said that the techniques for detecting and locating outliers are based on two strategies, respectively described as global or sequential, depending on whether they seek to 415 determine them simultaneously or one by one. In all cases, and this also appears in our approach which can be qualified as global, the choice of a detection threshold (or even several) remains necessary. In the previous section, our approach has shown its capacities of detection/localization/identification of outliers. It should now be compared with approaches widely used in the literature. Of course, we are constrained to some limitations and have chosen to give some results from a sequential approach, an 420 approach using brute force technique and an approach using the signature of the residues with respect to outliers.

Sequential detection and localization

As its name suggests, the sequential procedure seeks to detect and locate one after the other suspicious variables. Since the variable x 1 is first suspected, the aim is to estimate all the variables from all the 425 measures except that of x 1 ; this estimation is directly related to the reconciliation procedure of section 3.1 by taking advantage of the remark 2. The consistency of the estimates xi , i = 1, . . . , v obtained is then tested by evaluating the vector of residuals M x and then globally its norm Φ R,1 = M x . This evaluation is then restarted by suspecting the other variables x i , i = 2, . . . , v. The criteria Φ R,i = M x , i = 1, . . . , v obtained are then analyzed, the one whose value is judged below a threshold close 430 to zero corresponding to a suspicious variable. The procedure can be carried out again to detect on the one hand a possible suspicious x variable and on the other hand one or more suspicious y variables.

Of course, the search for another outlier can benefit from the previous outlier estimate. This estimation allows the correction of the affected measurement and thus the search for another outlier taking into account the previous correction. The table [START_REF] Barreyre | Statistiques en grande dimension pour la détection d'anomalies dans les données fonctionnelles issues des satellites[END_REF] gathers the results obtained by this sequential technique, which results from 16 eliminations for a variable x and as much for a variable y, each elimination being followed by a reconstruction of the variables, the quality of each reconstruction being evaluated by the norm of the residual vector of the redundancy models [START_REF] Horton | Multiple imputation in practice: comparison of software packages for regression models with missing variables[END_REF][START_REF] Huber | Robust estimation of location parameter[END_REF] computed with the estimated variables.

The first two lines of this table relate to the elimination of a variable x i , the next two lines to that of a variable y i . Examination of the norms for the residuals of the redundancy equations unambiguously points to x 1 and y 12 as variables with aberrant measurements. In the reconstruction, let us indicate that the corrective terms affecting these two measures were respectively 12.1 and 5.9 values in accordance with the biases that had been created. For this example, let us note that the detection and localization of outliers is done without ambiguity, the contrast between the minimum values of the two residual criteria with respect to the other values being significant: 1 compared to 12 and 9 compared to 74.

Remark 5. The above sequential procedure does not claim to provide the best solution for isolating outliers. Indeed it proceeds by decoupling, a first outlier is detected, localized and corrected by the reconciliation technique. This reconciled value is substituted for the measurement of the variable concerned, the procedure is resumed to process a second outlier and so on until the procedure is stopped. It is clear that in the presence of several simultaneous outliers, the estimate of the first value may be partially contaminated by the second. A more advanced version of this sequential technique can be used to iteratively refine the different estimates. 

Detection and localization using brute force technique

In computer science, brute-force search or exhaustive search, also known as generate and test, is a very general problem-solving technique and algorithmic paradigm that consists of systematically enumerating all possible candidates for the solution and checking whether each candidate satisfies the problem's statement.

Often not very efficient in terms of calculation time, this procedure is nevertheless easy to implement. In an optimization problem, as it analyzes all possible solutions, one is sure to highlight the optimal solution. For the example we are interested in, we have to search n f = 2 (this number could be modified) simultaneously aberrant measures among 32 (16 variables x i and 16 variables y i , which makes 496 different situations to examine. For each situation, only two faulty measures are set. The set of variables is then reconciled with respect to the redundancy equations according to the same technique as previously described, this reconciliation using all the measures except those of the two faulty variables. We thus have 496 reconciliation results, the best situation is the one where the corrections essentially affect n f = 2 variables among the 32 and where the residual vector has the smaller norm. For this situation, the table [START_REF] Beckman | s[END_REF] shows the correction terms x and ỹ made to the measurements, which can be compared to the terms in the table [START_REF] Barnett | Outliers in Statistical Data[END_REF]. Variables x 2 and y 11 have the largest corrections, the other variables are only slightly corrected. Thus, this procedure essentially causes the corrections to be carried over to the outliers, which is indeed the desired effect. In the end, the results obtained by this technique are quite similar to those obtained with the proposed method. However, as indicated above, this method is time consuming and is unsuitable for large systems. 

Definition 2. (Fault Signatures).

The signature of a fault f j is the binary vector F S(f j ) = [s 1,j , . . . , s n,j ] T where s i,j = 1 if f j is a variable of the equation used to form the redundancy equation r i , otherwise s i,j = 0.

This defintion implicitly assumes that the occurrence of f j is observable on the result of r i , i.e., if r i is satisfied, then fault f j did not occur. This is known as a simple fault exoneration assumption. Definition 3. (Fault Isolability). A surveillance system does not respect the isolability property, if two theoretical signatures are identical, i.e. if the Hamming distance between two signatures is zero. To allow an unambiguous recognition of the fault by tolerating k degradations on the real signature, the theoretical signatures must be at least 2.k + 1 bits apart. Indeed, if the distance between two theoretical signatures is only 2.k bits, k degradations of one of them bring the real signature at an equal distance from both. The failure is thus not isolable. Looking again at the example in section 3.3, the equations [START_REF] Horton | Multiple imputation in practice: comparison of software packages for regression models with missing variables[END_REF][START_REF] Huber | Robust estimation of location parameter[END_REF] allow us to establish the table [START_REF] Ben Aicha | Détermination de modèles ACP pour la détection et la localisation de défauts de capteurs[END_REF] of occurrence (with the symbols "1" and "." to translate the presence or absence) of the variables x i , y i , i = 1, . . . , 16. This table which consists of 32 columns for the variables and 18 rows for the equations reflects the influence of outliers in the different equations. It is important to note that the columns of this table are distinct from each other (except for the 12 and 13 columns).

Remark 6 (Multiple outliers). The synthesis of the signature of multiple outliers, i.e. occurring concomitantly, is a generalization of the previous case. As an example, the simultaneous presence of outliers affecting variables x 2 and x 10 is characterized by a signature that is deduced by applying a logical operator to columns 2 and 10 of the table [START_REF] Ben Aicha | Détermination de modèles ACP pour la détection et la localisation de défauts de capteurs[END_REF].

Remark 7 (Structuring the residues). Signatures for multiple outliers may become identical, limiting the ability to isolate them. For example, as simultaneous outliers on variables x 6 and x 10 have the same signature as simultaneous outliers on variables x 8 and x 10 , i.e. [. . . 1 1 1 . . .]

T , the joint outliers x 6 , x 10 and x 8 , x 10 are detectable but cannot be isolated. Subject to satisfying some structural conditions of the equations, this isolation can be solved by structuring the residuals by combining the equations so as to eliminate some variables [START_REF] Maquin | Comparison of gross errors detection methods in process data[END_REF]. For the example shown, merging the 4 and 5 equations of the system (36) generates the redundancy equation x * 5 -x * 8 -x * 9 = 0, which allows to complete the table (8) with a tenth line translating the occurrences of the 16 variables x i in this equation. As a consequence of this addition, the signatures of the x 6 , x 10 and x 8 , x 10 variable pairs become distinct, which solves the previous isolation problem.

How to use this signature table for detection/location of outliers affecting measurements? With measurements of the variables to be analyzed, the residual of the redundancy models is evaluated, generating a signature. The detection and location of faults are carried out by comparing this signature with those in the table [START_REF] Ben Aicha | Détermination de modèles ACP pour la détection et la localisation de défauts de capteurs[END_REF]. As the latter are in binary form, it is therefore appropriate that the actual signature is also in binary form : this is done by comparing each residual component to a threshold. Having normalized the experimental signature and the theoretical signatures, it is then necessary to choose a criterion to compare them, and here the Hamming distance has been chosen. The example in section (3.3) is again considered with the measurements recorded in the table [START_REF] Ben Aicha | Determination of Principal Component Analysis models for sensor fault detection and isolation[END_REF], where the outliers are always x 2 and y 11 . The table [START_REF] Benkabou | Détection d'anomalies dans les séries temporelles : application aux masses de données sur les pneumatiques[END_REF] shows a result of outlier detection/localization. The r line is the residuals from the measurements and the 18 redundancy equations [START_REF] Horton | Multiple imputation in practice: comparison of software packages for regression models with missing variables[END_REF][START_REF] Huber | Robust estimation of location parameter[END_REF] that should be analyzed against the theoretical outlier signatures. Examination of the values taken by r shows a group of values close to 0 and another behaviour of significantly larger values without being able to clearly establish a threshold separating these two groups. The line r N represents a normalization of the respective residuals of the redundancy equations [START_REF] Horton | Multiple imputation in practice: comparison of software packages for regression models with missing variables[END_REF][START_REF] Huber | Robust estimation of location parameter[END_REF] by their maximum values. The line s

(2,11) t corresponds to the theoretical signature of the fault pair on {x 2 , y 11 } and its comparison with the theoretical signatures of the table [START_REF] Ben Aicha | Détermination de modèles ACP pour la détection et la localisation de défauts de capteurs[END_REF] confirms the presence of faults on {x 2 , y 11 }. The reader will easily notice the difficulty in choosing a threshold to apply to the values of r N in order to binarize the r N residual to find the theoretical signature s (2,11) t see for example the values 0.36 and 0.23 for residuals 11 and 12). Of course this is a particular conclusion related to this example, for different measurements with lower noise levels the outliers were perfectly localized. In conclusion, it is clear that in this technique, the calculation of the residuals of the redundancy equations is easy to implement, but the adequate setting of a threshold to binarize them often remains problematic. To conclude this triple comparative analysis, with the exception of the redundancy equation residuals analysis approach which suffers from a significant difficulty in threshold setting, the so-called sequential and brute force approaches give detection/location results that are quite comparable to the one we propose. However, at the computational level, the brute force approach quickly finds its limitations when the size of the system increases. The sequential approach remains competitive but has a methodological disadvantage, as the estimation of the variables is done in a decoupled way and therefore presents a certain pessimism. On the other hand, the proposed approach carries out a global estimation of the variables, but, to remain critical, it is necessary to adjust the hyper-parameters c x and c z of the objective function Φ [START_REF] Horton | Multiple imputation in practice: comparison of software packages for regression models with missing variables[END_REF], in order to satisfy the attenuation of the effects of outliers. However, practice shows that the choice of these parameters can be made in a wide range of operation.

Robust Principal Component Analysis

Principal Component Analysis (PCA) is a widely used statistical tool for analyzing data collected from a running system to monitor its behavior. However, one of the major drawback of the "ordinary" PCA approach results from the use of least squares estimation techniques, which often fail to overcome the bias of accidental measurements, which is unfortunately quite frequent in practice. However, a PCA model can be constructed from the data without prior filtering, this construction being robust to the presence of large errors. The obtained model PCA being healthy, i.e. not (or only slightly) contaminated by outliers, its use for diagnosis (detection and localization of measurement errors) is then efficient [START_REF] Saha | Application of Principal Component Analysis for Outlier Detection in Heterogeneous Traffic Data[END_REF][START_REF] Harkat | An improved PCA scheme for sensor FDI: application to an air quality monitoring network[END_REF][START_REF] Li | Improved PCA method for sensor fault detection and isolation in a nuclear power plant[END_REF]. After a reminder of its classical formulation and its robust version, we focus on a much less known aspect of PCA which concerns the generation of residues suitable for the detection/localisation of outliers. The performance of these residuals comes from their structuring, which combines the reconstruction of variables and their projection in an ad-hoc subspace. The numerical example proposed remains modest in size, but allows us to show the implementation of this approach and the results of detection/localisation.

Recalls on Principal Component Analysis

In practice, we have a matrix of X ∈ R N data, row vectors x T i , which brings together the N measurements made on the n variables of the system. To search for the set of principal axes, we proceed as follows:

• evaluate the matrix of experimental variances and covariances of the centered data:

Σ = X T X (38) 
• solve, with respect to the P and Λ, equation :

ΣP = P Λ (39) 
P ∈ R n.n being the orthogonal matrix of eigenvectors p i of Σ and Λ ∈ R n.n that, diagonal, of its eigenvalues λ i .

It can also be shown that:

X = T P T T = XP (40) 
Relationships [START_REF] Isermann | Trends in the Application of Model-Based Fault Detection and Diagnosis of Technical Processes[END_REF] essentially find their interest when you decrease the size of the representational space (the number of main components used). Once the number of compoents to be retained is determined, the X matrix of the data can be approximated. To do this, the eigenvector matrix is partitioned into the form :

P = P P P ∈ R n× (41) 
From the decomposition (41), we can then explicite the part X of the data explained by the first eigenvectors and the residual s X explained by the remaining components : X = X P P T (42) X = X(I -P P T ) [START_REF] Kolokas | A generic fault prognostics algorithm for manufacturing industries using unsupervised machine learning classifiers[END_REF] The following sections show how to apply these relationships to a new observation whose consistency you want to test.

Robust Principal Component Analysis Formulation

A major difficulty with the PCA is its sensitivity to outliers. To reduce this sensitivity, various techniques can be used, notably the one that consists in performing the PCA directly on the data that may be contaminated by outliers using an algorithm that is robust to these outliers. In [START_REF] Fekri | Robust weighted orthogonal regression in the errors-in-variables model[END_REF] the authors define a "local" matrix of variances and covariances in the sense that the proposed form tends to emphasize the contribution of close observations to the detriment of distant observations due to the presence of outliers. This matrix noted Σ r is defined in the following form according to the observations x i :

Σ r = N -1 i=1 N j=i+1 w i,j (x i -x j )(x i -x j ) T N -1 i=1 N j=i+1 w i,j (44) 
w i,j = exp - β 2 (x i -x j ) T V -1 (x i -x j ) (45) 
β being a parameter to be adjusted to effectively obtain a reduction in the influence of distant observations, the authors recommend a value close to 2. Decompositions [START_REF] Isermann | Trends in the Application of Model-Based Fault Detection and Diagnosis of Technical Processes[END_REF] to [START_REF] Kolokas | A generic fault prognostics algorithm for manufacturing industries using unsupervised machine learning classifiers[END_REF] are then made using Σ r instead of Σ in [START_REF] Imtiaz | Missing Data Treatment Using Iterative PCA and Data Reconciliation[END_REF].

Principle of variable reconstruction

Knowing the robust PCA model, the consistency of a new x measurement vector can now be tested.

Considering the previous results [START_REF] King | Data Reconciliation[END_REF][START_REF] Kolokas | A generic fault prognostics algorithm for manufacturing industries using unsupervised machine learning classifiers[END_REF], we can write the following decomposition:

x = x + x (46a) x = C ( ) x (46b) 
x = (I -C ( ) ) x (46c)

C ( ) = P P T (46d)
where x and x are respectively the projection of x on the spaces generated by the main components and the nremaining components (residual space). The analysis of the magnitude of the components of x, or even those of x, can reveal the presence of measurement faults. However, note that x is obtained from all the components of the x measurement vector. Consequently, the presence of an outlier in the observation vector x makes the estimate x sensitive to this value and to avoid this we can try to express this estimate using only a part of the observation vector x.

Let's try to estimate the r-th component of the x vector. By noting c ij the elements of the matrix C ( ) , the r-th component of x (46b) becomes explicit:

xr = n j=1,j =r c rj x j + c rr x r (47) 
where we have particularized the contribution of the rth component x r of the x measure for reasons that are going to make sense. For the estimation [START_REF] Llanos | A robust methodology for the sensor fault detection and classification of systematic observation errors[END_REF], if one wishes not to use the r-th component x r of the measure x, one can replace, in the right-hand side of the equation ( 47), x r by ẑr , which gives (under the condition c rr = 1) the desired estimate: :

xr = c T -r 0 c T +r 1 -c rr x (48) 
where the indices -r and +r are respectively used to construct a vector formed by the first r -1 and the last nr elements of the vector c r . Thus, the r-th component of x is estimated using all its components except the rth. If only the r-th component of x is subject to error, then the resulting estimate is not sensitive to this error. Consequently, this partial reconstruction of the measurement vector is noted:

x(r) = x T -r xr x T +r T , x(r) ∈ R n (49) 
where (.) (r) recalls r index is that of the variable not used in the reconstruction. For the purpose of diagnosis, the estimate (49) should be analysed, e.g. by comparing it with measurements. In fact, it is more interesting to analyze the projection of this estimate in the residual space and this for the n possible reconstructions according to the value of the r index. These projections are an indicator of the presence of a fault and can be explained as follows:

x

(r) = (I -C ( ) )x (r) (50) 
After postponing ( 49) in ( 50), we can show that:

x(r) = P ( ) r x (51a)

P ( ) r = (I -C ( ) ) I + ξ r ξ T r C ( ) 1 -ξ T r C ( ) ξ r (I -ξ r ξ T r ) (51b) 
where the vector ξ r ∈ R n has all its components equal to one except the r rank which is equal to zero.

Remark 8. It is important to note again that the previous reconstruction x(r) is done using all available measures except the one of rank r. There are thus n reconstruction possibilities and this remark will be used later during the phase of isolating the outlier(s). The same applies to the projection x(r) .

Remark 9. The matrix P ( ) r

(51b) has two important special properties. Given its definition the reader can check that :

P ( ) r ξ r = 0 (52) ξ T r P ( ) r = 0 (53) 
which highlights the peculiar structure of the P ( ) r matrix, namely that the r-th column and the r-th row of this matrix all have zero components. Obviously, the examination of the expression (51a) shows that the x(r) projection has a structure particularly adapted to the detection and localization of aberrant measurements.

Remark 10. The proposed reconstruction with (47, 48, 51a) is concerned with a single component of the measurement vector. Using a classical hypothesis of observability, it is possible to reconstruct several variables at the same time from the same measurement vector. This extension is particularly useful in the presence of several measurements in fault simultaneously [START_REF] Ben Aicha | Détermination de modèles ACP pour la détection et la localisation de défauts de capteurs[END_REF], [START_REF] Ben Aicha | Determination of Principal Component Analysis models for sensor fault detection and isolation[END_REF].

Detection and localization of abnormal measurements

To specify the way to detect measurement faults, let us consider the case of a healthy data x * corrupted by a noise of zero mean value and a fault of magnitude d acting in the direction ξ f (d and ξ f not being known):

x m = x * + + ξ f d (54) 
In this expression x * is the true value (and thus satisfies the P CA model), ξ f is the null vector except its f component equal to the unit and x m is an available observation of x * . Under (51a), the residual calculated by reconstructing only the r rank component of x is explicit :

x(r) = P ( ) r (x * + + ξ f d) = P ( ) r ( + ξ f d) (55)
whose mathematical expectation is:

E(x (r) ) = P ( ) r ξ f d (56) 
which highlights the role played by the r-th row and r-th column of the P ( ) r projection matrix. One can generalize this analysis by calculating the projection matrices for the various possible directions of fault ξ r , r = 1, . . . , n as well as the resulting residuals. The analysis of these residuals, thanks to the properties ( 52) and ( 53), then makes it possible to detect and localize the fault if it exists. Indeed, let us consider all the possible reconstructions r = 1, . . . , n. Starting from [START_REF] Potter | Thresholdless redundancy management with arrays of skewed instruments. Integrity in electronic flight control systems[END_REF] for the different projection matrices we can state the two rules :

• R 1 : if the direction of reconstruction ξ r is that of the fault, i.e. if r = f , then all the components of the vector P ( ) r ξ f are zero

• R 2 : if the direction of reconstruction ξ r is different from that of the fault, then the components of the vector P ( ) r ξ f are not a priori null, except the component of rank r.

The implementation of this isolation technique is systematic. It requires, at each time instant, the calculation of the projection of the reconstructions according to a set of n directions, but the projection matrices can be calculated once and for all and applied to the analysis of all new observations acquired on the system.

Example

A simple example has been constructed with n = 7 variables and N = 120 measures. The X matrix collecting the data is expressed :

X =     x T 1 x T 2 . . . x T N     (57) 
where the components of x i (i = 1, . . . , N ) are :

x i,1 = sin 2 (0.2 i)(1 + cos(0.33 i)) (58) 
x i,2 = 2x i,1 (.1 + x i,1 )

x i,3 = sin(0.5 i)(1 + cos(0.16i))

x i,4 = 3.5 x i,1x i,2

x i,5 = x i,1 + 0.5 x i,2

x i,6 = x i,1 + x i,3

x i,7 = 0.5 x i,2 + x i,3

To these seven variables are added realizations of variables distributed according to centered normal laws of the same standard deviation equal to 0.02.

A constant amplitude bias 1.5 simulates the presence of outliers d j affecting variables x j , j = {1, 2, 3, 5, 7}: observations 14 to 20 for x 1 , from 29 to 35 for x 2 , from 44 to 59 for x 3 , from 74 to 80 for x 5 , from 104 to 110 for x 7 . The objective is to detect them and especially to locate them. 11 indicates the theoretical sensitivity of the projections (51a) with respect to 645 the faults d i , i = 1, . . . , n} where x(r) i,j designates the jth component of the residue evaluated at time i without using the measure of the variable r. For each variable, seven reconstructions can be proposed, which justifies the presence of the seven projections x(r) i,j in table 11 established thank to the properties (52, 53) (as a reminder, r is the index of the variable not used for the reconstruction, i the time, j the number of one of the seven variables). The 650 presence of a cross indicates the structural influence of an outlier on a residual projection, as opposed to the 0 symbol. Thus, the analysis of the magnitudes of the residuals x(r)

.,. for r = 1...n reveals the presence of faults and makes it possible to determine the component of the measurement affected by this fault. Note, however, that the sensitivity table only reflects the occurrence of faults in the residuals independently 655 of their numerical values. Be aware that certain operating conditions can lead to very low numerical sensitivities that do not allow for any conclusion. Using the raw data contaminated by outliers, we determined the robust P CA model by applying the propositions in sections 4.2 and 4.3. The analysis of the decay of the normalized eigenvalues of the variance and covariance matrix, allows us to limit to for the number of principal components to be 660 retained for the reconstruction of the variables using the P CA model. Given this model, the procedure in section 4.3 can then be applied to reconstruct the variables and to project he reconstruction errors.

Figures [START_REF] Blazquez-Garcia | A review on outlier/anomaly detection in time series data[END_REF] to [START_REF] Chinen | Dynamic Data Reconciliation and Model Validation of a MEA-Based CO2 Capture System using Pilot Plant Data[END_REF] display the results of detection and isolation of outliers. Each figure has seven graphs, each relating to one of the seven system variables. For reasons of space, only the figures relating to the reconstructions in directions ξ 1 , ξ 2 , ξ 4 are given.

665

The 1 to 7 graphs in figure 11 visualize the estimates (in red color) of the seven variables

x [START_REF] Alighardashi | Expectation Maximization Approach for Simultaneous Gross Error Detection and Data Reconciliation Using Gaussian Mixture Distribution[END_REF] .,j , j = 1, . . . , 7 obtained by reconstruction without using the measurement of the first variable. They can be compared to the measurements (in blue color) and thus highlight the corrections made. The graphs 1 to 7 in figure 12 concern the residuals x [START_REF] Alighardashi | Expectation Maximization Approach for Simultaneous Gross Error Detection and Data Reconciliation Using Gaussian Mixture Distribution[END_REF] .,j , j = 1, . . . , 7 obtained by projecting the previous reconstructions of the variables obtained without using the 1 variable measure. For this, (51a) was used 670 with the projection matrix P Residues, without using the measure of variable 1

x(1)

.,1 0 0 0 0 0 0 0 x [START_REF] Alighardashi | Expectation Maximization Approach for Simultaneous Gross Error Detection and Data Reconciliation Using Gaussian Mixture Distribution[END_REF] .,2

0 × × × × × × x(1) .,3 0 × × × × × × x(1) .,4 0 × × × × × × x(1)
.,5

0 × × × × × × x(1) .,6 0 × × × × × × x(1) .,7 0 × × × × × ×
Residues, without using the measure of variable 2

x(2)

.,1

× 0 × × × × × x(2)
.,2 0 0 0 0 0 0 0 x [START_REF] Antolin | A data driven trimming procedure for robust classification[END_REF] .,3

× 0 × × × × × x(2)
.,4

× 0 × × × × × x(2)
.,5

× 0 × × × × × x(2) .,6 × 0 × × × × × x(2) .,7 × 0 × × × × × . . .
Residues, without using the measure of variable 7

x [START_REF] Beckman | s[END_REF] .,1 [START_REF] Beckman | s[END_REF] .,2 × × × × × × 0 x [START_REF] Beckman | s[END_REF] .,3 [START_REF] Beckman | s[END_REF] .,4 [START_REF] Beckman | s[END_REF] .,5 [START_REF] Beckman | s[END_REF] .,6 [START_REF] Beckman | s[END_REF] .,7 0 0 0 0 0 0 0 The seven projections are substantially null when the reconstruction is done without the measurements of the first variable. Two hypotheses can be stated: absence of fault or presence of a fault in the direction

× × × × × × 0 x
× × × × × × 0 x
× × × × × × 0 x
× × × × × × 0 x
× × × × × × 0 x

Conclusion

Although partial and with restrictive assumptions regarding the static nature of the systems considered, this presentation has attempted to draw the reader's attention to the presence of outliers in the measurements and how to take them into account. Two points of view are presented, the first relating to the location of these outliers and their replacement by substitute values, the second relating to their accommodation, i.e. their acceptance by minimising their influence in the estimation procedure. This second point of view has been detailed on the one hand in a robust measurement validation procedure and on the other hand in the use of robust principal component analysis, the robustness being to be understood in terms of reducing the influence of outliers. The two techniques presented in sections 3 and 4 were presented in the somewhat reductive framework of static systems, but their extension to the case of dynamic systems does not pose any methodological problems.
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Figure ( 3 )Figure 3 : Outlier filtering 2 . 5 .

 3325 Figure (3) is an illustration of outlier replacement (in signal sav) using trimming (signal stf ) and median filtering (signal smf ) techniques. Of course the filter window width is the key parameter of these techniques. A close look at this figure shows the removal of outliers but with a slight distortion of the rest of the signal. The right part of the figure compares the 3 signals by their differences two by two.

2 w 1 Figure 4 :

 214 Figure 4: Influence function

Figure 5 :

 5 Figure 5: Series x i with abnormal values and weights w i

Figure 6 :

 6 Figure 6: Ordinary and robust regression

Figure 8 :Figure 9 :

 89 Figure 8: Corrective terms CT for flows and concentrations

3. 4 . 3 .

 43 Detection and localization of outliers from the signature of model residuals As previously mentioned, the diagnostic technique requires the synthesis of indicators that can reveal the presence of anomalies that may affect the measurement. Here, these indicators are simply the result of the adequacy of the measurements with respect to the redundancy equations.
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Figure 10 :

 10 Figure 10: Raw data

( ) 1

 1 elaborated with the direction ξ 1 = [1 0 0 0 0 0 0] T . In a similar fashion, Figures13 and 14on the one hand and Figures 15 and 16 on the other have been constructed with the respective directions of projection. ξ 2 = [0 1 0 0 0 0 0] T and ξ 4 = [0 0 0 1 0 0 0] T . To analyse the different residues obtained, reference should be made to the properties of the projection

Figure 11 :Figure 12 :

 1112 Figure 11: Reconstructions without using variable 1

Table 1 :

 1 Quality of a sensor

		Bias	
			* * * * * * * * * M easurements *
	T rue value	*	
	Figure 1: Various types of errors.
	Sensor		Systematic Random
			errors	errors
	true and unfair	minor	important
	wrong and fair	important	minor
	true and fair (precise) minor	minor
	wrong and unfair	important	important

2.2. Active approach: detection of outliers in multiple time series

Table 2 :

 2 Measures available over time and model residuals

	86	0.61	0.95	1.54	0.02	0.02	0.03
	1.24	1.49	0.98	2.45	0.01	0.01	0.02
	2.15	2.01	0.29	2.30	0.12	0.00	0.12
	1.62	2.17	0.80	2.96	0.01	0.01	0.02
	1.50	2.05	0.90	2.95	0.00	0.00	0.00
	1.69	1.81	0.95	2.39	0.93	0.37	1.30
	1.31	1.48	0.89	2.37	0.02	0.00	0.02
	1.13	1.17	0.94	2.13	0.01	0.02	0.02
	1.45	0.91	0.55	1.45	0.01	0.00	0.00
	1.15	0.68	0.73	1.40	0.02	0.01	0.03
	1.27	0.50	0.58	1.07	0.04	0.00	0.04
	2.77	0.86	0.03	0.38	0.49	0.50	0.00
	1.37	0.25	0.44	0.69	0.00	0.00	0.01
	1.02	0.18	0.65	0.82	0.00	0.01	0.01
	1.20	0.12	0.52	0.64	0.01	0.00	0.01
	1.45	0.09	0.37	0.46	0.04	0.00	0.04
	0.43	0.06	0.94	0.99	0.00	0.00	0.00
	0.64	0.04	0.83	0.87	0.01	0.00	0.01
	0.59	0.03	0.85	0.88	0.00	0.00	0.01
	1.42	0.02	0.37	0.39	0.01	0.00	0.01

Table 3

 3 

				: structured faults signature		
	1										
	0.5										
	0										
	0	2	4	6	8	10	12	14	16	18	20
	1										
	0.5										
	0										
	0	2	4	6	8	10	12	14	16	18	20
	2										
	1										
	0										
	0	2	4	6	8	10	12	14	16	18	20
			Figure 2: Model Residuals			
	the figure (2). The three model residuals are essentially zero except for the two observations 6 and 12. 155

Table 4 :

 4 Robust estimation of a mean and standard deviation

  and 6 affect the measures of the second component of x and the eleventh component of y), and to propose replacement values for the outliers.

	6 y * 6 -x * 10 y * 10 6 -x * 6 y * x * 8 y * 8 -x * 7 y * 7 x * 7 y * 7 + x * 10 y * 10 -x * 9 y * 9 x * 11 y * 11 -x * 12 y * 12 -x * 13 y * 13 -x * 16 y * 16 = 0 = 0 = 0 = 0 x * 12 y * 12 + x * 13 y * 13 -x * 14 y * 14 = 0 x * 16 y * 16 + x * 14 y * 14 -x * 15 y * 15 = 0 3 4 5 6 54.23 80.39 59.33 10.52 47.04 59.61 56.00 67.81 58.31 11.81 46.49 59.39 -1.77 12.58 1.02 -1.29 0.55 0.22 57.88 72.98 62.17 15.10 47.08 59.67 -3.65 7.41 -2.84 -4.57 -0.04 -0.06 8.26 6.64 6.20 1.16 7.47 6.81 8.14 6.92 6.11 1.13 7.38 7.08 0.12 -0.28 0.09 0.03 0.09 -0.27 8.56 7.03 5.83 1.16 7.32 7.05 -0.31 -0.40 0.37 -0.01 0.15 -0.23 9 10 11 12 13 14 21.58 13.58 10.08 16.60 2.81 19.99 21.22 12.90 9.51 16.53 2.73 19.26 0.36 0.68 0.58 0.07 0.08 0.73 21.51 12.60 10.81 17.16 2.98 20.13 0.07 0.99 -0.73 -0.56 -0.16 -0.14 3.34 6.10 17.62 6.52 2.52 6.25 3.25 6.02 11.85 6.57 2.53 5.99 0.10 0.08 5.77 -0.05 -0.01 0.25 3.21 6.04 13.99 7.84 2.75 7.09 The measures (x 1 2 x m xRLS xRLS xOLS xOLS y m ŷRLS ỹRLS ŷOLS ỹOLS x m xRLS xRLS xOLS xOLS y m ŷRLS ỹRLS ŷOLS ỹOLS 0.14 0.06 3.63 -1.32 -0.23 -0.84	7 8 33.18 24.76 34.12 25.27 -0.95 -0.51 34.10 25.57 -0.92 -0.81 4.22 10.92 4.29 10.85 -0.07 0.06 4.25 10.78 -0.03 0.14 15 16 9.30 9.01 9.51 9.76 -0.20 -0.75 10.81 9.32 -1.50 -0.31 11.75 0.20 11.85 0.29 -0.09 -0.09 13.99 -0.91 -2.23 1.11	(37)

m , y m ) of these sixteen pairs of variables over a given time period are recorded in table

[START_REF] Barnett | Outliers in Statistical Data[END_REF]

. The purpose of data validation is twofold: to detect outliers (here, two biases of respective amplitudes 12

Table 5 :

 5 Measured, estimated and corrective terms for flows and concentrations

  deleted variable x 1 x 2 x 3 x 4 x 5 x 6 x 7 x 8 x 9 x 10 x 11 x 12 x 13 x 14 x 15 x 16 M x 12 1 15 15 17 17 17 17 17 17 15 17 17 17 17 17 deleted variable y 1 y 2 y 3 y 4 y 5 y 6 y 7 y 8 y 9 y 10 y 11 y 12 y 13 y 14 y 15 y 16

	M (x ⊗ y)	88 74 76 88 88 88 88 88 88 88 9	77 77 88 88 76

Table 6 :

 6 Sequential outlier search technique

  .[START_REF] Chèze | Détection par boosting de données aberrantes en régression[END_REF] 12.1 0.27 0.27 0.06 0.23 0.28 0.41 0.14 0.04 0.17 0.23 0.23 0.05 0.30 0.28 ỹ 0.12 0.10 0.21 0.02 0.15 0.11 0.22 0.04 0.17 0.06 5.80 0.06 0.01 0.29 0.07 0.11

	1	2	3	4	5	6	7	8	9	10 11 12 13 14 15 16
	x 0									

Table 7 :

 7 Corrective terms. Brute force technique algorithm

Table 8 :

 8 Fault signature table for x, y variables

Table 9 :

 9 Measures of x and y variables

		1	2	3	4	5	6	7	8
	x 56.67 78.76 57.1	9.32 49.08 60.60 32.39 26.63
	y	7.73	6.43	6.09	1.02	7.18	7.14	3.80 10.30
		9	10	11	12	13	14	15	16
	x 21.04 11.56 9.80 16.90 2.58 22.05 10.21 10.83
	y	3.05	5.89 18.30 7.16	2.60	6.22 12.61 0.08

Table 10 :

 10 Residuals of redundancy equations

		1	2	3	4	5	6	7	8	9	10 11 12 13 14 15 16 17 18
	r	12 12 1.2 0.1 1.6 0.2 1	3	1	58 21 13 12 35 9	52 10 7
	r N	1	0.92 0.1 0	0.1 0.02 0.1 0.2 0.1 1	0.36 0.23 0.2 0.6 0.16 0.9 0.16 0.13
	s (2,11) t	1	1	0	0	0	0	0	0	0	1	1	0	0	0	0	1	0	0

Table 11 :

 11 Sensitivity of projected residues to faults
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agreement with those of the detection/location signatures in Table10. This result can be further reinforced from the figures 17, 18 and 19. The graph number j in figure17shows the sums of the projections taken in absolute values when the variable j is not used. As an example, the first graph of this figure is obtained from the sum of the signals of figure11taken in absolute values. Clearly, the figure17highlights the signatures of the faults and allows to find the 690
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ξ 1 that is to say affecting the variable x 1 . This figure alone is not enough to resolve the ambiguity.

In a similar fashion examining the figure 14 (constructed without using the measure of the second variable) always for the time interval 14 -20 reveals non-zero values for several projections and therefore 680 the existence of a fault. Since two of the projections for the first variable are non-zero, it is this variable that is in fault. Still for this time interval 14 -20, the reader will be able to interpret in a similar way the seven graphs of figure 16 in order to confirm the previous conclusion. The detection and isolation of a measurement fault for this interval is thus achieved. They can be repeated for the other time intervals and conclude to the presence of faults on the other two variables. Finally, figure 18 partially reproduces those dedicated to reconstruction errors. However, it is limited to visualizing the reconstruction error of each variable j, j = 1, . . . , n when the measure of this variable is not used in the reconstruction procedure. From each graph, an estimate of the bias can be extracted, the bias corresponding, with the exception of noise, to the reconstruction error. Thus, for the first graph 700 relating to the reconstruction error of the first variable, the magnitude of the reconstruction error in the interval [14 20] indicates a value of 1.5 which effectively corresponds to the bias affecting this variable. The reader will make the same kind of observation for variables 2, 3, 5, 7 from the graphs associated with these variables.

This succinct presentation of the use of P CA for the detection of outliers would require much further 705 development. The previous example presents a relatively simple situation where the magnitude of the faults is large enough to allow their detection. The magnitude of the detectable faults is to be compared with the magnitude of the measurement noise but also with the quality of the P CA model. The reader will easily understand that in order to remain concise, we have omitted to present a systematic analysis of the hyper-parameters of the proposed technique and their influences on the results of fault detec-710 tion/location: number of measurements, richness of information in the measurements used, robustness factor β in the calculation of the variance-covariance matrix, signal-to-noise ratio.