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INTRODUCTION

Nowadays renewable energy is a long term solution for replacing the conventional sources of energy. It is known that the sun provides our planet enough energy to sustain the modern life style of its inhabitants. Many countries reoriented their policies regarding the production of energy and embraced the production of "green energy". The use of photovoltaic (PV) arrays and wind turbines has become very popular.

Nevertheless this "free energy" arises new challenges. Some of the big inconveniences of these alternatives are represented by a low conversion rate of the energy and the necessity of using an energy storing system. Another drawback is the reduced transfer efficiency between the PV arrays or/and wind turbines and the consumers.

Since the energy provided by the sun should be sufficient to cover all the world's energy consumption, if captured and stored at reasonable costs, the use of photovoltaic panels will have an increased popularity in time. The "green energy" sector comes with new challenges such as low conversion rates, additional energy storage systems and transfer inefficiency between the PV array and its connected load.

Photovoltaic power stations up to 500kw both in isolated areas and in urban zones will have an exponential development, as many countries reorient their policies regarding the production of energy embracing the use of "green energy". As such, the global tendency is to promote the concepts of energy optimization and energy independence through renewable sources, and among these, the photovoltaic panels are the most favorable. In this sense, the European Union has set the directive 2010/31/UE, in which, by 2021, all new building should be "nearly zeroenergy buildings", suggesting that a significant amount of energy should be covered by renewable sources, local or nearby.

Because PV panels still have a reduced conversion rate, a strong and fast power variation and a wide geographical distribution of PV generators, it is implicitly obvious that an optimal energy management is essential. There are two important solutions for achieving this: the first one consists in the construction of a large energy grid, spread on geographical regions with variable power generation conditions, whereas the second approach implies the use of Smart Storage solutions [7]. Three main types of storage exist: Mechanical storage, as for example: water pumping systems (ex: storage by water pumping in Ludington: 110m, 1.87 GW, 15h, 27 million kWh); battery based solutions with different types of batteries used, each with its own advantages and disadvantages [START_REF] Kumar | Implementation of MPPT Control Using Fuzzy Logic in Solar-Wind Hybrid Power System[END_REF], [START_REF] Kazan | Maximum Power Point Tracking Using Ripple Correlation and Incremental Conductance[END_REF]; and, finally, hydrogen based storage, bringing a high energy density, good conversion efficiency and physical robustness [START_REF] Shannana | Single-Diode Model and Two-Diode Model of PV Modules: A Comparison[END_REF].

The goal of this thesis is to present and compare different control strategies for systems that are powered by renewable sources of energy. A prototype for testing purposes was designed.

This thesis treats different aspects such as PV panel modelling, buck converter modelling, building a non-linear observer, a control algorithm based on maximum power point tracking (MPPT),a polynomial control algorithm, the stability of the system.

Chapter 2 presents different photovoltaic cell models that can be further used in control loops. A graphic user interface is created for facilitating the computation of certain parameters and of the power-voltage / current-voltage characteristics of a PV panel. Furthermore a state space model and a transfer function model of some DC/DC converters are presented.

Chapter 3 focuses on elaborating a Takagi-Sugeno (T-S) observer which will provide the estimated voltage of the PV panel. The latter will later be used in the control block or it can serve for diagnosis purposes.

Chapter 4 compares different classical MPPT algorithms, as well as advanced control algorithms which may be later used to improve the performances of the control loops. A case study on a supervisory control that uses fuel cells is proposed.

Chapter 5 is oriented on a rather practical approach. It presents a distributed control system that is managed via an OPC server. A data acquisition system stores the data sent by each of the control loops and is able to plot data in real time.

Chapter 6 is dedicated to the conclusions.

Chapter 7 presents the code of the developed software and some schematics that were used during simulations. Le chapitre 7 présente les codes des logiciels développés et certains schémas qui ont été utilisés durant les simulations.

Le chapitre 8 liste la bibliographie.

CONSTRUCTION OF THE MATHEMATICAL MODELS

Photovoltaic panels

Whenever a model is used in a control loop or a supervisory system, its accuracy plays a crucial role. In this chapter we shall present different typologies of photovoltaic cell models.

Before proceeding, a brief reminder of what a solar panel is made of, and how it is functioning will be made.

A photovoltaic panel is composed of several photovoltaic cells ( On the present market, we can distinguish three types of technologies that are used for manufacturing them. The silicon crystal is formed into bars and cut into wafers. Using only one type of crystal offers a higher conductivity to electrons which generate an electric flow, which leads to a lower temperature coefficient. Therefore, it has an increased efficiency of 10÷23% and a better tolerance to higher operating temperatures, with respect to the other technologies presented below. It also requires less space than its homologues.

However, since the fabrication process is more expensive, its final price might represent a drawback for the buyer. They are particularly sensible to shadowing effects if they do not benefit of the bypass diodes devices. Polycristalline solar cells (Figure 2-2) are created from fragments of silicon that are melted together to form wafers. Along with the lower purity, the freedom of the electrons to move is diminished as well. This will conduct to a lower efficiency and a higher operating temperature.

They have a lower fabrication cost, due to the simplified technology, which makes them more attractive. We may associate a PV cell with a PN junction diode, since it is a semiconductor with a positive P type layer and a negative N type later, as presented in Figure 2-4 connected in a series / parallel architecture.

When the solar radiation hits the surface of the semiconductor, it sets free electrons that will flow and be collected by the metallic strips. This will represent the positive junction of the PV cell.

On the other side, the P-type material, represents the negative junction. In order to increase the output voltage of a PV panel, the PV cells are connected in series. To increase the output current, we can either connect the PV cells in parallel, either replace them with others that have a bigger surface area.

Photovoltaic arrays, which are obtained by interconnecting multiple PV panels in a series / parallel configuration, can be used to achieve certain power performances.

For the next part, the following conventions will be made:

is the output current of the PV cell;

is the photogenerated current by the incidence of light;

is the output voltage of the PV cell;

is the diffusion diode current (obtained with the Shockley diode equation);

is the recombination diode current; and are the reverse saturation currents or leakage currents of the diode ,respectively ; and are the thermal voltages of the two diodes;

, where is the Boltzmann constant ( ⁄ ), is the electron charge ( ) and is the temperature of the p-n junction (in Kelvin);

and are the ideality factors of the two diodes; is a series resistance; is a shunt resistance;

is the light generated current measured in standard test conditions (STC);

is the short circuit current coefficient (measured in ⁄ ); is the open circuit current coefficient (measured in );
is the open circuit voltage at STC; is the short circuit current at STC;

(temperature measured in Kelvin);

is the insolation or irradiance, while is the irradiance measured in STC.

The performances of a PV panel are measured under standard test conditions (STC):

 the photovoltaic cell's ;

 the ⁄ ;

 air mass of 1.5 spectrum.

One diode photovoltaic panel model

Different models of photovoltaic (PV) cells are presented in several paperwork [4,5,[START_REF] Kumar | Implementation of MPPT Control Using Fuzzy Logic in Solar-Wind Hybrid Power System[END_REF].

The complexity of the chosen model might have a great impact upon the accuracy of the simulation. Thus, the nonlinear I-V and P-V characteristic curves are affected.

The simplest (ideal) PV cell model, consisting of a current source ( ) connected in parallel to a diode ( ), offers an output current ( ) directly proportional to the radiation level. The light generated current can be expressed as:

( ) (1) 
It can be observed that this term is dependent on both irradiance and temperature. We shall consider, for all further calculus, a constant AM=1.5 atmosphere thickness, which corresponds to a solar zenith angle of 48.2°.

We can compute the value of the output current of the photovoltaic cell, by applying Kirchhoff's current law:

(

) 2 
where the current of the diode is calculated using the Shockley diode equation:

[ ] (3) 
The reverse saturation current of the diode can be expressed as following:

( * [ . /] (4) 
where is the band gap energy of the semiconductor (usually for polycrystalline at ), while is reverse saturation current at STC.

Most PV panels datasheets do not offer enough information regarding some of the above mentioned parameters, thus an improved equation which takes into account temperature variation replaces the previous one:

( ) [( ) ( )] (5) 
Replacing the light generated current and the current of the diode from eq.( 2) with the values from eq.( 1), ( 3) and ( 5), we obtain the output current of the ideal photovoltaic cell: ) This model has the advantage of having a reduced number of parameters, necessary for computing the I-V characteristic curve.

( ) ( ) * ( ) ( ) + [ ] (6 
However it presents a big drawback when exposed to environmental variation, fact which makes it unsuitable for real world functioning.

An improved model is obtained by adding a series resistance ( ), which takes into account the voltage drops and the internal losses. It is one of the most frequently used models in paperwork and PV cell simulations. The output current of the photovoltaic cell is:

(7)
where the current of the diode becomes:

* + (8)
When the device operates in the current source region, this model lacks precision.

Another model is obtained by adding a parallel resistance ( ) to the previous structure. The I-V characteristic curve of this model is closer to that of the PV cell than in the other cases, by taking into account the leakage current to the ground when the diode is in reverse bias. The output current of the photovoltaic cell changes to:

( ) (9) 
It is shown [4] that the one diode PV cell model seems to lack precision when subjected to low voltages, by neglecting the recombination loss in the depletion region of the diode.

Double diode photovoltaic model

Another model is obtained by adding a parallel resistance ( ) to the previous structure. The I-V characteristic curve of this model is closer to that of the PV cell than in the other cases. It is shown [4] that the one diode PV cell model seems to lack precision when subjected to low voltages, by neglecting the recombination loss in the depletion region of the diode.

In order to solve this problem a trade-off between the accuracy and the complexity of the model is made. Another diode ( ) is thus added. The two diode PV cell model is presented in Figure 2345678. The output current ( ) equation of the PV module is:

( ) * + * + ( ) (10) 
It can be observed the number of parameters of this model increased to seven: , , , , , and .

In order to reduce the time computation the following simplification is made:

( ) [( ) *,( ) -+] (11) where ( ) , and . 
The values of the and resistances are computed using the algorithm presented in chapter 2.1.3.

The reverse saturation current of the two diodes becomes:

( ) [( ) ] (12) 
Typical PV power generation systems are configured in series parallel structures in order to achieve certain power demands. The next equation describes output current of such a x size PV module:

[ ( * ] [ ( * ] ( ( * ( * , (13) 
The power of a PV array, , is dependent on the insolation, the cell temperature and the connected load.

Different maximum power point tracking (MPPT) algorithms can be found in literature. Their goal is to optimize the efficiency of the PV array by delivering a maximum power that the PV can achieve with respect to the environmental conditions and load.

The maximum power point should satisfy the following condition:

(14) ( ) [ ( * ( * ( * ] (15) 
A sequence of plots will show the differences between the three types of PV models mentioned earlier for different functioning conditions. The PV panel that is simulated has the characteristics taken from the datasheet of a 30W PV, Ameresco Solar 30J.

The I-V curve and P-V curve for STC are presented in Figure 2 A solution for this scenarios is obtained by applying the Newton-Raphson algorithm for finding the values of and described in [1,2,[START_REF] Kumar | Implementation of MPPT Control Using Fuzzy Logic in Solar-Wind Hybrid Power System[END_REF], adapted for the two diode PV cell model. The following graphic user interface (GUI) was developed to facilitate the computation of the two values (Figure 2345678910111213).

After filling in the gaps with the data provided in the datasheet of the PV panel and choosing a suitable value for α 2 (α 1 =1, by default) the button that enables the search algorithm can be pressed. The results will be shown among with the I-V and P-V characteristic curves. The simulation is made for a 1500 watts PV array, as in Figure 2-13., while the characteristic curves can be observed in Figure 2 Furthermore we can set up the values of the Voc, Vmp and Kv, by filling in the three input boxes from panel (5). We can proceed similarly for setting up the values of Isc, Imp and Ki, from the other three input boxes present in panel [START_REF] Lendek | On non-PDC local observers for TS fuzzy systems[END_REF]. The input box (7) is used for setting the ideality factor of the second diode.

In panel [START_REF] Kumar | Implementation of MPPT Control Using Fuzzy Logic in Solar-Wind Hybrid Power System[END_REF] we can decide upon the value of Ns, Np and P, which represents the maximum rated power at STC, for Ns connected PV cells.

In order to compute the values of Rs and Rp, using the Newton-Rhapson algorithm, for a model that is using a single/double diode, we have to push the "Compute Rs,Rp" button [START_REF] Kumar | Implementation of MPPT Control Using Fuzzy Logic in Solar-Wind Hybrid Power System[END_REF].

The computed values, after applying all the above mentioned steps, are and 3.061Ω. We presume that the PV array is connected to a variable load, a battery in this case. In order to optimize the efficiency of the PV array and to align its voltage to that of the load, a step down converter (DC-DC buck converter) is added, as presented in Figure 2-17.

DC/DC converter model

Statespace model

A synchronous buck converter topology is generally preferred, due to a significant reduction of losses. The buck converter is composed of an inductor ( ), a capacitor ( ), a high-side mosfet that is controlled using a pulse-width modulation (PWM) signalthe duty ratio , and a lowside mosfet that is controlled via PWM signal -the duty ratio . The latter component replaces the diode from an asynchronous buck converter topology (Figure 2345678910111213141516) and offers the advantage of a lower resistance from drain to source which contributes to a higher conversion efficiency.

The purpose of this scheme is that the power of the PV array is conserved:

. The power losses in a buck converter are caused by the power dissipation in the conduction of the inductor, of the transistors and on the switching losses of the transistors. The voltage drop on the diode is considered, whenever the asynchronous topology is preferred.

Furthermore is presented the dynamic model of the buck converter, using state equations. The model will be calculated for the converter presented in Figure 2-16, and finally generalized for both topologies.

We shall use the next differential equations of the inductor (eq. 16) and of the capacitor (eq. 17):

( ) ( ) (16) 
where is the induced voltage on the inductor, is inductance, ̇ is the rate of change of the current across the inductor.

( ) ( ) (17) 
where is the current that passes through the capacitor, is the capacitance, ̇the rate of change of voltage across the capacitor.

If we apply them to the inductor and the two capacitors present in Figure 2-18, we shall obtain:

{ ( ) ( ) (18) 
In order to obtain the value of the inductor's voltage, , the second law of Kirchhoff is applied between meshes 1 and 2. We shall also consider the internal resistance of the inductor and of the capacitor, as presented in Fig. 23456789101112131415161718. The on state and the off state of the buck converter, when the command u applied on the transistor closes or opens the circuit, are taken into account.

( )

( )

We shall use the first law of Kirchhoff for calculating the current Ib:

(21) (22) 
If we reintroduce eq. 21 in eq. 20, we obtain:

( ) ( ) (23) 
( ) ( ) (24) 
Eq. 18 can be rewritten as:

{ ( ( ) ( )) ( ) ( ) (25) 
where :

is the output current of the PV array;

is the output current of the buck converter;

is the current on the inductor ;

is the voltage of the PV array on the capacitor ;

is the voltage on the capacitor ;

is the internal resistance of the inductor ;

is the internal resistance of the capacitor ;

is the PWM signal that controls the transistor(s), that is associated to a given duty cycle;

=1-u.

The efficiency of the PV array is also affected by the internal resistances and . This aspect is not usually taken into consideration in MPPT paperwork.

Transfer function model

We shall use a simplified version of eq. 25, in order to compute the transfer function of an asynchronous buck converter topology, in continuous mode. The internal resistances of the inductance and of the capacitor, as well as the voltage drop of the diode, are not taken into account. Furthermore, we shall consider for the moment, the variable V as being constant. 

TAKAGI-SUGENO OBSERVER

TS fuzzy model

Most of the physical dynamical systems, which can be represented with differential equations are nonlinear. When the linearization of a system is not representative, this may lead to its instability in a control loop which is not robust enough to compensate all the modelling uncertainties and/or disturbances. A multi-model approach [2] may present a better accuracy of the whole system, especially when the latter is exposed to parameter variations or structural changes for different functioning points.

To design a T-S fuzzy observer or controller (Figure 3.1), we need a T-S fuzzy model for a nonlinear system. Therefore, the construction of a fuzzy model represents an important and basic procedure in this approach.

This chapter focuses on the approach based on the idea of "sector nonlinearity", "local approximation," or a combination of them to construct fuzzy models.

The idea of using sector nonlinearity in fuzzy model construction first appeared in [START_REF] Kumar | Implementation of MPPT Control Using Fuzzy Logic in Solar-Wind Hybrid Power System[END_REF]. This approach guarantees an exact fuzzy model construction. However, it is sometimes difficult to find global sector for general nonlinear systems then local sector nonlinearity is considered. This is reasonable as variables of physical systems are always bounded.

Consider a simple nonlinear system ( ) ( ), where ( ) =0. The aim is to find the global sector such that ( ) ( ) , -. The plant can be described by TS fuzzy [2,[START_REF] Lendek | On non-PDC local observers for TS fuzzy systems[END_REF] plant model without uncertainties and disturbance and can be written in the following form:

̇( ) ∑ ( ( )){ ( ) } ( ) ∑ ( ( )) ( ) (33) 
where ( ) is the state vector, ( ) is the input vector, ( ) is the output vector, , , are known matrices with appropriate dimensions and r is the number of rules or sub-models. The functions ( ( )) are the weighting functions depending on the state variables ( ) which can be measurable or not measurable variables. These functions verify the so-called convex properties.

∑ ( ( )) ( ( )) * + (34) 
The output equation is chosen to be linear with respect to the state, which is frequently the case in practice.

The normalized functions are given by:

( ( )) ( ( )) ∑ ( ( )) (35) 
The weighting functions have the following structure

( ( )) ∏ ( ( )) (36) 
The membership functions are represented by:

( ) (37) 

TS fuzzy observer

A model-based fuzzy observer design utilizing the concept of the Parallel Distributed Compensation (PDC) is used. The concept of PDC technique in [] is utilized to design fuzzy controllers or fuzzy observers to stabilize fuzzy system. The idea of PDC is to associate a compensator for each rule of the fuzzy model. The resulting overall fuzzy observer in our case is a fuzzy blending of each individual linear observer. The fuzzy observer shares the same fuzzy sets with the fuzzy system.

It is assumed that the fuzzy system model is locally observable. The PDC is also employed to design the following observer structures.

The T-S observer has the following form:

{ ( ) ∑ ( ( )){ ̂( ) ( ) ( )} ̂( ) ̂( ) (38) 
where ̇( ) is the estimated state vector, is the error between the measured signal and the estimated signal, while are the fuzzy observer gains.

State space model of PV plant

First, a nonlinear PV plant with a Takagi-Sugeno (TS) fuzzy model is presented. Then a modelbased fuzzy observer design utilizing the concept of the Parallel Distributed Compensation (PDC) is used, in which observer gains are obtained by solving Linear Matrix Inequalities (LMIs). The control block based on MPPT algorithm will use in real-time the result provided by the nonlinear observer.

Choosing which model or group of models gives the best approximation of the system, with respect to a certain performance criteria, is important.

T-S fuzzy model of PV plant

The system described in eq. 25 is a non-linear system. A synchronous topology of the buck converter will be preferred, therefore the diode will be replaced with a low side mosfet, as presented in Figure 2-17. The approach that is used in this paper takes into account the number of nonlinearities of the system ( ) and builds a set of linear subsystems ( ) that approximate the initial system. Each linear subsystem will approximate the non-linear system with a certain weight.

The state space model is rewritten as below:

[ ] [ ( ) ] [ ] [ ] [ ] (39) 
This can be formalized as the following system:

̇ ( ) ( ) (40) 
where [ ],

[

[ ]

where 0 1 is chosen with respect to the parameter that will be estimated.

A Takagi-Sugeno (T-S) fuzzy modelling technique [2,[START_REF] Lendek | On non-PDC local observers for TS fuzzy systems[END_REF] is used:

{ ̇( ) ∑ ( ( )){ ( ) ( )} ( ) ( ) (42) 
where ( ) , ( ) ( ) ( )contains the nonlinearities of the system, also known as fuzzy variables, and represents the normalized weighting functions.

We choose , and , obtaining a number of r=8 fuzzy rules.

Taking into account these notations the matrixes and from eq. 34 become:

[ ( ) ] , [ ] (43) 
In the next table are presented the fuzzy rules which help us define the system described in [START_REF] Durkop | Using OPC-UA for the Autoconfiguration of Real-time Ethernet Systems[END_REF]. 

Lyapunov stability

The T-S observer given by ( 35) is

{ ̇( ) ∑ ( ( )){ ̂( ) ( ) ( )} ̂( ) ̂( ) (44) 
where ̂ [

̂ ̂ ̂

] [ ], with , measured and estimated ,while is the error between the measured signal and estimated signal.

The stability of the observer is assured using a Lyapunov stability method [2,[START_REF] Lendek | On non-PDC local observers for TS fuzzy systems[END_REF]. This implies the use of a Lyapunov function such as:

{ ̂ (45) 
In order to obtain a bounded error that converges towards zero, the derivative of the function must be negative.

̇ ̇ ̇ (46)

The derivative of the error must be computed, using eq. 39 and eq. 42:

̇ ̇ ̂̇ ∑, ( ) ( )-{ } ∑ ( )* ̂ ( ̂)+ (47) 
After computing the gains and , we implement in a simulation environment, such as Matlab/Simulink, the scheme from Figure 2-19 along with the T-S observer. All the presented results are obtained using a variable sampling step. The estimated voltage output of the PV panel approximates well the measured parameter in a short time (Figure 3-). The estimation error converges towards a bounded interval (Figure 3-4) and offers an accuracy superior to 97%. 

Computing the maximum power point tracking

In order to benefit of the maximum power of the PV panel a MPPT control algorithm will be used. Perturb and observe (P&O) algorithm is a popular one and can be found on many controllers used in actual industry. It is easy to implement and has a very simple concept that is described in Figure 4-1. Details about implementation and how the algorithm works can be found the chapter 4.

Considering that the dynamic of the observer is faster than that of the control, we can use the estimated voltage computed in real-time with the T-S observer for the MPPT control block. In this way we replace the voltage sensor [7] with a software solution or even integrate a fault detection of that sensor.

Using this algorithm the maximum power of the PV panel is achieved under variable irradiance and temperature conditions as it is presented in Figure 3-3. 

(MPPT) CONTROL ALGORITHMS

Classic control algorithms

As presented in chapter 2, the performances of a PV panel are affected by meteorological conditions, such as irradiance, temperature, air mass spectrum and shadowing. Furthermore, a step down converter architecture is used in order to maximize the quantity of produced energy of the solar panel.

In order to achieve this latter objective, several maximum power point tracking (MPPT) control algorithms are proposed. Some of the most popular are the hill climbing based techniques. As the name suggests, these algorithms are using the power-voltage characteristic curve. Among them, we shall remind "Perturb and Observe" (P&O), "Incremental conductance" (IC).

The P&O algorithm and different adaptions are widely implemented, due to its simplicity. The system is disturbed at each sampling time and its performances are evaluated.

The duty ratio that is used to control the high mosfet of the buck converter is increased or decreased, and then the voltage and the power of the PV panel are measured. Comparing the obtained values with the previous ones we can establish if the power of the PV panel is increasing or decreasing, and how the duty ratio must be adjusted with respect to our goal. By modifying we also modify the value of the output voltage .

One of the disadvantages of this technique is that once it finds the maximum power point, it will oscillate around it with an amplitude given by the value of the step size. If this step is fixed, then a pre-calibration under different testing conditions is required. It is also sensible to shadowing effect and variable load changes.

In order to construct de MPPT algorithm, a P&O method was implemented based on the logic: The P&O algorithm described in [4,5,[START_REF] Lendek | On non-PDC local observers for TS fuzzy systems[END_REF]7] has the advantage of simplicity with satisfying results in tracking.

The IC algorithm is another popular algorithm. It computes the control law with respect to eq.14.

If , the duty ratio increases, else if , the duty ratio decreases, otherwise the duty maintains its previous value, as presented in Figure 4-2.

It has the advantage of eliminating the oscillations around the maximum power point. One of its drawbacks is that is requires more computing resources. The duty ratio is similar for the scenario which uses step1 as step size.

In order to decrease the time needed for finding the maximum power point a variable step time can be used. In several paperwork [7] this objective is achieved by multiplying a constant step size with .

In spite of the faster initial convergence rate (Figure 4-3) the result is similar to one obtained with IC with constant step size.

An improved IC algorithm is proposed in the following part.

Increasing or decreasing the duty ratio is accomplished by adding or subtracting a certain value, often called step, from the previous duty ratio . As presented earlier, if the step size is fixed, then the standard IC algorithm is used. If the step size is variable, such as , then a IC with variable step size is used.

However, an improvement can be added by combining the two methods with respect to the dynamic of the step size.

Measuring the last three values of provides information about the search direction:

(| ( ) | | ( ) |) (| ( ) | | ( ) |) (57) 
If eq. 55 is greater than or equal to zero and | | , then the step size becomes: where ratio is a finite number and is the domain in which the acceleration of the search algorithm is increased.

( ) ( ) ( 

If | |

the step size becomes constant ( ).

Otherwise if eq. 55 is smaller than zero the step size becomes constant ( ).

For better performances it is advised that ( ) is smaller than ( ).

In Figure 4-4 are compared the above mentioned cases, with three different step sizes.

It can be observed that the improved IC algorithm has a faster conversion rate and oscillations with really small amplitude, aspect that can be confirmed by the control law. In Figure 4-5 is presented the general schematic of the architecture. In this simulation, the main load connected to the buck converter is a resistive load (as a heating element or light bulbs). To maintain the continuity of the schematic between the two converters, an auxiliary resistance is added. This can represent a cooling unit or local lighting. Considering the transistor in the buck converter, its switching affects the boost converter as well, as a continuous variation of the equivalent impedance. As such, the current oscillates, but its mean value remains constant for a constant input voltage.

The buck converter works with an 32Khz frequency command. The inductance value is chosen accordingly, with a value of 160 [µH]. The condensers, at the output we have 220 [µF], and at the input 100 [µF] to smoothen the input.

The transfer function of the process was presented in eq. 32:

( )

(59)
where , -, ,and , -.

The mathematical model of the discretized process is an auto-regressive model with exogenous input (ARX).

After using the "zero order hold" discretization method [START_REF] Miron | Designing control systems with distributed parameters[END_REF] the following discrete transfer function of the model is obtained for a sampling time of 62.5 :

( ) ( ) ( ) ( ) ( ) (60) ( ) (89) ( ) (90)
As for the first R-S-T computed controller, the closed loop control is tested in WinReg software for reference tracking and rejection of the disturbance for both robust and standard controller. In Figure 4-12 we can observe a slight improvement related to the rejection of the disturbances, with the tradeoff of having a higher amplitude of the control signal. 

Robust R-S-T control algorithm with anti-windup

During the first type of perturbation we can observe that the command is saturated. Therefore an anti-windup technique can be used to avoid this kind of scenarios. The error between the control law generated by the controller and its value after the saturation block can be multiplied with a gain and be reintroduced in the control loop, as presented in Figure 4-17 The new controller is tested within the same conditions. The results presented in Figure 4-18 confirm us that the new control law is improved. The command is not saturated anymore in the first testing scenario, aspect which leads to a fast rejection of the disturbance. For the achieving the imposed performances a loop that runs at a frequency of 16kHz was used. First the code was run on an Arduino Uno architecture. The frequency of the control loop was limited to maximum 3kHz. The performances of the regulator were not satisfying if the output was measured with an oscilloscope. Therefore a change of architecture was required, which lead to the use of Arduino Due.

The obtained results are presented in Figure 4-20. The reference of 12V is well tracked by the controller. There are some spikes in measurement data, because of the really high resolution that was used to measure with the oscilloscope. 

Advanced control algorithms -Fuel cell case study

Electrolyzer Unit

In order to obtain the hydrogen by means of electricity, the electrolyzer is the most spread solution. There are two main types of electrolyzers: PEM electrolyzers, that act in a way like a reversed Fuel Cell and alkaline electrolyzers, being simpler and a more accessible solution. The energy efficiency of an electrolyzer can reach an efficiency of 80% and a 99.5% purity of obtained hydrogen. Here we have considered an alkaline electrolyzer, A good reference, on which this article relies, is [START_REF] Hsief | Photovoltaic Power-Increment-Aided Incremental-Conductance Maximum Power Point Tracking using Variable Frequency and Duty Controls[END_REF]. The electrolyzer is a 1.5 KW model that activates after a certain minimal current is reached. Temperature variation is taken into account, as in Figure 4-21. 

) (91)

Fuel Cell Systems

FCs are of different types, but two major categories stand out: FCs based on a Proton Exchange Membrane (P.E.M.), and solid oxide FCs. The first class distinguishes itself through low working temperatures (around 100 degrees Celsius), whereas solid oxide may reach 1000 degrees [12]. A PEM FC is chosen in this work.

From a mathematical modelling point of view, the FC model has two sides: a gaseous part and an electro-chemical part. A detailed modelling of the gaseous part is done in [START_REF] Zakzouk | Modified Variable-step Incremental Conductance Maximum Power Point Tracking Technique for Photovoltaic Systems[END_REF]. This is expressed through the equations:

( ) ( ) ( ) ( ) ( ) (92) 
The electrochemical side, on the other hand is determined by the Nernst equations:

* ( √ √ )+ ( * (93) 
Where the variables are presented in the following table: 

Control Algorithm

The MPPT can be achieved in the presence of climate variations and/or variable loads if proper control algorithms are used. Two popular algorithms are the "Perturb and Observe" (P&O) algorithm and the "Incremental Conductance" (IC) algorithm.

The P&O algorithm described in [5] has the advantage of simplicity with satisfying results in tracking. The IC algorithm computes the control law with respect to eq. 14. If , the duty ratio increases, else if , the duty ratio decreases, otherwise the duty maintains its previous value.

However, in order to increase the performances, an IC algorithm with a variable step time is proposed. The constant step size is multiplied by , within certain desired boundaries.

In the following scenario a PV array of 1500 watts is connected to a variable load, via a buck converter. The irradiation value changes at the half time of the simulation, from 1000 W/m 2 to 700 W/m 2 , at the same time as the consumer. The performances of a P&O algorithm are compared to those of an IC with variable step size. It can be noticed that the latter converges faster towards the maximum power point and, unlike the P&O algorithm, rejects the disturbances generated by the dynamics of the load. 

Supervisory System

In this section, the supervisory system is developed and a certain test scenario is proposed. Let us presume a system composed of a PV array, a buck converter, two banks of batteries, an electrolyzer, a fuel cell, and a set of variable loads. The professional simulation software used are AMESim and Matlab in co-simulation. It has been shown [1]- [5] that under certain meteorological conditions, such as low irradiation or high temperature values, the PV array may not produce enough energy with respect to the consumers. The solution proposed in this article is a supervisory system that manages how the system should respond to external disturbances like variable meteorological conditions and variable loads. The PV array provides energy to the consumers via the buck converter. The surplus of energy is stored first in the banks of batteries and, if the batteries are full or other conditions arise (conditions that increase the overall system performance), then through the electrolyzer, the hydrogen tank is filled. When the PV array's power becomes insufficient, the battery banks are added to the system to sustain the difference of demanded energy. In order to increase the lifespan of the batteries and to facilitate their replacement in case of failure, two sets of battery banks will be used alternatively. The first one is used, until it is fully charged or until it reaches 25% of its state of charge. Its place is taken by the second set of battery banks, which is used under similar conditions. Furthermore, a third source of energy is used whenever the state of charge of the battery banks becomes lower than 25%. The fuel cell will use the hydrogen tank to produce energy and supply it to the system. The simulations done tested the propose scenarios on a period of 10s. In Figure 4-25, Figure 4-26 and Figure 4-27, a first scenario is presented, where a constant maximum power is maintained by means of the DC-DC converter control law described. In the battery evolution figure, one can notice the alternating functioning of the two batteries, this increasing their life-span. At second 7, when the two batteries are fully charged, the electrolyzer starts to generate hydrogen. Another important case is visible between seconds 2.5s and 3s, when an over-demand of the consumer loads discharges the active battery 1. These consumers are nonlinear in behavior.

In the following three figures, a scenario where there is no photovoltaic power (under 10W). 4-30 emphasize the tendency of the supervisor to prioritize the use of only one battery, unless it is absolutely necessary; as such, battery one starts to discharge, and battery 2 activates only when battery 1 reaches 25% state of charge at instant 0.8s. Also, at 1.5s, as the two batteries become depleted, the Fuel Cell is activated to compensate for the power shortage. Although not visible in the present simulations, if the hydrogen tank is filled after a certain value, the batteries will start to charge as well.

ARCHITECTURE FOR EMBEDDED SUPERVISORY SYSTEM OF DISTRIBUTED RENEWABLE ENERGY SOURCES

The production of energy through renewable energy sources has become accessible even for urban areas, for example in neighborhoods with near-zero energy buildings. Usually for such cases, each generator is optimized using a Maximum Power Point (MPPT) controller. For this, we propose a hardware architecture that employs microcontroller nodes for local control and microprocessor boards as Ethernet server/client. The first will deal with the acquisition of the input signals required for the MPPT algorithm, whereas the latter deals with the generation of the control signal that is being sent to the buck/boost converter. Some papers deal with similar idea, as [7].

Whenever the energy demand modifies, with respect to the consumer, we can adjust our energy production strategy. This can be easily done with the help of a supervisor. A hardware architecture based on Raspberry PI 3 is proposed for this case study.

In article [1], a home automation solution is described, using a Raspberry Pi that employs Wi-Fi to communicate with the base system. The microprocessor solution together with adjacent sensors manages the essential data about energy consumption, as voltage, current, power and displays statistics about these data. The data is stored in a database that will be further used for statistics that will be shown on an LCD attached. Here, the software solution was implemented using Qt libraries for the display. On the other hand, our work aims at a more industrial level solution.

Another example is the project "openenergymonitor.org" [START_REF] Villalva | Comprehensive Approach to Modeling and Simulation of Photovoltaic Arrays[END_REF] that developed their own hardware as well as integrating other HMI, one of their devices being based also on Raspberry Pi (EmonPi). They targeted users that are also small home users. Other large non-portable solutions are also present. Also a web platform is developed, all this targeting the development of an IoT solution.

Processor based boards have become more powerful and accessible, especially those using ARM based solutions. Their communication capabilities are high yet their response times are limited, thus giving them the potential to act as system supervisors.

In the field of Ethernet based industrial communication, OPC protocol has seen a rise in interest [3], [4]. We have aimed towards Free Opc UA (a version of OPC UA implemented in Python) that uses TCP/IP for communication, thus its destination being industrial communication in SCADA frameworks.

The major advantages of the developed system, as a whole are its simplicity, modularity and the low cost of the solution.

General Architecture

Architectures Description

A robust, portable architecture was desired, that targeted the high potential industrial IoT area. A Raspberry Pi board is used to implement the high level communication protocols. The choice of raspberry Pi is just as an example, all the software being platform independent, thus any ARM or Intel compatible device being acceptable. In order to achieve this quality of multiplatform compatibility, Python has been chosen as programming language.

One important aspect of the current architecture is its scalability. As such, each Raspberry Pi, which is an OPC client/server is capable to be connected via serial communication to a few microcontrollers (controlling a generator). All the geographically dispersed nodes in the OPC network follow a connection of the form: one server/ many clients, as [5], [START_REF] Lendek | On non-PDC local observers for TS fuzzy systems[END_REF]. This can be seen as a smart grid.

In this work, a single general control supervisor is chosen, acting as an OPC client, implemented in Matlab Simulink. The importance of a supervisor is to optimize each controller in accordance with demand, production, price and future prognosis. Python is not a time efficient programming language, yet it compensates through its portability especially when visual interfaces are concerned, as plots and displays of values. It supports an automatic memory management unit and has a diverse set of libraries for different functionalities. It is an interpreter based language thus giving it a multiplatform support. It offers "dynamic typing", "reference counting" and "cycle detecting garbage collector". Also important is its "late binding" that combines names of methods and variables at execution time.

It has multiple implementations, the most common being CPython. Other popular ones are: Jpython, that permits Java classes, IronPython for .NET and PyPy that is a faster and more efficient version. To improve response time, code written in other languages can be incorporated for time dependent parts of the code.

Communication Protocols

OPC UA (Unified Architecture), is a communication protocol of the type M2M (Machine to Machine) that has seen an increase in usage since it appeared in 2008, being developed by the OPC foundation. OPC UA, being the successor of the 1996 OPC (OLE for Process Control), is very different than the original. The main concept being to get rid of COM/DCOM object, of the Windows operating system, to be replaced by the SOA (Service Oriented Architecture) for platform inter-operability, while improving security. It was developed to improve upon the capabilities of the classic OPC, so even thou they are similar, this protocol brings some advantages, as for example: better finding the availability of OPC servers on the network, monitoring and reporting of client data values when some criteria is reached. OPCUA is an architecture based on services, that integrates OPC functionalities in an easily expandable framework. All the COM OPC specifications are mapped in a "Unified Architecture". This is possible by the use of two protocols TCP/IP (opc.tcp://Server) or http (http://Server) for web services. One important aspect of industrial communication is the security of data that is transmitted. The OPC UA offers data encryption, authentication schemes and audit. Messages can be encrypted on a 128/256 bit level, the encryption being on a session level. For authentication, each UA client is identified through OpenSSL certificates.

Events are also present in this protocol, for client notification for example. Regarding the addressing space, all data is represented hierarchically, thus creating information that is simple to discover and to manage. Classic OPC can be integrated through the aid of COM/proxy wrappers.

OPC UA being object oriented, has a simple to manage tree of data, even for complex information schematics.

Finally, as the OPC UA is constituted by multiple levels, all innovations regarding transport protocols, encryption, security services, can be incorporated while it maintains compatibility with other versions.

The binary protocol is the best performance wise, using the least amount of resources. Because of its open structure, OPC UA was used with different API's developed in different programming languages as: C, C++, Java, for commercial SDK and some Open source SDK as well in C, C++, Java and Python.

One such solution is ASNeG, developed in C++. That offers an Open Source OPC UA server application and a web server as well. In .Net implementations, ANSI C is used for low level operations, as socket manipulation. Java implementations are similar to those .Net. The project Eclipse Milo offers an Open Source implementation, pure Java of the client UA 1.03 and corresponding server specifications.

Python implementations, offers a high level of abstraction from the OPC UA client and server. FreeOpcUa is another Open Source solution developed for C++ and Python and it is the solution adopted here. FreeOpcUa is developed using PEP8 standard, easy to use being still in testing and expansion. A server or client can be thus written in just a few lines of code. It is a mixture of high level objects and low level calls in one single application. The majority of low level code is auto generated from xml specifications. A problem that the server resents is that when the addressing space for XML is being highly used, time consumption increases and thus the starting time of the server increases. The solution is to create a link to the cache file of the server constructor and the portion that contains the addressing space will be created at the first run of the server and consequently, this file is used for the following runs of the server. The physical implementation of one node was done, with respect to the scheme presented in Figure 5-3.

General scheme

The OPC protocol is used for long distance communication, whereas serial communication is used locally. Matlab is used as an OPC client in order to develop supervisory algorithms.

OPC Server

The core of the presented node is represented by the OPC Server. This is implemented on the Raspberry PI 3, that is running on a free operating system, such as Raspbian. The code of the server was developed using "Python", which is an object oriented programming language.

It also plays another important role, the one of the supervisor level 1. It provides the setpoint of energy production for each control loop, with respect to the imposed performances. The performances can be chosen from an offline database or can be received from another supervisor level 2.

Data, such as the values of temperature, solar irradiation or wind speed, that are crucial for the regulation of solar panels, might be sent to the control loop.

Any of the recorded data can be stored for later use. Therefore, a lightweight disk-based database, such as SQLite can be installed on the OPC server. The main advantage is that it does not require the installation of a server in order to function. Queries can be made locally and plots can be easily drawn.

OPC Client

Client Python on any OS

The client can be represented by a script written in Python programming language, that is running on any compatible operating system and hardware. Multiple users can communicate with the OPC server and have the access to read and write to certain predefined variables of each process. Graphic user interfaces can be added for plotting data and facilitating the visualization of the monitored or controlled variables in real time.

Arduino client

Arduino can also play the role of an OPC client, in the presented work, or even of a server, if a dedicated network module is present. The integrated OBD library can facilitate an easy coding of the program.

Client/ Supervisor Level 2 -Matlab/Simulink

The energy production strategy is often correlated with the power consumption and the prices. A supervisor that centralizes the data from all the local supervisors can be used to optimize the control strategy with respect to the imposed performances and costs. It can connect to the OPC servers from each node, via OPC protocol. Furthermore, models, control algorithms and estimators, can be tested and improved via Matlab/Simulink that can connect to the data provided by the control loops to the local supervisor.

Control Loop

One of the main goals of this control loop is to extract the maximum amount of power [START_REF] Villalva | Comprehensive Approach to Modeling and Simulation of Photovoltaic Arrays[END_REF][START_REF] Ishaqu | An improved two-diode photovoltaic (PV) model for PV system[END_REF] from each solar panel, with respect to the power set point, provided by the supervisor, and the weather conditions. Another goal might be to implement the recharging control loop, if energy storage systems are used.

Both goals can be easily achieved with a rather cheap dedicated solution, such as Arduino Uno.

The communication is done with the Supervisor Level 1 via serial protocol. The default configuration of the Raspberry Pi 3, supports up to four USB connections, that can be also used for communicating via serial protocol with the Arduino architecture. The control loops can provide information to the supervisor, concerning values of different parameters, such as tension and current.

Real time data acquisition and plotting

The connexion between a client and the OPC server is established and plot of real time data is generated.

Figure 5-4 presents plotted data from the local OPC node which was generated using "matplotlib" and "numpy" python libraries. Thus one can connect to a node and visualize the evolution of the recorded parameters. The access to the server can be done remotely, via internet connection or intranet, through a freeware application, such as VNC. This implies that such a connection is available via built-in WIFI modem, built-in LAN or an additional GSM modem. A routine has been implemented to lunch, after each reboot, the script of the supervisor.

The communication with the two control loops is established and the database starts recording the received data.

The first control loop deals with the performance of the MPPT implemented algorithm. It can switch between different algorithms if a request of such type is received from the supervisor. Options such as receiving and replacing the values of some parameters which are tunable, or overwriting the value of the control law with another imposed value, were implemented. These features can be very useful during testing process and not only. The parameters that first control loops sends to the supervisor are , the voltage of the solar panel, , its current, and the duty cycle u1 of the MMPT algorithm which controls the mosfet of the buck converter described in Figure 2-16.

The second control loop is the control system of the battery. The whole architecture is autonomous and is self-powered. This control loop sends to the supervisor the , the voltage of the battery, , its current, and the duty cycle u2 which is used for controlling the buck converter that controls the charging of the battery. Data representing the above mentioned parameters of the two control loops, recorded during four days, can be observed in Figure 56. The plot was generated using the application SQLite The solar panel reaches its maximum power production during evening, because of constraints of orientation. This platform can communicate with other similar platforms and regulate the total production of energy with respects to the demand and the imposed performances. Relays are used for activating/deactivating static and variable loads, in order to have a more realistic testing scenario. Some challenges were encountered because of the hardware measurement precision. All the measurements performed with Arduino Uno development board are sensible to voltage variations. In order to solve this issue, at the power on of the system, the offset for the voltage and current sensor is calculated with respect to the current voltage value of the Arduino hardware. Software filtering is also applied for some scenarios.

The stocking space is of 128GB for each Supervisor. Taking into account that for the above mentioned parameters and the current date and time, a recording reaches about 4,5 MB for a sampling time of 1 second, a whole year of recordings will require only about 1,65 GB of storage space. set(hObject,'BackgroundColor','white'); end function uipushtool3_ClickedCallback(hObject, eventdata, handles) buton=get(handles.radiobutton,'Value'); % assignin(radiobutton,'buton',buton); if buton==1 evalin('base','load(''valori_initiale'')'); %%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%% edit_Voc=num2str(evalin('base', 'Voc')); set(findobj('Tag','edit_Voc'),'String',num2str(edit_Voc)); edit_Vmp=num2str(evalin('base', 'Vmp')); set(findobj('Tag','edit_Vmp'),'String',num2str(edit_Vmp)); edit_Kv=num2str(evalin('base', 'Kv')); set(findobj('Tag','edit_Kv'),'String',num2str(edit_Kv)); edit_alfa=num2str(evalin('base', 'alfa2')); set(findobj('Tag','edit_alfa'),'String',num2str(edit_alfa)); edit_Isc=num2str(evalin('base', 'Isc')); set(findobj('Tag','edit_Isc'),'String',num2str(edit_Isc)); edit_Imp=num2str(evalin('base', 'Imp')); set(findobj('Tag','edit_Imp'),'String',num2str(edit_Imp)); edit_Ki=num2str(evalin('base', 'Ki')); set(findobj('Tag','edit_Ki'),'String',num2str(edit_Ki)); edit_Ns=num2str(evalin('base', 'Ns')); set(findobj('Tag','edit_Ns'),'String',num2str(edit_Ns)); edit_Np=num2str(evalin('base', 'Np')); set(findobj('Tag','edit_Np'),'String',num2str(edit_Np)); edit_P_max=num2str(evalin('base', 'P_max')); set(findobj('Tag','edit_P_max'),'String',num2str(edit_P_max)); %%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%% else evalin('base','uiload'); % evalin('base','load(''valori_initiale'')'); %%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%% edit_Voc=num2str(evalin('base', 'Voc')); set(findobj('Tag','edit_Voc'),'String',num2str(edit_Voc)); edit_Vmp=num2str(evalin('base', 'Vmp')); set(findobj('Tag','edit_Vmp'),'String',num2str(edit_Vmp)); edit_Kv=num2str(evalin('base', 'Kv')); set(findobj('Tag','edit_Kv'),'String',num2str(edit_Kv)); try edit_alfa=num2str(evalin('base', 'alfa2')); set(findobj('Tag','edit_alfa'),'String',num2str(edit_alfa)); catch err cod_eroare='Undefined function or variable ''alfa2''.' if (strcmp(err.message,cod_eroare)) alfa2=1.2 assignin('base','alfa2',alfa2); edit_alfa=num2str(evalin('base', 'alfa2')); set(findobj('Tag','edit_alfa'),'String',num2str(edit_alfa)); else end end edit_Isc=num2str(evalin('base', 'Isc')); set(findobj('Tag','edit_Isc'),'String',num2str(edit_Isc)); edit_Imp=num2str(evalin('base', 'Imp')); set(findobj('Tag','edit_Imp'),'String',num2str(edit_Imp)); edit_Ki=num2str(evalin('base', 'Ki')); set(findobj('Tag','edit_Ki'),'String',num2str(edit_Ki)); edit_Ns=num2str(evalin('base', 'Ns')); set(findobj('Tag','edit_Ns'),'String',num2str(edit_Ns)); edit_Np=num2str(evalin('base', 'Np')); set(findobj('Tag','edit_Np'),'String',num2str(edit_Np)); edit_P_max=num2str(evalin('base', 'P_max')); set(findobj('Tag','edit_P_max'),'String',num2str(edit_P_max)); %%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%% end function edit_Voc_Callback(hObject, eventdata, handles) % end Rp_anterior=Rp; end P_eroare=P-P_max assignin('base','P_eroare',P_eroare); sprintf('marja_eroare_impusa=%d;',marja_eroare) sprintf('Rs=%d;',Rs) if(Rp<0) sprintf('Rp=%d;',Rp_anterior) else sprintf('Rp=%d;',Rp) end sprintf('P_eroare=%d;',P_eroare)

MPPT tracking control algorithm on Arduino Uno

The code was written for Arduino Uno hardware and can be compiled and tested with the open source software "Arduino IDE". It reads the voltage from the PV panel from a resistor divider and the current from a current sensor ACS712 (5A). It computes the output of the P&O / Incremental conductance algorithm and sends it to the transistor. The communication is made with the Raspbery Pi 3 supervisor via serial port. The messages must respect a certain convention in order to be taken into account. Whenever data is received via serial port, it is analyzed and if the input format is respected, it is passed to the main loop. The supervisor can override the computed value of the control algorithm or change the step size. 
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 412 Figure 4-12 Reference tracking and rejecting of disturbances in WinReg for robust controller and standard controller Next we shall analyze the sensitivity functions of the two controllers. As presented in Figure 4-13
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 4 Figure 4-27 SOC bat1, SOC bat2 Scenario 1: Different state parameter evolutions.
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 428 Figure 4-28, Figure 4-29 and Figure4-30 emphasize the tendency of the supervisor to prioritize the use of only one battery, unless it is absolutely necessary; as such, battery one starts to discharge, and battery 2 activates only when battery 1 reaches 25% state of charge at instant 0.8s. Also, at 1.5s, as the two batteries become depleted, the Fuel Cell is activated to compensate for the power shortage. Although not visible in the present simulations, if the hydrogen tank is filled after a certain value, the batteries will start to charge as well.
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 58 Figure 5-8 Battery voltage and current evolution in time

  float mVperAmp = 0.100; // use 100 for 20A Module and 66 for 30A Module 185 pt 5a float ACS_RawValue,ACS_Voltage,ACS_Amps,Putere_consumata; & B11111000 | B00000001; // setez la 32khz analogWrite(pin_pwm,255); // inchid alimentarea si masor valoarea senzorului pentru a o folosi ca decalaj delay(2000); //data3=data3+1; // date_totale=String(data1); // + ';' + data2 + ';' + data3 + ';' // date_totale=date_totale + ";" + char(data3) + ";"; // Serial.println(String(data1) + ";" + String(data2) + ";" + String(data3) + ";"); // + "\r\n" // Serial.println(data1+1); // Serial.println(data1+1); // Serial.write(data1+1); // Serial.println(data2+1); // Serial.write(data2+1); // Serial.println(data3+1); // Serial.write(data3+1); // clear the string: inputString = ""; stringComplete = false; semnal_validare=not(semnal_validare); } for(int i=0;i<150;i++) { ser2 = serial.Serial('/dev/ttyACM0', 9600, timeout=2) ser = serial.Serial('/dev/ttyACM1', 9600, timeout=2) import sys sys.path.insert(0, "..") import time import datetime from datetime import datetime from opcua import ua, Server if __name__ == "__main__": # setup our server server = Server() server.set_endpoint("opc.tcp://192.168.0.50:4840/freeopcua/server/") # setup our own namespace, not really necessary but should as spec uri = "http://examples.freeopcua.github.io" idx = server.register_namespace(uri) # get Objects node, this is where we should put our nodes objects = server.get_objects_node() # populating our address space
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  A solar panel such as FVG100P can be used for many low budget applications.Having a quick look over the data (Table2-1) that is provided by the manufacturer one can observe that the values of resistances and are not available.

	2.1.3. Graphic user interface	I-V curves		
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	1 FVG100P PV datasheet @STC	
	Cells in series	36
	Maximum rated Power -Pm [W]	9.975
	Maximum power Voltage -Vm [V]	17.5
	Maximum power Current -Im [A]	0.57
	Open Circuit Voltage -VOC [V]	21.00
	Short Circuit Current -ISC [A]	0.66
	VOC Temperature Coefficient [%/°C] -0.35
	ISC Temperature Coefficient [%/°C]	0.05

Table 3 -1 Fuzzy rules

 3 

	i	Fuzzy sets	Parameters of then-part
	1		zM1 zM2 zM3
	2		zM1 zM2 zm3
	3		zm1 zM2 zM3
	4		zm1 zM2 zm3
	5		zM1 zm2 zM3
	6		zM1 zm2 zm3
	7		zm1 zm2 zM3
	8		zm1 zm2 zm3

Advanced control algorithms (robust polynomial algorithms) 4

  .2.1 RST regulator for the Buck Converter 4.2.1 RST regulator for the Buck Converter
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We shall note the resistance of the generic load with R.

To convert the differential equations in time t into algebraic equations in complex domain s, we will apply the Laplace transform.

( ) ( * ( ) [START_REF] Dumitrache | Automatica Volumul II[END_REF] Represented in transfer function form, one gets:

The V variable is not constant so a procedure needs to be implemented in order to solve this.

Considering a slower dynamic in the MPPT block, the Vin can be considered to vary slower than the buck converter's dynamics. As such, we can simply measure its value and divide the obtained command by this measured value.

∑ ( )* +

We consider ∑ , ( ) ( )-{ } as a virtual perturbation that is rejected when ̂ .

The following quadratic stability condition [3] is used:

with , , , and the decay rate .

We reintroduce 44 in eq. 46 :

̇ ̇

And then we replace the value of ̇ from eq. 45 in eq. 47 and we obtain:

The next inequality is used:

If we consider , and , eq. 50 becomes:

The left term of the inequality will be replaced by the right term in eq. 49:

It can be noticed that the term containing the virtual perturbation is reduced.

If we apply the Schur complement lemma we obtain:

For obtaining the gains of the observer this linear matrix inequality (LMI) must be solved. This can be easily done solving the LMI with the help of the open source Yalmip toolbox. The next configuration is proposed for the DC-DC converter: the PWM signal will be sent at a frequency of 100kHz, while its inductance , H], the internal resistance of the inductor , -, the capacitance , -, and the internal resistance of the capacitor , -.

A slight advantage can be already noticed. The amplitude of the oscillation when maximum power area is reached is smaller when IC algorithm is used. The difference increases if the step size is chosen for a rather faster conversion rate towards the MPPT. In Figure 4-3 are compared the two algorithms, P&O and IC, with two fixed steps: step1=0.5e-5 and step2=1e-6.

The dynamic of the process can be observed in figure presented below. A polynomial R-S-T algorithm ( [START_REF] Olteanu | Model based MPPT control of a small photovoltaic panel[END_REF], [START_REF] Miron | Designing control systems with distributed parameters[END_REF], [START_REF] Miron | Control systems for a heat exchanger with distributed parameters[END_REF] ) is proposed for controlling the plant model above. The demanded performances are adjusted through some trials simulating the behavior of the global system, including the photovoltaic generator, the converters, variable solar irradiation and temperature. This control structure takes into account the discretized transfer function of the process, the R-S-T polynomials used for controlling the plant in closed loop and rejecting the disturbances, and the trajectory generator which imposes a desired trajectory.

The general RST command form is the following:

Where the polynomials of the controller are defined as below:

The polynomials of the plant are defined as below:

The coefficients of the plant can be substituted with the values obtained in eq. 58.

Further we can compute the transfer function of the closed loop system

where the poles of the closed loop system are characterized by the polynomial:

The polynomial P contains the dominant and auxiliary poles of the closed loop system:

( ) corresponds to the dominant closed loop poles of the system, and is responsible with for performances of the controller.

( ) stands for the auxiliary poles of the closed loop system, which are used for filtering purposes, for the improving the robustness of the system. As mentioned in [START_REF] Landau | Digital Control Systems-Design, Identification and Implementation[END_REF], the auxiliary poles are faster than the dominant poles, meaning that the a real part of the roots of (

) is inferior to one of ( ).

A second degree transfer function is usually used for imposing the dominant poles, thus the desired behavior of the closed loop system.

( )

where , is the damping factor and is the natural frequency.

Taking into account the value of the sampling period (62.5 μs), a damping factor and a natural frequency rad/s are chosen.

After the discretization we obtain:

Then we impose these poles to the polynomial P:

Furthermore, an integrator is added in the Hs imposed part of the polynomial S in order to obtain a null steady state error.

( )

The coefficients of the R and S polynomials are determined by solving the next equation:

where:

, -, -

and , -,

-is the Sylvester matrix, associated to the coprime polynomials A and B.

The values are computed using the algorithm presented in section 7.2.:

( )

The coefficients of the T polynomial are determined from the following expression:

where:

After introducing eq. x in y we obtain:

The transfer function of the tracking reference model is:

To obtain the polynomials Am and Bm of the trajectory generator, another transfer function of second degree is used. A damping factor and a natural frequency rad/s are chosen.

The same procedure is applied as for computing the polynomials R and S.

( )

After obtaining all the parameters of the above mentioned polynomials the performances of the control algorithm are tested in simulation, as presented in Figure 4-8 and in Figure 456789.

Firstly, the closed loop control is tested in WinReg software for reference tracking and rejection of the disturbances. During the simulation, two types of disturbances are being applied to the control loop. After the reference is reached, the element of execution, the transistor from the Sziklai pair, is being disconnected from the controller. Later on, an additive disturbance is applied to the control law.

We can observe that in Figure 4-10 that the MPPT control algorithm is harvesting the maximum power that the PV can provide, with respect to the second control loop which perturbs it as well.

Furthermore we can observe the two types of disturbances proposed earlier. The first one which is triggered during the time interval [0.4s,0.41s] is not well rejected, because the control law is saturated at maximum value, while the static error is superior to 13.3%. The second one which is triggered during the time interval [0.8s,0.85s] is well rejected. 

Robust R-S-T control algorithm

An output sensitivity functions is used to analyze the performances of the controller:

We shall consider the margin modulus:

A bigger value of implies a better robustness. In order to achieve it, the value of Syp must decrease. The performances in regulation and tracking can be improved tracking by introducing auxiliary pairs of poles/zeros and/or introducing pre-specifications for the R and S polynomials.

Furthermore we shall create a robust R-S-T polynomial controller.

An extra pair of complex poles to the tracking, imposing another second degree transfer function with a damping factor and a natural frequency rad/s

Poles and zeros of the system can be pre-specified in the polynomial and as presented below:

(84)

The following poles will be imposed:

The values of all the polynomial are recomputed:

( ) An improved value of is obtained.

Then, as for the previous regulator, the control loop is tested on the model of the DC/DC buck converter, as presented in the figure below. We can observe in Figure 4-15 and Figure 4-16 that the rejection of both types of disturbances is slightly improved.

CONCLUSION

The goal of this thesis was to combine both theoretical and practical aspect of control theory applied on systems that function on "green energy".

It started by presenting the standard models of PV cells and compared their performances in simulation, in order to test them later on in different control loops. The models were built in Matlab and Simulink programming environments, in which a software with a graphic user interface was developed.

In the next part were presented different typologies of DC/DC step down converters, which were later on tested in simulation. Prototypes were developed, tested and validated in real-time closed loop control systems.

Different MPPT control algorithms are presented as a control solution, to improve the efficiency of the energy transfer between a PV panel and the consumer.

A Takagi-Sugeno fuzzy observer is built and tested in a closed loop control system.

A robust polynomial controller with anti-wind up mechanism is presented as a control solution for optimizing the energy transfer between a solar panel and a load or a storage solution. It is tested in both simulation and on a self-made prototype.

A case study presents a supervisory system that manages the transfer of energy between an array of solar panels, some energy storages solutions and the consumers, with the help of a cosimulation between Matlab/Simulink and AmeSim software. Comparisons between the performances obtained with different MMPT algorithms are made.

A prototype, consisting of a a supervisory system, manages the power generation of the solar panel, the recharging system of a lead-acid battery and assures the required power to different variable loads. It works in real time and can be easily controlled remotely via intranet or internet connection.

This these presents a solution to the growing need of IoT solutions in the area of renewable energies. The solution is embedded, portable, and scalable, dedicated especially for intelligent energy management in smart neighborhoods.

This work can be further used to develop cheap smart grid network solutions for domestic use or research purposes.

ANNEXES

All the written code can be found in the here, along with hardware schematics.

Graphic User Interface for calibrating the model of a Photovoltaic Panel

Generating the main GUI window

The code for this GUI is presented in the matlab script below: ------------------------------------------------------------------function Untitled_1_Callback(hObject, eventdata, handles) % hObject handle to Untitled_1 (see GCBO) % eventdata reserved -to be defined in a future version of MATLAB % handles structure with handles and user data (see GUIDATA)

(hObject, eventdata, handles) % hObject handle to Untitled_2 (see GCBO) % eventdata reserved -to be defined in a future version of MATLAB % handles structure with handles and user data (see GUIDATA)

Generating the secondary GUI window

The user can introduce the values of the STC parameters before starting the simulation. The default values are G=1000 W/m2 and T=25°C. ------------------------------------------------------------------ 

Battery charging supervisor on Arduino Uno

The code was written for Arduino Uno hardware and can be compiled and tested with the open source software "Arduino IDE". It reads the voltage from the PV panel from a resistor divider, the voltage of the battery and the current of the battery from a current sensor ACS712 (5A).It controls the DC/DC buck converter that charges the battery. The communication is made with the Raspbery Pi 3 supervisor via serial port. The messages must respect a certain convention in order to be taken into account. Whenever data is received via serial port, it is analyzed and if the input format is respected, it is passed to the main loop. The supervisor can override the computed value of the control algorithm or change the step size. The code below is written in python programming language. It represents the code that will run on the Raspberry Pi configuration. 

Takagi Sugeno Observer model in Simulink/Matlab

The script for computing the gains of the observer can be found in the following Matlab script: In Figure 7-1 and Figure 7-2 are presented the main Simulink schemes used for simulating the presented results.